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INVITATION FOR BID (IFB) 
WATER POLLUTION CONTROL FACILITY RAS/WAS PS IMPROVEMENTS - 

HYDROCYCLONES 
 
 

 
ISSUE DATE:   January 12, 2026 

 
IFB NO.:   500640-FY26-31 

 
PRE-BID MEETING:  January 29, 2026 at 10:00 am (local time) 

 
QUESTIONS DUE:  February 3, 2026 at 2:00 pm (local time) 

 
 BIDS DUE:   February 17, 2026 at 2:00 pm (local time) 
 
 DELIVERY ADDRESS: Commonwealth’s eProcurement Website 
     www.eva.virginia.gov   
 
 CONTACT:   David A. Christianson, CPPB, VCA 

Deputy Procurement Officer 
     Phone: (703) 771-2711 

Email: BidQuestions@leesburgva.gov 
 

 
 
NOTE: Effective January 1, 2021, and until further notice, all bids and proposals in response 
to a formal solicitation issued by the Town will be securely received via eVA, the 
Commonwealth’s eProcurement website. All formal solicitations, including notices of 
addenda, will be posted on the Town’s Bid Board (http://www.leesburgva.gov/bidboard) and 
eVA (www.eva.virginia.gov). Courtesy notifications will be provided to interested parties 
who have registered to receive updates. Interested parties are responsible for providing the 
correct contact information to the Town. 

http://www.eva.virginia.gov/
mailto:BidQuestions@leesburgva.gov
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TOWN OF LEESBURG 
ADVERTISEMENT FOR BID 

 
IFB NO. 500640-FY26-31 

WATER POLLUTION CONTROL FACILITY RAS/WAS PS IMPROVEMENTS - 
HYDROCYCLONES 

 
**NOTE: Effective January 1, 2021, all bids and proposals in response to a formal solicitation 
issued by the Town will be securely received via eVA, the Commonwealth’s eProcurement 
website.  Additionally, at this time the Town is not conducting in-person public bid openings. 
** 
 
SEALED BIDS to construct the above project WILL BE RECEIVED by the Town of Leesburg, 
electronically via the Commonwealth’s e-procurement website (www.eva.virginia.gov), UNTIL 
BUT NO LATER THAN 2:00 P.M. (local time) ON TUESDAY, FEBRUARY 17, 2026.  Bids 
shall be submitted electronically using the following naming convention: the IFB number and the 
name of the bidder (i.e. “IFB No. 500640-FY26-31_Your Company’s NameU”).   
 
A non-mandatory pre-bid meeting will be held on Thursday, January 29, 2026 at 10:00 am (local 
time).  The pre-bid meeting will be onsite located at 1391 Russell Branch Parkway, Leesburg, VA 
20175.  It is strongly recommended that all bidders attend this meeting to gain a thorough 
understanding of the project.  The pre-bid meeting will not be conducted remotely (virtually). 
 
All questions regarding this bid must be submitted in writing via email to 
BidQuestions@leesburgva.gov until but no later than 2:00 P.M. (local time) on Tuesday, 
February 3, 2026. 
 
Bids will be publicly opened via Microsoft Teams using the eVA e-Procurement website at the 
due date and time listed above. The bid opening will be livestreamed via Microsoft Teams and 
made available to the public.  

• To join the meeting and view the video shared by the Town of Leesburg from your 
computer, please see the following link(s): Town of Leesburg - Bid Opening - IFB No. 
500640-FY26-31 (WPCF RAS/WAS Improvements - Hydrocyclones) | Meeting-Join | 
Microsoft Teams 

• To join the meeting via phone, please see the following dial-in info: 
Dial In #: +1 689-218-0588 
Meeting Conference ID: 233 520 414# 

• For more information: Learn More 
 
Work includes the installation of a 4-hydrocyclone skid, submersible feed pump and associated 
valves, piping and appurtenances at the existing RAS/WAS pump station and associated 
demolition work.  Work also includes the installation of an adjustable frequency drive for the 
submersible feed pump, electrical duct bank and modifications to the existing PLC ACP-17B at 
the existing Blower building, including integration of new controls to the plant SCADA system, 
and all incidentals related thereto. 
 

mailto:BidQuestions@leesburgva.gov
https://teams.microsoft.com/meet/29064079599774?p=SuvEHMMj6Iq4qQjdPQ
https://teams.microsoft.com/meet/29064079599774?p=SuvEHMMj6Iq4qQjdPQ
https://teams.microsoft.com/meet/29064079599774?p=SuvEHMMj6Iq4qQjdPQ
https://aka.ms/JoinTeamsMeeting
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The Town reserves the right to perform all, part, or none of the work. 
 
Bid Documents are available for download from the Town’s Bid Board at 
http://www.leesburgva.gov/bidboard.  Any addenda issued for this project will be posted on the 
Town’s Bid Board and eVA (https://eva.virginia.gov) with a courtesy email to those firms 
who have registered on the Town’s Bid Board.  It is the bidders’ responsibility to provide a 
correct email address and to be aware of any addenda. 
 
David A. Christianson, CPPB, VCA 
Deputy Procurement Officer 

  

http://www.leesburgva.gov/bidboard
https://eva.virginia.gov/
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REQUIRED BID RESPONSE FORMS  
IFB NO. 500640-FY26-31 

WATER POLLUTION CONTROL FACILITY WAS/RAS PS IMPROVEMENTS - 
HYDROCYCLONES 

 
Bidders shall submit bids to the Town in accordance with the Submission of Bids section of 
the Bid Documents and shall include the following completed documents with their bid 
submission: 
 

Checklist 
 

 
_____ Bid Submission Form (includes Conflict of Interest and Collusion Certifications)  

_____ Acknowledgement of Addenda  

_____ Bid Form – Pricing (For Reference Only) ** SUBMITTED ELECTRONICALLY  

VIA EVA**   

_____ Escrow of Retained Funds   

_____ Bid Bond ** The bid bond includes a certification of consent to electronic signatures 

and digital seal. The Town reserves the right to request a wet signature, raised seal 

bid bond.  See the Bid Bond section of the Bid Documents for details and instructions. 

**  

_____ Cashier’s Check (in lieu of a Bid Bond) ** When the bid security is in the form of a 

cashier’s check, a copy of the cashier’s check shall be submitted with the bid and the 

original cashier’s check shall be delivered to the Town within two (2) business days after 

the bids are due to the Town. See the Bid Bond section of the Bid Documents for details 

and instructions.  **  

_____ Qualification Form    

_____ Reference Form     

_____ Subcontractor Form     

 

Bidders shall use the required bid response forms included in the Bid Documents when 
submitting their bid to the Town. Bidders who do not provide all required bid response forms 
may be deemed non-responsive. 
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BID SUBMISSION FORM 
IFB NO. 500640-FY26-31 

WATER POLLUTION CONTROL FACILITY WAS/RAS PS IMPROVEMENTS - 
HYDROCYCLONES 

 
The undersigned agrees to furnish all necessary labor, equipment, materials, and all things necessary to 
perform the work as set forth in accordance with the plans and specifications at the following prices.  
_____________________________________________________________________________________ 
SECTION I – COMPANY IDENTIFICATION AND OWNERSHIP DISCLOSURE 
 
Company            
Address            
Contact Person      Title      
Telephone No.    Fax No.  Email      
Organized under the laws of the State of         
Principal place of business at          
Federal Id Number    Registered Agent     
State Corp. Commission Registration No.   (attach Certificate of Good Standing) 
 
List the names and addresses of all persons having ownership of 3% or more in the company: 
  Name     Address 
             
             
             
The Town of Leesburg requests, as a matter of policy, that any consultant or firm receiving a contract of 
award resulting from a formal solicitation issued by the Town shall make certification as specified below.  
Receipt of such certification, shall be a prerequisite to the award of contract and payment thereof. 
 
SECTION II – EMPLOYEES NOT TO BENEFIT - I (we) hereby certify that if the contract is awarded 
to our firm, partnership, or corporation, that no employee of the Town of Leesburg, or members of his/her 
immediate family, including spouse, parents or children has received or been promised, directly or 
indirectly, any financial benefit, by way of fee, commission, finder’s fee, political contribution or any 
similar form of remuneration on account of the act of awarding and/or executing this contract. 
 
SECTION III – CONFLICTS OF INTEREST - This solicitation is subject to the provisions of VA Code 
Ann. Section 2.1-639.2 et seq., the State and Local Government Conflict of Interests Act.  The Bidder [    
] is [     ] is not aware of any information bearing on the existence of any potential organizational 
conflict of interest. Bidder must select one or the other (not both) by inserting a checkmark () or 
the letter “X”. 
 
SECTION IV – COLLUSION - I certify that this offer is made without prior understanding, agreement, 
or connection with any corporation, firm, or person submitting an offer for the same services, materials, 
supplies, or equipment and is in all respects fair and without collusion or fraud.  I understand collusive 
bidding is a violation of the State and federal law and can result in fines, prison sentences, and civil damage 
awards.  I hereby certify that the responses to the above representations, certifications, and other 
statements are accurate and complete.  I agree to abide by all conditions of this IFB and certify that I am 
authorized to sign for my company. 
 
Signature        Date    
Name (Printed)       Title    

 
BIDDER MUST RETURN THIS FORM WITH THEIR BID  
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ACKNOWLEDGEMENT OF ADDENDA 
IFB NO. 500640-FY26-31 

WATER POLLUTION CONTROL FACILITY WAS/RAS PS IMPROVEMENTS - 
HYDROCYCLONES 

 
 
Bidder acknowledges receipt of the following ADDENDA, which have been considered in the 
preparation of this bid. 
 
 Addendum No.     Dated:     
 Addendum No.     Dated:     
 Addendum No.     Dated:     
 Addendum No.     Dated:     
 
 

BIDDER MUST RETURN THIS FORM WITH THEIR BID 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Rev 8/22/25 Page 11 of 39 

BID FORM – FOR REFERENCE ONLY 
** Submit bid pricing electronically via eVA.  This form is for reference only and should not be submitted with a bid. ** 

 
Item Description Lump Sum Bid Price 

1 Water Pollution Control Facility RAS/WAS PS Improvements – Hydrocyclones $ 

 
 

TOTAL BID PRICE $ 

 
NOT A PART OF THE BID PACKAGE.  DO NOT RETURN THIS FORM WITH BID.
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ESCROW OF RETAINED FUNDS 
 
In accordance with Section 2.2-4334 of the Virginia Public Procurement Act (VPPA), any Contract 
valued at $200,000.00 or more for construction of highways, roads, streets, bridges, parking lots, 
demolition, clearing, grading, excavating, paving, pile driving miscellaneous drainage structures, 
and the installation of water, gas, sewer lines and pumping stations where portions of the Contract 
price are to be retained, at the time of submitting a bid, the CONTRACTOR shall have the option 
to indicate preference for using the escrow account procedure for utilization of the Town retained 
funds by so indicating in the space provided in the proposal documents.  In the event the successful 
Contract elects to use the escrow account procedure, the “Escrow Agreement” included in the 
Contract documents shall be executed and submitted to the Procurement Contact within 15 days 
after receipt of the Notice to Award.  If the “Escrow Agreement” form is not submitted, the 
CONTRACTOR shall forfeit his rights to the use of the escrow account procedure within the 15-
day period. 
 
In order to have retained funds paid to an escrow agent, the CONTRACTOR, the escrow agent, 
and the surety shall execute the “Escrow Agreement” furnished by the TOWN, and submit same 
to the Procurement Contact for approval.  The CONTRACTOR’s escrow agent shall be a trust 
company, approved bank or savings and loan institution with its principal office located in the 
Commonwealth of Virginia.  The “Escrow Agreement” shall contain the complete address of the 
escrow agent and surety, and the executed “Escrow Agreement” will be authority for the TOWN 
to make payment of retained funds to the escrow agent.  After approving the agreement, the TOWN 
will pay to the escrow agent the funds retained as provided herein, except that funds retained for 
lack of progress or other deficiencies on the part of the CONTRACTOR will not be paid to the 
escrow agent.  The escrow agent may, in accordance with the stipulations contained in the “Escrow 
Agreement”, invest the funds paid into the escrow account and pay earnings on such investments 
to the CONTRACTOR, or release the funds to the CONTRACTOR, provided such funds are fully 
secured by approved securities. 
 
Retained funds invested, and securities held as collateral for retainage may be released only as and 
when directed by the Procurement Contact.  When the final estimate is released for payment, the 
Procurement Contact will direct the escrow agent to settle the escrow amount by paying the 
CONTRACTOR or the TOWN monies due them as determined by Procurement Contact.  The 
TOWN reserves the right to recall retained funds and to release same to the surety upon receipt of 
written request from the CONTRACTOR or in the event of default. 
 
(  )  We elect to use the escrow account procedure for the deposit of retained funds. 
 
(  )  We elect not to use the escrow account procedure for the deposit of retained funds. 
 
 

BIDDER MUST RETURN THIS FORM WITH THEIR BID
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BID BOND 
 
       BOND NO.       
 
       AMOUNT: $      
 
KNOW ALL MEN BY THESE MEN PRESENTS, that       

hereinafter called the PRINCIPAL, and      a corporation 

duly organized under the laws of the State of         having its principal place of 

business at                                         in the State of          and authorized to 

do business in the Commonwealth of Virginia, as SURETY, are held and firmly bound unto                

     , as OWNER, hereinafter called the OBLIGEE, in the sum of             

     DOLLARS ($____________________) for the payment for 

which we bind ourselves, our heirs, executors, administrators, successors, and assigns, jointly and 

severally, firmly by these presents. 

THE CONDITION OF THIS BOND IS SUCH THAT: 

WHEREAS, the PRINCIPAL is herewith submitting his or its Bid Proposal for______________ 

                                                                                  said Bid Proposal, by reference thereto, being 

hereby made a part hereof. 

NOW THEREFORE, 
 

(A) If the bid shall remain open for a period of not less than 60 days following opening of the 
bids and be rejected, or in the alternate, 

 
(B) If the bid shall remain open for a period of not less than 60 days following opening of the 

bids and be accepted and the PRINCIPAL shall execute and deliver a Contract in the form 
of Contract attached hereto (properly completed in accordance with the bid) and shall furnish 
a performance and payment deposit or surety bond for his faithful performance of the 
Contract, and for the payment of all persons performing labor or furnishing materials in 
connection therewith, 

 
(C) THEN, this obligation shall be void; otherwise the same shall remain in force and effect, it 

being expressly understood and agreed that the liability of the SURETY for any and all 
claims hereunder shall, in no event, exceed the said amount of this obligation as herein 
stated.  Provided, however, that in addition to the amount of this obligation as herein stated, 
the SURETY shall be liable for all costs and attorney's fees incurred by the OBLIGEE in 
enforcing the obligations hereunder. 

 
The SURETY, for value received, hereby stipulates and agrees that the obligation of the SURETY and 
its bond shall be in no way impaired or affected by any extension of the time within which the OWNER 
may accept such bid; and the SURETY does hereby waive notice of such extension. 
 
Rev. 6.17.22    Bid Bond – Page 1 of 2             Electronic Signature/Digital Seal
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IN WITNESS WHEREOF, the PRINCIPAL and the SURETY have hereunto set their hands and seals, 
and have executed this instrument and such of them as are corporations have caused their corporate 
seals to be hereto affixed and these presents to be signed by their proper officers, the day and year first 
set forth above. 
 
Signed and sealed this ________ day of __________________________ , 20__________  . 
 
     ______________________________________ 
     PRINCIPAL 
 
     By ___________________________________ 
 
     ______________________________________ 
     SURETY 
 
     By ___________________________________ 
      Attorney-In-Fact 
 
IMPORTANT:  The SURETY executing bonds must appear on the Treasury Department's most 
current list (Circular 570 as amended) and be authorized to transact business in the Commonwealth of 
Virginia. 
 

CERTIFICATION OF CONSENT TO 
ELECTRONIC SIGNATURES AND DIGITAL SEAL 

 
Principal and Surety hereby consent to conduct the transaction of execution of this Bond by 
electronic means pursuant to the provisions of Va. Code Ann. §§ 59.1-479 through 496, 
and agree that the Obligee (and any other beneficiary) may rely upon electronic signatures on 
this Bond or copies thereof as the original signature(s) for enforcement of any obligations of 
Principal and Surety under this Bond, with no necessity to provide a wet signature 
version.  Further, Surety has authorized its Attorney-in-Fact to digitally affix Surety’s 
corporate seal to this bond. Surety hereby agrees that the digital seal below shall be deemed 
affixed to this Bond to the same extent as if its raised corporate seal was physically affixed to 
the face of the Bond. 
  
Signed and sealed this _____day of ________________, 20______. 
  
For Principal by:     _______________________________    
                                 Name and Title 
       
For Surety by:         _______________________________               
                                 Attorney-in-Fact 
 

 
 

BIDDER MUST RETURN THIS FORM WITH THEIR BID 
 

Rev. 6.17.22    Bid Bond – Page 2 of 2             Electronic Signature/Digital Seal

 
 
 
 
 
 
 
 

[Digital Seal] 
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QUALIFICATION FORM 
 

Note:  Please refer to the QUALIFICATIONS OF THE LOWEST RESPONSIVE BIDDER 
SECTION of the Bid Documents. The following information is required as part of your response to 
this solicitation.  Failure to complete and provide this form with your bid response may result in 
the Town deeming your bid as non-responsive.   
 
1. Qualification: Bidder must have the capability and capacity in all respects to satisfy fully 

all of the contractual requirements. 
 
2. Years in Business:  Indicate the length of time you have been in business providing this 

type of good or service: 
 
 Years: ________________ Months: ________________ 
 
3. Contractor’s Primary Contact(s) for this project: 
 
 Project Manager: ______________Email: ___________________Phone: _____________ 

 
 Superintendent: ________ ____ _Email: _________  ________Phone: ______________ 

 
 Other (list title): ______________Email: _____________________Phone: ____________ 
 
4. Indicate below a listing of at least three (3) projects of similar size and scope within the 

past ten (10) years for which both the Project Manager and Superintendent specified and 
assigned for this project have successfully worked. Include reference contact information 
(name, email, and phone number), a description of work performed, the dates of service, 
and the contract value of the referenced project. 

 
 Company (Owner): _____________________  Contact: ___________________________ 
 
 Phone: (_____)_________Email Address: ______________________________________ 
 
 Project Description: _______________________________________________________ 
 
 Dates of Service: ___________________________  Value ($): _____________________   
 
  
 Company (Owner): _____________________  Contact: ___________________________ 
 
 Phone: (_____)_________Email Address: ______________________________________ 
 
 Project Description: _______________________________________________________ 
 
 Dates of Service: ___________________________  Value ($): _____________________  
 
 
 Company (Owner): _____________________  Contact: ___________________________ 
 
 Phone: (_____)_________Email Address: ______________________________________ 
 
 Project Description: _______________________________________________________ 
 
 Dates of Service: ___________________________  Value ($): _____________________  
 

BIDDER MUST RETURN THIS FORM WITH THEIR BID 
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REFERENCE FORM 

Note: Please refer to the QUALIFICATIONS OF THE LOWEST RESPONSIVE BIDDER 
SECTION of the Bid Documents. Indicate below a listing of at least three (3) current or recent 
governmental clients for whom the Contractor has performed and completed this type of work. 
Include reference contact information (email and phone number), a short description of work 
performed, the dates of service, and the name, email address, and telephone number of the point of 
contact. Failure to complete and provide this form with your bid response may result in the Town 
deeming your bid as non-responsive.   

Reference No. 1 (Required):  

 
Customer (Owner) Representative’s Name 
 
 
Description of Work Performed & Dates of Service 
 
 
Representative’s Name    Phone Number    Email 
Address 
 
 
Reference No. 2 (Required):  
 
 
Customer (Owner) Representative’s Name 
 
 
Description of Work Performed & Dates of Service 
 
 
Representative’s Name    Phone Number    Email 
Address 
 
 
Reference No. 3 (Required):  
 
 
Customer (Owner) Representative’s Name 
 
 
Description of Work Performed & Dates of Service  
 
 
Representative’s Name    Phone Number    Email 
Address 
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Reference No. 4 (Optional):  
 
 
Customer (Owner) Representative’s Name 
 
 
Description of Work Performed & Dates of Service  
 
 
Representative’s Name    Phone Number    Email 
Address 
 
 
Reference No. 5 (Optional):  
 
 
Customer (Owner) Representative’s Name 
 
 
Description of Work Performed & Dates of Service  
 
 
Representative’s Name    Phone Number    Email 
Address 
 
 

BIDDER MUST RETURN THIS FORM WITH THEIR BID 
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SUBCONTRACTOR FORM 
 
Note:  Please note QUALIFICATIONS OF THE LOWEST RESPONSIVE BIDDER SECTION of 
the Bid Documents. The following information is required as part of your response to this 
solicitation.  Failure to complete and provide this form with your bid response may result in the 
Town deeming your bid as non-responsive.   
 
If you are NOT using any subcontractor(s), please initial here _________ 

If you are using subcontractor(s), please list them in the following table:  

 
 

I/We agree that the information provided herein is accurate, current, and complete to the 
best of my/our knowledge.  

Signature: _______________________________________________________________  

Title of Company Official: _________________________________________________  

Date: ___________________________________________________________________ 

BIDDER MUST RETURN THIS FORM WITH THEIR BID 

Subcontractor(s)  
Name & Address 

Contact Name, Email Address, 
& Phone Number 

Type of Work to Be 
Performed 

Percentage of 
Work 
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INSTRUCTIONS TO BIDDERS 

BACKGROUND 
 
The Town of Leesburg is located 35 miles west of Washington, D.C. The Town 
encompasses an area of 12 square miles with an estimated service population of 62,500. 
The Town’s fiscal year begins on July 1 and ends on June 30. As a government entity, the 
Town of Leesburg is exempt from being taxed on goods and services. 
 
The Town of Leesburg is a full-service municipal corporation that provides the following 
services to Town residents and businesses: police, refuse collection and disposal, water and 
sewer utilities, storm water management, airport, parks and recreation, and maintenance of 
streets and roadways. 
 
The Water Pollution Control Division (WPCD) is responsible for the safe and efficient 
treatment of wastewater and the subsequent stabilization and disposal of solid wastes 
produced to ensure the protection of public health and the environment. The Town's Water 
Pollution Control Facility (WPCF) is designed to treat sewage at a rate of 7.5 million 
gallons per day and the division also operates ten pump stations within the Town's service 
area. 
 
SCOPE OF WORK 
 
The Town of Leesburg, Virginia (“Town”) is requesting sealed bids from qualified Bidders 
to provide construction services for the Town Green Renovations project. 
 
The awarded bidder, also referred to herein as “Contractor”, shall provide construction 
services, including, but not limited to the installation of a 4-hydrocyclone skid, submersible 
feed pump and associated valves, piping and appurtenances at the existing RAS/WAS 
pump station and associated demolition work.  Work also includes the installation of an 
adjustable frequency drive for the submersible feed pump, electrical duct bank and 
modifications to the existing PLC ACP-17B at the existing Blower building, including 
integration of new controls to the plant SCADA system, and all incidentals related thereto. 
 
The Town reserves the right to perform all, part, or none of the work. 
 
NON-MANDATORY PRE-BID MEETING 
 
A non-mandatory pre-bid meeting will be held onsite.  It is strongly recommended that all 
bidders attend this meeting to gain a thorough understanding of the project.  Refer to the 
above Advertisement for Bid for details. 
 
QUESTIONS AND INQUIRIES (VPPA 2.2-4316) 
 
Unless otherwise instructed, the Procurement Contact is the sole point of contact for 
questions concerning this IFB. Questions concerning this IFB, including comments 
concerning specifications, must be made in writing via email to the Procurement Contact 
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listed on the cover page of the IFB. Questions must be received by the date and time 
listed on the cover page of this IFB.  
 
A formal addendum responding to all questions received by the deadline will be made 
available no later than five business days before the bid due date. Additional clarifications 
to the specifications will also be in the form of a written addendum. All addenda will be 
posted on the Town’s website. Such addenda will become part of the contract documents. 
Verbal instructions are not binding and will not form a part of the bid documents. It is the 
bidder’s responsibility to obtain all addenda from the Town’s website: 
http://www.leesburgva.gov/bidboard.  
 
USE OF BRAND NAMES/SUBSTITUTIONS (VPPA 2.2-4315) 
 
In accordance with Section 2.2-4315 of the VPPA, unless otherwise provided in the 
Invitation to Bid, the name of a certain brand, make or manufacturer shall not restrict 
bidders to the specific brand, make or manufacturer named and shall be deemed to convey 
the general style, type, character, and quality of the article desired.  Any article that the 
Town in its sole discretion determines to be the equal of that specified, considering quality, 
workmanship, economy of operation, and suitability for the purpose intended, shall be 
accepted.  Written requests for approval of substitutions may be submitted to the Town 
during the bidding period.  Approval of substitutions will be made by Addenda.  A request 
for substitution must be received by the Town by the Questions and Inquiries due date and 
time listed on the cover page of this IFB.  The Town may decline to consider requests that 
are incomplete or not received in accordance with the time limitation. 
 
INCOMPLETE DOCUMENTS 
 
The Contractor, as a bidder, is responsible for having determined the accuracy and 
completeness of bid documents upon which it relied in making its bid, and having notified 
the Procurement Contact immediately upon discovery of an apparent inaccuracy, error in, 
or omission of any pages, drawings, sections, or addenda whose omission from the 
documents was apparent from a reference or page numbering in the bidding documents. 
 
If the Contractor proceeds with any activity that may be affected by an inaccuracy, error 
in, or omission described above, of which it has not notified the Procurement Contact, the 
Contractor hereby agrees to perform any work described in such missing or incomplete 
documents at no additional cost to the Town. 
 
FORM AND STYLE OF BIDS 
 
Bids shall be submitted electronically via the Commonwealth’s electronic procurement 
website (eVA).  Unless otherwise specified or permitted herein, prices shall be submitted on 
all line items shown in eVA. In addition to submitting bid pricing electronically via eVA, 
bidder shall also upload all completed bid response forms as required by the Town with their 
Bid.   
 

http://www.leesburgva.gov/bidboard
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Bids shall include the legal name of the Bidder and a statement that the Bidder is a sole 
proprietor, partnership, corporation, or other legal entity.  Bids shall be signed by the 
person or persons legally authorized to bind the Bidder to a contract.  Electronic signatures 
will be accepted by the Town; submission of a bid through the eVA system constitutes 
your representation that your firm authorizes the use of electronic signatures.  A Bid by a 
corporation shall further give the state of incorporation and have the corporate seal affixed.  
All names shall be typed or printed in ink below the signatures.  The address, phone number 
and email address for communication regarding the bid shall be shown. 
 
BID BOND 
 
*NOTE: THIS SECTION CONTAINS REVISED PROCUREMENT 
PROCEDURES*  
 
Each bid shall be accompanied with a copy of the bid security (on enclosed bid bond form or 
in the form of a cashier’s check), in the amount of five percent (5%) of the bidder's Total Bid 
Price, pledging that the Bidder will enter into a Contract with the TOWN on the terms stated 
in the Bid.  Should the Bidder refuse to enter into such Contract the amount of the bid security 
shall be forfeited to the TOWN as liquidated damages, not as a penalty.  The amount of the 
bid security shall not be forfeited to the TOWN in the event the TOWN fails to prove financial 
capability if requested in writing by the successful bidder.  Pursuant to VPPA Section 2.2-
4336. 
 
The provided bid bond form includes a certification of consent to electronic signatures 
and digital seal, which must be completed. The Town reserves the right to require any bidder 
to submit a wet signature, raised seal bid bond at the Town’s request. 
 
If bidder’s surety does not authorize electronically signed (digitally sealed) bid bonds in the 
form requested, bidder may satisfy the bid bond requirement by submitting an original wet 
signature, raised seal bid bond to the Town within two (2) business days after bid opening, 
provided that bidder also includes the following documentation with the bid submission 
package via eVA: written confirmation from the surety stating that the surety will not provide 
an electronically signed (digitally sealed) bid bond in the form requested; AND a .pdf copy 
of the original wet signature, raised seal bid bond. 
 
When the bid security is in the form of a cashier’s check, a copy of the cashier’s check shall be 
submitted with the bid and the original cashier’s check shall be delivered to the Town within 
two (2) business days after the bids are due to the Town.  The original cashier’s check shall be 
mailed/delivered to: Town of Leesburg, Virginia, Attn: Procurement Office, 25 W. Market 
Street, Leesburg, VA 20176.  The Town reserves the right to deem bidders non-responsive 
for failure to provide the original cashier’s check within the timeframe specified.   
 
The TOWN will have the right to retain the bid security of Bidders to whom an award is being 
considered until either (a) the Contract has been executed or (b) the specified time has elapsed 
so that Bids may be withdrawn, or (c) all Bids have been rejected. 
 
TOWN OF LEESBURG BUSINESS PROFESSIONAL AND OCCUPATION LICENSE 
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(BPOL) 
 
Bidders do not have to obtain a BPOL license in order to submit a bid to the Town; 
however, the successful bidder must obtain a license, if applicable, prior to award of the 
contract. 
 
The successful bidder must comply with the provisions of Section 20-233 (License 
requirement) of the Town of Leesburg Code, if applicable.  For information on the 
provisions of this chapter and its applicability to this Contract, contact the Town of 
Leesburg Accounting Associate, Finance Department, Town of Leesburg, Virginia, at 
telephone number 703-771-2753 or email BusinessLic@leesburgva.gov. 
 
SCC IDENTIFICATION NUMBER (VPPA SECTION 2.2-4311.2)  
 
Every Bidder must include their State Corporation Commission (SCC) Identification 
Number or reason for exemption with his/her bid.  If this information is not included, the 
Bid may be rejected. 
 
VIRGINIA CONTRACTOR’S LICENSE NUMBER (CODE OF VIRGINIA §54.1-
1115, A1 AND A6) 
 
Bidder certifies that he/she is properly registered as a licensed Contractor under Title 54 of 
the Code of Virginia. Bidder shall provide his/her Virginia Contractor’s License Number 
in the designated location on the Bid Response Form or the Bid may be rejected. 
 
SUBMISSION OF BIDS 
 
In order to be considered for a contract award, bidders must complete and submit a response 
to this IFB via the Commonwealth’s electronic procurement website eVA 
(www.eva.virginia.gov). eVA streamlines and automates government purchasing activities 
in the Commonwealth. The eVA portal is the gateway for vendors to conduct business with 
state agencies and public bodies. Bidders desiring to provide goods and/or services to the 
Town must be a registered vendor in eVA.  eVA Vendor Registration is free.  

 
On the eVA website, www.eva.virginia.gov, applicants must login as a vendor using their 
eVA username and password. Please contact eVA Customer Care for instructions and/or 
assistance in registering to become a vendor, login, and/or uploading documents. eVA 
Customer Care:  
 

Hours: 8:00 AM to 4:45 PM, Monday through Friday 
Phone Toll Free: 866-289-7367 

Email: eVACustomerCare@DGS.Virginia.gov 
 
Bids shall be submitted electronically to the Town via the Commonwealth’s eVA website 
prior to the bid submission deadline stipulated for this IFB or as amended via any 
subsequent addenda issued by the Town. Bidders assume full responsibility for the 

mailto:BusinessLic@leesburgva.gov
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electronic delivery of the completed bid to www.eva.virginia.gov on or before the deadline 
for submission. The Town is not responsible for any loss or delay with respect to the 
submission of bids.  Late bids will not be accepted. Bids submitted by any method other 
than via the eVA website will not be accepted.   
 
All required forms and documentation submitted in response to this IFB must be 
uploaded as one (1) pdf attachment to eVA (www.eva.virginia.gov). The attachment 
should use the following naming convention:  the IFB number and the name of the 
bidder (i.e. IFB No. __________________ - Your Company’s Name). 
 
NOTE:  eVA will not allow a bidder to upload documents after the deadline set for 
receipt of bids.  Any submission partially uploaded at the deadline date and time will 
be considered incomplete and will not be accepted. ANY BID RECEIVED BY THE 
TOWN AFTER THE DEADLINE FOR SUBMISSION WILL NOT BE ACCEPTED.  
 
MODIFICATION/WITHDRAWAL OF BID 
 
A Bid may not be modified, withdrawn, or cancelled by the Bidder during the stipulated time 
period following the time and date designated for the receipt of Bids, and each Bidder so 
agrees in submitting a Bid. 
 
Prior to the time and date designated for receipt of Bids, a Bid submitted electronically to the 
Town via the Commonwealth’s eVA website may be modified or withdrawn.  
 
Withdrawn Bids may be resubmitted up to the date and time designated for the receipt of Bids, 
provided that they are then fully in conformance with these Instructions to Bidders. 
 
Bid security, if required, shall be in an amount sufficient for the Bid as modified or 
resubmitted. 
  
If within two (2) business days after Bids are opened and Bidder files a duly signed written 
notice, accompanied by original work papers, with the TOWN that there was a material 
and substantial mistake in the preparation of its Bid, that Bidder may withdraw its Bid, and 
the Bid security will be returned.  Withdrawal of bids submitted to the TOWN is governed 
by Section 2.2-4330 of the Virginia Public Procurement Act (VPPA). 
 
ACCEPTANCE OF BID (VPPA 2.2-4337) 
 
The bids received shall be open to acceptance and is irrevocable for sixty (60) days from the 
Bid Closing date. 
 
If the bid is accepted by the Town within the period specified above, the Contractor shall 
provide a certificate of insurance, Payment Bond, and Performance Bond within 10 days of 
the Notice of Award or Notice of Intent to Award.  Each bond, the Performance Bond and the 
Payment Bond, shall be in the amount of 100% of the Contract Amount.  The bonds shall be 
corporate surety bonds issued by a surety company authorized to do business in the 

http://www.eva.virginia.gov/
http://www.eva.virginia.gov/
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Commonwealth of Virginia and acceptable to the Town.  The Performance Bond will be 
conditioned upon the faithful performance of all of the work shown, described and required 
in the Contract Documents.  The Payment Bond will be conditioned upon the payment of all 
persons who have and fulfill contracts for the Contractor for providing labor, equipment of 
material in the performance of the work provided for in the Contract Documents. 
 
If this bid is accepted within the time stated, and the Contractor fails to provide the required 
Bonds, or commence the project as directed, the security deposit shall be forfeited as damages 
to the Town by reason or failure, limited in amount to the lesser of the face value of the 
security deposit or the difference between this Bid and the Bid upon which the Contract is 
signed. 
 
CONSIDERATION OF BIDS & BID OPENING 
 
The TOWN shall have the right to reject any or all Bids, reject a Bid not accompanied by 
a required bid security or by other data required by the Bidding Documents, or reject a Bid, 
which is in any way incomplete or irregular. Though the eVA website does not reject 
multiple bid submissions, the TOWN permits only one bid to be submitted by the same 
firm in response to this IFB. Accordingly, the Town reserves the right to reject multiple 
bids submitted by the same firm in eVA. If a bidder submits more than one bid in response 
to this IFB, only the most recent submission will be considered, and previously submitted 
bids will be rejected.  
 
All bids received will be opened publicly and read aloud utilizing the Commonwealth’s 
eVA website. The bid opening for this project will be held at date and time specified in the 
Advertisement for Bid. The bid opening will be livestreamed via Microsoft Teams for 
accessibility to the public.  
 
After the bids are opened and publicly read aloud, the Town will recalculate the arithmetic 
of all bids. The recalculation will consist of the following: 
 

1. The Extended Price will be the Quantity x Unit Price.  The accuracy of this 
calculation will be verified for all unit price items of work.  All mathematical errors 
will be corrected to arrive at the correct extended price.  If a bidder submits “NO 
BID” or no price is shown or entered for the Unit Price, the bidder shall be deemed 
non-responsive. If a bidder submits a price of “0” for the Unit Price, it will be 
understood to be at a unit price of zero or no cost to the Town.  
 

2. The sum of all extensions will be calculated and any mathematical errors will be 
corrected. 

 
3. If there are multiple sections to the bid, for example the Total Base Bid = Section 

‘A’ + ‘B’, the sum of the sections will be calculated.  All mathematical errors will 
be corrected. 

 
The corrected price and correct sum thereof will be used to determine the lowest 
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responsive, responsible bidder and will become the value of the recommended contract 
award. 
 
NEGOTIATIONS WITH THE LOWEST RESPONSIVE BIDDER 
 
Unless all bids are cancelled or rejected, the Town reserves the right granted by 2.2-4318 of 
the Code of Virginia to negotiate with the lowest responsive, responsible bidder to obtain a 
contract price within the funds available.  Funds available shall mean those funds, which were 
budgeted for this contract prior to the issuance of the written Invitation for Bids.  Negotiations 
with the low bidder may include both modifications of the bid price and the Scope of 
Work/Specifications to be performed.  The Town shall initiate such negotiations by written 
notice to the lowest responsive, responsible bidder that its bid exceeds the available funds and 
the Town wishes to negotiate a lower contract price.  The times, places, and manner of 
negotiating shall be agreed to by the Town and the lowest responsive, responsible bidder. 
 
QUALIFICATIONS OF THE LOWEST RESPONSIVE BIDDER 
 
This project requires specialized knowledge and expertise. The Contractor shall be well 
versed in the scope of work for this project. If the Contractor does not have specific 
experience with regards to projects similar in complexity they will not be considered for 
the award of this project.  The Contractor must submit written information demonstrating 
experience by having completed a minimum of three (3) similar projects within the last ten 
(10) years and commit to the availability of key, skilled personnel necessary to complete 
the entire scope of work required for the project. 
 
All qualification documentation shall be submitted as part of the bidder’s bid 
package. Bids received without the required documentation shall be deemed non-
responsive.  
 

1. On the Qualification Form, the Contractor shall submit a minimum of three (3) 
similarly sized projects, and similar in scope, in the past ten (10) years, indicating 
client, project scope, location, and time frame.  

 
The Superintendent and the Project Manager specified by the Contractor and 
assigned to this contract shall each have successfully worked on three (3) projects, 
similar in both size and scope, within the past ten (10) years. For work to be 
considered similar, work must be comparable to that shown in the scope of work.  

2. On the Reference Form, provide a minimum of three (3) governmental clients for 
whom the Contractor has performed and completed this type of work.  Include 
reference contact information (email and phone number), and a description of work. 

 
3. The Contractor shall self-perform a majority of the work. At the time of the bid, the 

Contractor shall name any anticipated subcontractors and define the work expected 
to be performed on the contract by each subcontractor on the Subcontractor Form. 
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AWARD 
 
It is the intent of the TOWN to award a Contract to the lowest responsive and responsible 
Bidder, up to the budgeted funding approved each Fiscal Year by the Town Council.  The 
Town reserves the right to accept or to reject any or all bids in whole or in part, to make 
multiple awards, and to waive informalities in the process of awarding this contract.  The 
Notice of Intent to Award a contract resulting from this Invitation for Bid will be posted on 
the Public Notice Board at 25 W. Market Street, Leesburg, VA and on the Town’s Bid Board 
(https://www.leesburgva.gov/bidboard). 
 
PROTEST 
 
Any bidder or offeror who desires to protest the award or decision to award a contract shall 
submit such protest in writing to the TOWN, no later than 10 days after public notice of award 
or the announcement of the decision to award, whichever occurs first, pursuant to Section 2.2-
4360 of the VPPA. 
 
COMPENSATION AND PAYMENT 
 
Payments are due and payable thirty (30) days from the date of the Contractor’s invoice. 
Amounts unpaid sixty (60) days after the invoice date shall bear interest at the base rate on 
corporate loans (prime rate) at large United States money center commercial banks as 
reported daily in the Publication entitled The Wall Street Journal. 
 
TITLE VI COMPLIANCE 
 
The Town of Leesburg, VA, as a recipient federal funds, complies with Title VI of the 
Civil Rights Act of 1964 (found at 42 U.S.C. § 2000(d) and the following sections) which 
prohibits discrimination based on race, color, or national origin.  The Town’s Title VI 
Policy can be found at:  https://www.leesburgva.gov/government/title-vi. 
 
CONTRACTOR VERIFICATION REQUIREMENT 
 
The Town has implemented a Contractor verification process.  Contractor information 
required by the Town must be verified through the Town’s third-party validation service 
provider.  Contractor must comply with this requirement to conduct business with the 
Town and receive payments.  Instructions and additional information on how to comply 
with this requirement can be obtained from the Town’s website at:  
https://www.leesburgva.gov/departments/finance/accounting/vendor-verification. 
 
INVOICE SUBMISSION REQUIREMENT 
 
The Town has implemented a Contractor invoice submission process.  Contractor must 
submit invoices through the Town’s invoice submission portal located at:   
https://www.leesburgva.gov/departments/finance/accounting/vendor-invoices.  
Instructions and additional information on how to comply with this requirement can be 

https://www.leesburgva.gov/bidboard
https://www.leesburgva.gov/government/title-vi
https://gcc02.safelinks.protection.outlook.com/?url=https%3A%2F%2Fwww.leesburgva.gov%2Fdepartments%2Ffinance%2Faccounting%2Fvendor-verification&data=05%7C01%7CDCHRISTIANSON%40leesburgva.gov%7Cc16b558528d941cc008008dbcb584b84%7Cfcff6f1498e44734bf54941f010e77b7%7C0%7C0%7C638327352315776679%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000%7C%7C%7C&sdata=5xuUWyVi099fhn79PAQQ5pnhQSfGdRqI%2BBtoD%2FVnonA%3D&reserved=0
https://www.leesburgva.gov/departments/finance/accounting/vendor-invoices
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obtained from the website. 
 
COORDINATION WITH UTILITIES 
 
The Contractor shall coordinate the work of his forces with the utility companies during the 
contract to ensure the continuing progress of all work to be performed within the project area. 
The Contractor shall notify “MISS UTILITY’ at 1-800-552-7001, 72 hours prior to beginning 
construction. 
 
It shall be the responsibility of the Contractor to notify operators who maintain underground 
utility lines in the area of proposed excavation or blasting at least five (5) business days prior 
to any construction, subsequent maintenance or repair. 
 
The Contractor shall dig test holes over all existing utilities prior to construction to determine 
their exact location and shall notify the construction manager of any necessity for redesign. 
 
CONTRACT TIME 
 
Substantial Completion:  360 calendar days from Notice to Proceed 
Final Completion:   30 calendar days from Substantial Completion 
Liquidated Damages:   $500.00 per day for Substantial Completion 
     $500.00 per day for Final Completion 
 
CONTRACT ITEMS OF WORK 
 
Work Hour Restrictions: All work can be performed between the hours of 7:00 a.m. to 
4:00 p.m., Monday through Friday.  The Town must approve any work to take place outside 
of the established working hours in order to ensure access to the site and proper owner 
oversight. 
 
The Contractor will not be permitted to work on the following holidays: 

• Memorial Day 
• Independence Day 
• Labor Day 
• Thanksgiving 
• Day after Thanksgiving 
• Christmas Day 
• Day after Christmas 
• New Year’s Day 

 
As-Built Drawings: As per Article 4.13 and DCSM requirements. 
 
Permits: 

• Electrical Permit 
 
Dust Control: The Contractor shall make every effort to control dust on site. 



Rev 8/22/25 Page 28 of 39 

 
Site Access: The Contractor shall control access to the site for safety and protection of 
property. 
 
Trash and Recycling: The Contractor is responsible for proper disposal of generated waste, 
trash, and/or debris or other materials generated by the work.  At no time shall the Contractor 
use the Owner’s dumpsters to dispose of trash or debris or other materials associated with 
this scope of work.  The Contractor shall be responsible to clean up all work areas at the 
end of each day and shall ensure all trash and construction debris is removed off site and 
properly disposed of.  The Contractor shall reimburse the Owner for cleanup of any trash 
or debris left on site by the Contractor after the work is complete. 
 

END OF SECTION 
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SAMPLE AGREEMENT* 
*The Sample Contract herein is for reference only. The Town of Leesburg may modify 

any provisions as the Town deems appropriate. 
 

CONTRACT NO. 
[PROJECT NAME] 

 
 THIS AGREEMENT, dated this _____ day of __________________, 20___ is 
between the Town of Leesburg (hereinafter called “TOWN” or “Owner”) and 
___________________________________ (hereinafter called “CONTRACTOR”).  
TOWN AND CONTRACTOR, in consideration of the mutual covenants hereinafter set 
forth, agree as follows: 
1. WORK  

1.1 The project’s name is ________________________________________, 
project # _____. 

 
1.2   CONTRACTOR shall complete all Work as specified or indicated in the 

Contract Documents.  The Work is generally described as follows: 
 
The project includes 
______________________________________________________ 
__________________________________________________________________
_____. 

     
2. OWNER’S REPRESENTATIVES  
 

2.1 All references to the Owner’s Chief Procurement Officer shall 
mean:_________________________________________________ . 

 
2.2 All references to the Owner’s Project Manager or ENGINEER shall 

mean:_________________________________________________, who 
shall have the sole responsibility for clarifying any ambiguities. 

 
3. CONTRACT TIME AND LIQUIDATED DAMAGES 
 

 3.1  Time of the Essence 
 

A. All time limits for Interim Completion, Milestones, Substantial 
Completion, and Final Completion as stated in the Contract Documents 
are of the essence of the Contract. 

 
B. Contract Time:  

 
a. The Work to be performed under this Contract shall be 

commenced after issuance of the Notice to Proceed and 
Substantial Completion shall be achieved within                          ___ 
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calendar days. 
 
b. Final Completion shall be achieved within             calendar days. 

 
c. [Insert Interim or Milestone dates as appropriate.] 

 
3.2 Liquidated Damages  
 

A. TOWN and CONTRACTOR recognize that time is of the essence of 
this Agreement and the TOWN will suffer financial loss if the Work is 
not completed within the time specified in Paragraph 3.1 above, plus 
any extensions thereof allowed in accordance with the General 
Conditions, Article 8, “TIME.”  Contractor recognizes the delays, 
expense, and difficulties involved in proving in a legal or other dispute 
resolution proceeding the actual loss suffered by TOWN if the Work is 
not completed on time.  Accordingly, instead of requiring any such 
proof, TOWN and CONTRACTOR agree that as liquidated damages 
for delay, but not as a penalty, CONTRACTOR shall pay the TOWN 
as follows: 

 
a. For each day that expires after the time established to achieve 

Substantial Completion as specified above, CONTRACTOR shall 
pay TOWN liquidated damages in the amount of $______. 

 
b. For each day that expires after the time established to achieve Final 

Completion as specified above, CONTRACTOR shall pay TOWN 
liquidated damages in the amount of $______. 

 
c. [Insert liquidated damage rate for and Interim or Milestone dates.] 

 
B. CONTRACTOR hereby waives any defense as to the validity of any 

liquidated damages stated in this Agreement as they may appear on the 
ground that such liquidated damages are void as penalties or are not 
reasonably related to actual damages.  

 
C. TOWN may recover liquidated damages by deducting the amount owed 

from progress payments, final payment or retainage. 
 

4. CONTRACT PRICE 
 

4.1. [If Fixed Price] In consideration of the Performance of the Contract, the 
Owner agrees to pay the Contractor as compensation for his services the 
firm, fixed price of:                                           Dollars and              Cents 
($            ________). 
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4.2 [If Unit Price] In consideration of the Performance of the Contract, the 
Owner agrees to pay the Contractor as compensation for his services in 
accordance with the Bid Form and Contract Documents, which are included 
as Exhibits to this Agreement, an amount equal to the sum of the itemized 
prices as shown for each item of work multiplied by the actual quantity of 
each item completed: 

 
A. Total Computed Price used for Comparison and Award:  

 
           
   (Words) 
  
 $          
    (Figures) 
  

 All specific cash allowances are included in the above price and have been 
computed to include the Contractors profit, overhead, all furnishing and 
installation charges. 

 
 This is a unit price contract and the estimated quantities are not guaranteed 

and are given only as a basis of calculation for comparing and awarding the 
project.  The determinations of actual quantities and classifications are to 
be made by Project Manager, as provided in the General Conditions, Article 
9.  The Total Computed Price used for Comparison and Award will be 
deemed to include for all Unit Price Work an amount equal to the sum of 
the unit price for each separately defined item times the estimated quantity 
for each item as indicated on the bid form. Notwithstanding the language of 
this paragraph, the contract price shall not exceed $________without 
further authorization. 

 
5. INTEREST 
 

5.1 The TOWN will pay on all amounts owed to the CONTRACTOR 
accordance with Sections 2.2-4354 and 2.2-4355 of the Virginia Public 
Procurement Act. 
 

5.2 The rate of interest charged shall be the base rate on corporate loans (prime 
rate) at large United States money center commercial banks as reported 
daily in the publication entitled The Wall Street Journal.  Whenever a split 
prime rate is published, the lower of the two rates shall be used.  

 
6. CONTRACT DOCUMENTS 
 

6.1 The Contract Documents which comprise the entire Agreement between 
TOWN and CONTRACTOR concerning the Work are defined as follows: 
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A. The body of this Agreement; 
 
B. Payment Bond (attached); 
 
C. Performance Bond (attached); 
 
D. Insurance Certificate (attached); 
 
E.   CONTRACTOR’S Bid (attached); 
 
F.  Bidding Documents (by reference) including:  
 

1. Advertisement for Bids; 
2. Instructions to Bidders; 
3. General Conditions; 
4. Specifications; 
5. Supplemental Specifications; 
6. Construction Drawings prepared by ______________________ 

bearing the following title: 
 ________________________ (Sheets ___ through ___) 

approved ___________ 
7. Addendum No. _____ dated _______; 

 
G.  Deliverables issued on or after the effective date of the Agreement and 

are not attached hereto: 
 

1.   Notice to Proceed 
2. Written Amendments 
3. Work Change Directives 
4. Change Orders 

 
7.  NOTICE 
 

The term "Notice" as used herein shall mean and include written notice.  Any legal 
notice by any party shall be deemed to have been duly given if either delivered 
personally or enclosed in a certified mail, postage paid envelope addressed to: 

 
The Owner: 
 
 
 
 
The Owner's Project Manager: 
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The Contractor: 
 

 

 IN WITNESS WHEREOF, TOWN and CONTRACTOR have signed two copies 

of this Agreement.  All portions of the Contract Documents have been signed or identified 

by TOWN and CONTRACTOR. 

cla_SignatureClause 
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VIRGINIA PAYMENT BOND 
 
       BOND NO.      

       AMOUNT:  $      
 
KNOW ALL MEN BY THESE PRESENTS, that          

of          hereinafter called the 

CONTRACTOR (Principal), and 

______________________________________________________________________ 

a corporation duly organized and existing under and by virtue of the laws of the State 

of______________________________, hereinafter called the SURETY, and authorized to 

transact business within the Commonwealth of Virginia, as SURETY, are held and firmly 

bound unto The Town of Leesburg as OWNER (Obligee), in the sum of: 

________________________________DOLLARS ($____________________), lawful 

money of the United States of America, for the payment of which, well and truly be made 

to the OWNER.  The CONTRACTOR and the SURETY bind themselves and each of their 

heirs, executors, administrators, successors, and assigns, jointly and severally, firmly by 

these presents as follows: 

THE CONDITION OF THE ABOVE OBLIGATION IS SUCH THAT:  

WHEREAS, the CONTRACTOR has executed and entered into a certain Contract hereto 

attached with_________________________, naming the OWNER as beneficiary, dated 

this ______ day of _____________________, 20 _______, 

for:_____________________________________________________________________ 

 
NOW, THEREFORE, the CONTRACTOR shall promptly make payment to all persons, 
firms, subcontractors, and corporations furnishing materials for or performing labor in the 
prosecution of the work provided for in the Contract, and any authorized extension or 
modification thereof, including all amounts due for materials, lubricants, oil, gasoline, coal 
and coke, repairs on machinery, equipment, and tools consumed or used in connection with 
the construction of the work, and all insurance premiums on the work, and for all labor 
performed in the work, whether by subcontractor or otherwise, then this obligation shall be 
void; otherwise to remain in full force and effect. 
 
Furthermore, the SURETY, for value received, hereby stipulates and agrees that no change, 
extension of time, alteration, or addition to the terms of the Contract Documents or to the 
work to be performed there under, or the Specifications accompanying the same, shall in 
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any way affect its obligation on this bond, and it does hereby waive notice of any such 
change, extension of time, alteration, or addition to the terms of the Contract Documents. 
PROVIDED, FURTHER that no final settlement between the OWNER and the 
CONTRACTOR shall abridge the right of any beneficiary hereunder, whose claim may be 
unsatisfied. 
 
IN WITNESS WHEREOF, the above parties bounded together have executed this 

instrument this _______ day of _________________________ , 20 ____ , the name and 

corporate seal of each corporate party being hereto affixed and those presents duly signed 

by its undersigned representative, pursuant to authority of its governing body. 

 
      CONTRACTOR    

      ____________________________________ 

      By ____________________________(Seal) 

Attest  
 
      SURETY 
 
      ____________________________________ 

      By ____________________________(Seal) 
Attest 
 
NOTE:  Date of bond must not be prior to date of Contract.  If CONTRACTOR is a 
partnership, all partners should execute bond. 
 
IMPORTANT:  The SURETY named on this bond shall be one who is licensed to conduct 
business in the Commonwealth of Virginia, and named in the current list of Companies 
Holding Certificates of Authority as Acceptable Sureties on Federal Bonds and as 
Acceptable Reinsuring Companies, as published in Circular 570 (amended) by the Audit 
Staff Bureau of Accounts, U.S. Treasury Department.  All bonds signed by an agent must 
be accompanied by a certified copy of the authority to act for the SURETY at the time of 
the signing of this bond. 
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VIRGINIA PERFORMANCE BOND 
 
        BOND NO. _____________ 
        
        AMOUNT: $ ____________ 
 
KNOW ALL MEN BY THESE PRESENTS, that        
 
of               
 
hereinafter called the CONTRACTOR (Principal), and       
 
             

a corporation duly organized and existing under and by virtue of the laws of the State 

of______________________________, hereinafter called the SURETY, and authorized to 

transact business within the Commonwealth of Virginia, as SURETY, are held and firmly 

bound unto The Town of Leesburg as OWNER (Obligee), in the sum of: 

________________________________DOLLARS ($____________________), lawful 
money of the United States of America, for the payment of which, well and truly be made 
to the OWNER. The CONTRACTOR and the SURETY bind themselves and each of their 
heirs, executors, administrators, successors, and assigns, jointly and severally, firmly by 
these presents as follows: 
 
THE CONDITION OF THE ABOVE OBLIGATION IS SUCH THAT: 
 
WHEREAS, the CONTRACTOR has executed and entered into a certain Contract hereto 

attached with            , naming the OWNER as beneficiary, dated this _____ day of 

_________________________, 20 _____ , 

for:_____________________________________________________________________ 

 
NOW, THEREFORE, the CONTRACTOR shall at all times duly, promptly, and faithfully 
perform the Contract and any alteration in or addition to the obligations of the 
CONTRACTOR arising there under, including the matter of infringement, if any, of 
patents or other proprietary rights, and shall assure all guarantees against defective 
workmanship and materials, including the guarantee period following final completion by 
the CONTRACTOR and final acceptance by the OWNER and comply with all covenants 
therein contained in the Specifications, Drawings, and other Documents constituting a part 
of the Contract required to be performed by the CONTRACTOR, in the manner and within 
the times provided in the Contract, and shall fully indemnify and save harmless the 
OWNER from all cost and damage which it may suffer by reason or failure so to do, and 
shall fully reimburse and repay it all outlay and expenses which it may incur in making 
good any default, and reasonable counsel fees incurred in the prosecution of or defense of 
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any action arising out of or in connection with any such default, then this obligation shall 
be void; otherwise to remain in full force and effect. 
 
Furthermore, the SURETY, for value received, hereby stipulates and agrees that no change, 
extension of time, alteration, or addition to the terms of the Contract Documents or to the 
work to be performed there under, shall in any way affect its obligation on this bond, and 
it does hereby waive notice of any such change, extension of time, alteration, or addition 
to the terms of the Contract Documents. 
 
PROVIDED, FURTHER that no final settlement between the OWNER and the 
CONTRACTOR shall abridge the right of any beneficiary hereunder, whose claim may be 
unsatisfied. 
 
IN WITNESS WHEREOF, the above parties bounded together have executed this 

instrument this _______ day of _________________________, 20____, the name and 

corporate seal of each corporate party being hereto affixed and those presents duly signed 

by its undersigned representative, pursuant to authority of its governing body. 

 
      CONTRACTOR 
 
      ____________________________________ 

 
      By ____________________________(Seal) 
Attest 

      SURETY 
 
      ________________________________ 
 
 
      By _________                     _________(Seal) 
Attest 
 
NOTE:  Date of bond must not be prior to date of Contract.  If CONTRACTOR is a 
partnership, all partners should execute bond. 
 
IMPORTANT:  The SURETY named on this bond shall be one who is licensed to conduct 
business in the Commonwealth of Virginia, and named in the current list of Companies 
Holding Certificates of Authority as Acceptable Sureties on Federal Bonds and as 
Acceptable Reinsuring Companies, as published in Circular 570 (amended) by the Audit 
Staff Bureau of Accounts, U.S. Treasury Department.  All bonds signed by an agent must 
be accompanied by a certified copy of the authority to act for the SURETY at the time of 
the signing of this bond.     
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THE TOWN OF LEESBURG 
 

GENERAL CONDITIONS 
 

ARTICLE 1: CONTRACT DOCUMENTS 
 

1.1 DEFINITIONS 
 

1.1.1 The Contract Documents  
The Contract Documents consist of the Advertisement or Invitation for Bids, 
Request for Proposals, Information for Bidders, Insurance Certificates, Official 
Bid Form, Offeror’s Bid or Proposal, Bonds, the Notice of Award, the Project 
Manual, the Owner/Contractor Agreement, the General and Special Conditions, 
the Drawings, the Specifications, all Addenda issued prior to and all 
Modifications issued after execution of the Agreement.  A Modification is either 
a written Change Order issued pursuant to the provisions of Article 12.5, or a 
Field Order issued pursuant to Article 12.2.   

 
1.1.2 The Contract 

The Contract is the sum of all the Contract Documents.  This Contract represents 
the entire and integrated agreement between the Owner and the Contractor and 
supersedes all prior negotiations, representations, or agreements, either written or 
oral.  The Contract may be changed only by a Modification as defined in Article 
1.1.1. 

 
1.1.3 The Work 
 The Work comprises the completed construction required by the Contract 

Documents and includes all labor, material, equipment, supplies and other 
facilities or things necessary to produce such construction, and all materials, 
equipment and supplies incorporated or to be incorporated in such construction. 

 
1.1.4 The Project  
 The Project is the total construction of which the Work performed under the 

Contract Documents may be the whole or a part. 
 
1.1.5 Furnish, Install, Provide  
 The terms "Furnish", "Install" or "Provide," unless specifically limited in context, 

mean:  furnishing and incorporating a specified item, product or material in the 
Work, including all labor, materials, and equipment necessary to perform the 
Work required, ready for intended use. 

 
1.1.6 Firm, Fixed Price or Lump Sum 
 The terms "Firm, Fixed Price" or "Lump Sum" mean that the Contract Work 

shall be performed for the price stated in the Contract without any adjustment 
based on the Contractor's actual costs unless such adjustment is made by a 
properly executed Contract Change or Modification.    
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1.1.7 Schedule of Values 
 The term "Schedule of Values" means the unit prices for portions of the Work 

submitted by the Contractor and approved by the Owner's Project Manager for 
use in preparing Applications for Payment and pricing Contract Changes in 
accordance with Article 9.2.  The Schedule of Values shall not alter the Firm, 
Fixed Price or Lump Sum value of the Contract.  

 
1.1.8 Miscellaneous Words or Terms 
 Whenever they refer to the Work or its performance, "Directed," "Required," 

"Permitted," "Ordered," "Designated," "Prescribed," and words of like import 
shall imply the direction, requirements, permission, order, designation or 
prescription of the Owner and/or the Owner's Project Manager, and "Approved," 
"Acceptable," "Satisfactory," "in the judgment of," and words of like import shall 
mean approved by or acceptable to or satisfactory to or in the judgment of the 
Owner and/or the Owner's Project Manager.  "Approved" means approved in 
writing, including subsequent written confirmation of prior oral approval and 
"Approval" means approval in writing, including all aforesaid.  

 
1.2 EXECUTION, CORRELATION AND INTENT 
 
1.2.1 The Contract Documents may be signed in duplicate originals by the Owner and 

the Contractor and each set shall be deemed an original, but all sets shall 
constitute one and the same instrument.   

 
1.2.2 By executing the Contract, the Contractor represents that he has familiarized 

himself with, and assumes full responsibility for having familiarized himself 
with, the nature and extent of the Contract Documents, Work, locality, and with 
all local conditions and federal, state and local laws, ordinances, rules and 
regulations that may in any manner affect performance of the Work, and 
represents that his study and observations have been correlated with the 
requirements of the Contract Documents.  The Contractor also represents that he 
has studied all surveys and investigation reports of subsurface and latent physical 
conditions referred to in the Contract Documents and made such additional 
surveys and investigations as he deems necessary for the performance of the 
Work at the Contract Price in accordance with the requirements of the Contract 
Documents and that he has correlated the results of all such data with the 
requirements of the Contract Documents. Failure to make an examination 
necessary for this determination shall not release the Contractor from the 
obligations of this Contract nor be grounds for any claim based upon unforeseen 
conditions.  

 
 The Owner assumes no responsibility for any conclusions or interpretations made 

by the Contractor based on the information made available by the Owner.  The 
Owner assumes no responsibility for any understanding reached or representation 
made concerning conditions that can affect the Work by any of its officers or 
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agents before the execution of this contract, unless that understanding or 
representation is expressly stated in this contract. 

 
1.2.3 The intent of the Contract Documents is to include all items necessary for the 

proper execution and completion of the Work.  The Contract Documents are 
complementary, and what is required by any one shall be as binding as if 
required by all.  Should any work or material be required which is not denoted in 
the drawings and specifications either directly or indirectly, but which is 
nevertheless necessary for the proper carrying out of the intent thereof, it is 
understood and agreed that the same is implied and required and that the 
Contractor shall perform such work and furnish such materials as fully as if they 
were completely delineated and prescribed.   

 
 Words and abbreviations which have well-known technical or trade meanings are 

used in the Contract Documents in accordance with such recognized meanings 
unless otherwise specifically defined herein. The Table of Articles, titles, 
headings, and running headlines are solely to facilitate reference to various 
provisions of the Contract Documents and in no way affect, limit or cast light 
upon the interpretation of the provisions to which they refer.   

 
1.2.4 The organization of the specifications into divisions, sections and articles, and 

the arrangement of drawings are for clarity only, and shall not control the 
Contractor in dividing the Work among Subcontractors or in establishing the 
extent of Work to be performed by any trade.  The Contractor may subcontract 
the Work in such divisions as he sees fit and he is ultimately responsible for 
furnishing all work shown on the drawings and/or in the specifications.   

 
1.2.5 Unless otherwise provided for or amended herein, work shall be performed in 

accordance with the VDOT Road and Bridge Specifications, current edition; the 
Town of Leesburg Design and Construction Standards Manual (DCSM), current 
edition; the Virginia Erosion and Sediment Control Handbook; and the Special 
Provisions, Special Conditions, and Special Designs as may be described on the 
plans for the project or in this solicitation.  Where there is a conflict between the 
VDOT Road and Bridge Specifications and the DCSM, the most stringent shall 
take precedence.  A copy of the DCSM may be purchased from the Department 
of Plan Review at the current standard rate.   

 
 Anything shown on the drawings and not mentioned in the specifications or 

mentioned in the specifications and not shown on the drawings shall have the 
same effect as if shown or mentioned respectively in both. Technical 
specifications take priority over general specifications and detail drawings take 
precedence over general drawings.  Any work shown on one drawing shall be 
construed to be shown in all drawings and the Contractor will coordinate the 
Work and the drawings.  If any portion of the Contract Documents shall be in 
conflict with any other portion, the various documents comprising the Contract 
Documents shall govern in the following order of precedence: The 
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Owner/Contractor Agreement; Modifications; Changes; Addenda; the 
Supplementary Conditions; the General Conditions; the Specifications; the 
drawings; the Town DCSM; other published construction standards and 
specifications;  the bonds; the advertisement for bids or invitation or request for 
proposal; information for bidders; bids; the notice of award. As between 
schedules and information given on drawings and the scaled measurements, the 
figures shall govern. As between large-scale drawings and small-scale drawings, 
the larger scale shall govern.  Any such conflict or inconsistency between or in 
the drawings shall be submitted to the Project Manager whose decision thereon 
shall be final and conclusive. 

 
1.2.6 This Contract is not intended to create, nor shall any provision be interpreted as 

creating, any contractual relationship between the Owner and any third parties 
including all Subcontractors.   

 
1.2.7 The Provisions of this Contract cannot be changed, varied or waived in any 

respect except by a written Modification or Change Order.  No person has 
authority to orally waive, or to release the Contractor from any of the 
Contractor's duties or obligations under or arising out of this Contract.  Any 
waiver, approval or consent granted by Changes to the Contractor shall be 
limited to those matters specifically and expressly stated thereby to be waived, 
approved or consented to and shall not relieve the Contractor of the obligation to 
obtain any future waiver, approval or consent.  

 
1.3 OWNERSHIP AND USE OF DOCUMENTS 
 
1.3.1 All drawings, specifications, and copies thereof furnished by or to the Owner 

under this Contract are and shall remain the property of the Owner.  They are to 
be used only with respect to this Project and are not to be used in whole or in part 
for any other purpose. 

 
1.3.2 The Contractor shall be provided five sets of the Contract Documents by the 

Owner's Project Manager. Additional sets of Drawings and Specifications may be 
obtained from the Owner's Project Manager by paying the then current and 
regular printing, mailing and handling charges.  

 
 END OF ARTICLE 1 
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ARTICLE 2: OWNER'S PROJECT MANAGER 
 
2.1 DEFINITIONS 
 
2.1.1 The term "Project Manager" as used in the Contract Documents, shall mean the 

entity so identified in the Owner/Contractor Agreement or its duly authorized 
representatives. 

 
2.1.2 The Project Manager is referred to throughout the Contract Documents as if 

singular in number and masculine in gender.   
 
2.2              SERVICES OF THE OWNER'S PROJECT MANAGER 
 
2.2.1 The Owner's Project Manager will serve during construction and until the end of 

the warranty period.  The Owner's Project Manager will advise and consult with 
the Owner and will have the authority to act on behalf of the Owner only to the 
extent provided in the Contract Documents.  The Owner may identify a substitute 
Owner's Project Manager at any time by providing written notice to the 
Contractor.   

 
2.2.2 The Owner's Project Manager will inform the Owner and the Contractor 

whenever in his reasonable opinion any of the Work is proceeding contrary to the 
requirements of the Contract Documents and will be unacceptable. Failure of the 
Contractor to take corrective action to make the Work conform to the Contract 
Documents will subject the Contractor to any and all remedies available to the 
Owner, including, without limitation, termination pursuant to Article 14. Such 
notification by the Owner's Project Manager will not be a cause for the 
Contractor to claim either delay of the Work or any increase in the Contract 
Price.   

 
2.2.3 The Owner, the Owner's Project Manager and other government representatives 

shall at all times have access to the Work wherever it is in preparation or 
progress, to include off-site facilities of Subcontractors and suppliers at any tier.  
The Contractor shall provide safe facilities for such access so the Owner's Project 
Manager may perform his functions under the Contract Documents. 

 
2.2.4 All communications, correspondence, submittals and documents exchanged 

between the Owner's Project Manager and the Contractor in connection with the 
Project shall be through or in the manner prescribed by the Owner and consistent 
with the Owner/Contractor Agreement.  

 
2.2.5 The Owner's Project Manager shall make decisions on all matters relating to 

aesthetic effect, which decision shall be final. 
 
 END OF ARTICLE 2 
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 ARTICLE 3: OWNER 
 
3.1 DEFINITIONS  
 
3.1.1 "Owner" means the Town of Leesburg, Virginia, unless the Owner/Contractor 

Agreement provides otherwise.  The Owner shall be referred to as the "Town," or 
as the "Owner." 

 
3.1.2 The term “Owner” or “Owner’s Project Manager” specifically excludes any and 

all inspectors having building code or Town ordinance responsibilities or 
jurisdiction under the requirements of the Building Permit, unless the Owner 
designates such person to serve as the Owner’s Representative. 

 
3.1.3 "Contractor" means the person or persons, firm or company whose bid or 

proposal has been accepted by the Owner and includes the Contractor's 
representatives, successors and assigns as permitted by the Owner. 

 
3.2 INFORMATION, SERVICES AND RIGHTS OF THE OWNER 
 
3.2.1 The Project Manager will provide administration of the Contract as described 

below. 
 
3.2.2 The Owner or, at the Owner’s sole discretion, the Owner’s Project Manager or 

Project Manager, will review and process all Progress Payments, including the 
Final Payment. 

 
3.2.3 The Project/Manager shall have the authority to reject the Work when, in his 

opinion, the Work does not conform to the Contract Documents.  
 
3.2.4 Whenever in the Project Manager’s reasonable opinion it is necessary or 

advisable for the implementation of the Contract Documents, the Project 
Manager will have authority to require special inspection or testing of the Work 
in accordance with the provisions of the Contract Documents, whether or not 
such Work is then fabricated, installed or completed.  

 
3.2.5 The Owner or the Owner's Project Manager shall at all times have access to the 

Work wherever it is in preparation or progress.  The Contractor shall provide safe 
facilities for such access.  

 
3.2.6 The Owner, the Owner's Project Manager and the Engineer shall not be 

responsible for or have control or charge of the construction means, methods, 
techniques, sequences, or procedures, or for the safety precautions and programs 
in connection with the Work, and will not be responsible for the Contractor's 
failure to carry out the Work in accordance with the Contract Documents. 
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3.2.7 The Owner or the Owner's Project Manager shall not be responsible or liable to 
the Contractor for the acts, errors or omissions of the Contractor, any separate 
Subcontractor, any separate Contractor or any Contractor's or Subcontractor's 
agents or employees, or any other persons performing any of the Work. 

 
3.2.8 The Owner assumes no responsibility for any conclusions or interpretations made 

by the Contractor based on the information made available by the Owner. The 
Owner assumes no responsibility for any understanding reached or representation 
made concerning conditions that can affect the Work by any of its officers or 
agents before the execution of this Contract, unless that understanding or 
representation is expressly set forth in this Contract. 

 
3.2.9 The Owner shall not be held responsible for failure to perform the duties and 

responsibilities imposed by the Contract if such failure is due to strikes, fires, 
riots, rebellions, or Force Majeure, beyond the control of the Owner, that make 
performance impossible or illegal, unless otherwise specified in the Contract. 

 
3.2.10 The Owner will, throughout the Contract Time and any extension thereof have 

the right of reasonable rejection and approval of staff assigned to the project by 
the Contractor.  If the Owner reasonably rejects staff or Subcontractors, the 
Contractor must provide replacement staff or Subcontractors satisfactory to the 
Owner in a timely manner and at no additional cost to the Owner. 

 
3.2.11 The foregoing rights are in addition to other rights of the Owner enumerated 

herein and those provided by law. 
 
3.3 OWNER'S RIGHT TO STOP OR TO SUSPEND WORK 
 
3.3.1 If the Contractor fails to correct defective Work as required by Article 13.2 

"CORRECTION OF WORK," or fails to carry out the Work or supply labor and 
materials in accordance with the Contract Documents, the Owner by written 
order may order the Contractor to stop the Work, or any portion thereof, without 
monetary compensation to the Contractor until the cause for such order has been 
eliminated. 

 
3.3.2 The Owner may order the Contractor in writing to suspend, delay, or interrupt all 

or any part of the Work for such period of time as he may determine to be 
appropriate for the convenience of the Owner. 

 
3.3.3 If the performance of all or any part of the Work is suspended, delayed, or  

interrupted by the Owner or the Owner's Project Manager for an unreasonable 
period of time, or by failure of either of them to act within the time specified (or 
if no time is specified, within a reasonable time), an adjustment increasing the 
time of performance of the Work shall be made.  Such adjustments will be made 
solely for unreasonable suspension, delay, or interruption.  The Contract shall be 
modified in writing accordingly.  However, no claim for an extension of time 
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shall be made under this Article 3.3.3 for any suspension, delay, or interruption 
pursuant to Article 3.4.1, or for which claim is provided or excluded under any 
other provision of this Contract.   

  
 No claim under this Article 3.3.3 shall be allowed for any claim for an extension 

of time required for performance, unless within twenty days after the act or 
failure to act involved, the Contractor submits to the Owner's Project Manager a 
written statement setting forth, as then practicable, the extent of such claimed 
time extension and unless the claim for an extension of time is submitted with 
supporting data within thirty days after the termination of such suspension, delay, 
or interruption.   

 
3.3.4 In the event of a suspension of work or delay or interruption of work, the 

Contractor will and will cause his Subcontractors to protect carefully his, and 
their, materials and work against damage from the weather and maintain 
completed and uncompleted portions of the work as required by the Contract 
Documents.  If, in the opinion of the Owner's Project Manager, any work or 
material shall have been damaged by reason of failure on the part of the 
Contractor or any of his Subcontractors to protect same, such work and materials 
shall be removed and replaced at the expense of the Contractor. 

 
3.3.5 No claim by the Contractor under Article 3.3.3 shall be allowed if asserted after 

Final Payment under this Contract. 
 
3.4 OWNER'S RIGHT TO CARRY OUT THE WORK 
 
3.4.1 If the Contractor defaults or neglects to carry out the Work in accordance with 

the Contract Documents and fails within a seven day period after receipt of 
written notice from the Owner to commence and continue correction of such 
default or neglect with diligence and promptness, the Owner may after the seven 
day period give the Contractor a second written notice to correct the deficiencies 
within a three day period.  If the Contractor fails to commence and continue to 
correct any deficiencies within the second notice’s three day period, the Owner 
may, without prejudice to other remedies the Owner may have, correct such 
deficiencies.  In such a case an appropriate Change Order shall be issued 
pursuant to Article 12 deducting from the payments then or thereafter due the 
Contractor the cost of correcting such deficiencies, including compensation for 
services of the Owner's Project Manager, the Engineer and any other additional 
services made necessary by such default, neglect or failure.  If the payments then 
or thereafter due the Contractor are not sufficient to cover such amount, the 
Contractor shall pay on demand the difference to the Owner. 

 
3.4.2 The Owner will not be liable or accountable to the Contractor for the method by 

which the Work, or any portion thereof, performed by the Owner or by separate 
contractors pursuant to Article 3.4 is accomplished or for the price paid therefor. 
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Notwithstanding the Owner's right to carry out a portion of the Work, 
maintenance and protection of the Work remains the Contractor's responsibility.  

 
3.5 EXAMINATION OF RECORDS 
  
3.5.1 The Owner, or any duly authorized representative, shall, until the expiration of 

five years after final payment hereunder, have access to and the right to examine, 
audit and copy any directly pertinent books, documents, as-builts, papers and 
records of the Contractor involving transactions related to this Contract. Any 
audit or examination shall occur during regular business hours and not exceed a 
reasonable period of time under the circumstances.    

 
3.5.2 The Contractor further agrees to include in any subcontract for more than 

$10,000 entered into as a result of this Contract, a provision to the effect that the 
Subcontractor agrees that the Owner or any duly authorized representative shall, 
until the expiration of three years after final payment under the Contract, have 
access to and the right to examine, audit and copy, without charge, any directly 
pertinent books, documents, papers and records of such contractor involved in 
transactions related to such subcontract, or this Contract.  The term subcontract 
shall exclude subcontracts or purchase orders for public utility services at rates 
established for uniform applicability to the general public. 

 
3.5.3 The period of access provided in Subparagraphs 3.5.1 and 3.5.2 above shall 

continue for all contracts and subcontracts until any appeals, litigation, or claims 
have been finally concluded. 

 
3.5.4 Nothing in these General Conditions shall be deemed to modify in any manner    

any applicable statute of limitations. 
 
 END OF ARTICLE 3 
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 ARTICLE 4: CONTRACTOR 
 
4.1 DEFINITION 
 
4.1.1 The Contractor is the person or organization identified as such in the 

Owner/Contractor Agreement.  The term Contractor means the Contractor or his 
authorized representative, who shall have authority to bind the Contractor in all 
matters pertinent to this Contract. 

 
4.1.2 The Contractor is not an agent for the Owner but is an independent contractor 

engaged in the business of providing the services and performing the Work 
described in the Contract Documents.  

 
4.2 REVIEW OF CONTRACT DOCUMENTS 
 
4.2.1 Before submitting his bid or proposal to the Owner, and continuously after 

execution of the Contract, the Contractor shall carefully study and compare the 
Contract Documents and shall at once report to the Owner any error, 
inconsistency or omission he may discover, including any requirement that may 
be contrary to any law, ordinance, rule, regulation or order of any public 
authority bearing on the performance of the Work.  By submitting his bid or 
proposal for the Contract and the Work under it, the Contractor agrees that the 
Contract Documents are accurate, consistent and complete.  The Contractor shall 
perform no portion of the Work at any time without Contract Documents and, 
where required, approved Shop Drawings, product data, samples, mock ups or 
other submittals for such portion of the Work 

 
4.3 SUPERVISION AND CONSTRUCTION PROCEDURES 
 
4.3.1 The Contractor shall supervise and direct the Work, using his best skill and 

attention.  He shall be solely responsible for and have control over all 
construction means, uses, sequences, procedures, safety precautions and 
programs, and coordination of all portions of the Work under the Contract.  

 
4.3.2 The Contractor shall be responsible to the Owner for the acts and omissions of 

his employees, Subcontractors, Suppliers, their agents and employees, and other 
persons performing any of the Work and for their compliance with each and 
every requirement of the Contract Documents, in the same manner as if they 
were fully employed by the Contractor.  

 
4.3.3 The Contractor shall not be relieved from his obligations to perform the Work in 

accordance with the Contract Documents either by acts, failures to act or duties 
of the Owner or the Owner's Project Manager in their administration of the 
Contract, or by inspections, tests, or approvals (or the lack thereof) required or 
performed under Article 4.4 "INSPECTION OF CONSTRUCTION" or Article 
7.5 "TESTS" by persons other than the Contractor.  
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4.3.4 The Contractor shall employ no plant, equipment, materials, methods or persons 

to which the Owner or Owner's Project Manager reasonably objects.  
 
4.3.5 The Contractor shall not remove any portion of the Work or stored materials 

from the site of the Work, if payment for such was requested or received from the 
Owner.  

 
4.3.6 The Contractor shall at all times so conduct its work as to ensure the least 

possible obstruction to traffic and inconvenience to the general public and the 
residents in the vicinity of the Work.  No road or street shall be closed to the 
public except with the permission of the Town Traffic Engineer and proper 
governmental authority.  Fire hydrants on or adjacent to the Work shall be kept 
accessible to fire fighting equipment at all times. Temporary provisions shall be 
made by the Contractor to ensure the use of sidewalks and the proper functioning 
of all gutters, drainage inlets, drainage ditches, and irrigation ditches, which shall 
not be obstructed except as approved by the Owner's Project Manager. 

 
4.3.7 When construction crosses highways, railroads, streets, or utilities under the 

jurisdiction of State, County, Town, or other public agency, public utility, or 
private entity, the Contractor shall secure written permission where necessary 
from the proper authority before executing such new construction.  A copy of 
such written permission must be filed with the Owner before any work is started. 
 The Contractor shall be required to furnish a release from the proper authority 
before final acceptance of the Work. 

 
4.3.8 The Contractor shall provide and maintain such sanitary accommodations for the 

use of the Contractor’s employees and those of its Subcontractors as may be 
necessary to comply with the requirements and regulations of the local and State 
departments of health and where additional accommodations are necessary for a 
reasonably sanitary activity, then such additional accommodations shall be made 
by the Contractor. 

 
4.4 INSPECTION OF CONSTRUCTION 
 
4.4.1 The Contractor shall maintain an adequate inspection system and perform such 

inspections as will ensure that the Work called for by this Contract conforms to 
Contract requirements. The Contractor shall maintain complete inspection 
records and make them available to the Owner and Owner's Project Manager.  
All work is subject to inspection and testing at all places and at all reasonable 
times before acceptance to ensure strict compliance with the terms of the 
Contract.  
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4.5 CONTRACTOR'S REPRESENTATIONS 
 
4.5.1 By entering into this Contract with the Owner, the Contractor represents and 

warrants the following, together with all other representations and warranties in 
the Contract Documents: 

 
.1 That he is experienced in and competent to perform the type of 

work required and to furnish the plant, materials, supplies or 
equipment to be so performed or furnished by him; 

 
.2 That he is financially solvent, able to pay his debts as they 

mature, and possessed of sufficient working capital to initiate and 
complete the Work and Changes required under the Contract; 

 
.3 That he is familiar with all laws, ordinances, permits, regulations 

and resolutions that may in any way affect the Work or those 
employed therein, including but not limited to any special laws or 
regulations related to contractor licenses and/or registrations for 
the Work or any part thereof; 

 
.4 That such temporary and permanent work required by the 

Contract Documents that is to be done by him will be 
satisfactorily constructed and fit for use for its intended purpose 
and that such construction will not injure any person, or damage 
any property; 

 
.5 That he will fully comply with all requirements of the Contract 

Documents;  
 
.6 That he will perform the Work in a skillful manner consistent 

with good workmanship, sound business practice, and in the most 
expeditious and economical manner consistent with the best 
interests of the Owner; 

 
.7 That he will furnish efficient business administration and 

experienced superintendence and an adequate supply of workers, 
equipment, tools, and materials at all times; 

 
.8 That he has carefully reviewed the Work required and that the 

Work can be planned and executed in a normal and orderly 
sequence and be reasonably scheduled so as to insure completion 
of the Work in accordance with the Contract Documents, 
allowing for normal and reasonably foreseeable weather, labor 
and other delays, interruptions and disruptions of the Work at the 
site designated;  
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.9 That he will complete the Work within the Contract Time and all 
portions thereof within any required Contract milestones;  

 
 .10 That his Contract Price is based upon the labor, materials, 

systems and equipment required by the Contract Documents, 
without exception;  

 
.11 That he does not and will not during the performance of the 

Contract violate the provisions of the Federal Immigration 
Reform and Control Act of 1986, as amended, which prohibits the 
employment of illegal aliens, and Federal and State employment 
and wage hour laws; 

 
.12      That he has taken steps reasonably necessary to ascertain the 

nature and locations of the Work of the Contract, has investigated 
and satisfied himself as to the general and local conditions which 
can affect the Work or its cost, including but not limited to: 
conditions bearing upon transportation, disposal, handling, and 
storage of materials; the availability of labor, water, electric 
power, and roads;  uncertainties of weather, river stages, tides, or 
similar physical conditions at the site;  the conformation and 
conditions of the ground; and the character of equipment and 
facilities needed before and during work performance; 

 
.13 That no employee of the Owner shall be admitted to any share or 

part of this Contract or to any benefit that may arise therefrom 
which is not available to the general public; and 

 
.14 That Contractor’s bid or  offer was made without collusion or 

fraud and that it has not offered or received any kickbacks or 
inducements from any other offeror, supplier, manufacturer, or 
Subcontractor and that it has not conferred on any public 
employee having official responsibility for this purchase any 
payment, loan, subscription, advance, deposit of money, services, 
or anything of more than nominal value, present or promised 
unless consideration of substantially equal or greater value was 
exchanged.  Contractor acknowledges that this Contract 
incorporates by reference the Virginia Public Procurement Act, 
VA Code Sect. 2.2-4300 et seq. (VPPA), as well as any state or 
federal law related to ethics, conflicts of interest, or bribery, 
including by way of illustration and not limitation, the Virginia 
State and Local Government Conflict of Interests Act, the 
Virginia Governmental Frauds Act, and Articles 2 and 3 of 
Chapter 10 of Title 18.2 of the Virginia Code, as amended. 
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4.6 LABOR AND MATERIALS  
 
4.6.1  Unless otherwise provided in the Contract Documents, the Contractor shall 

provide and pay for all labor, materials, equipment, supplies, tools, construction 
equipment and machinery, heat, utilities, transportation, and other facilities and 
services necessary or proper for or incidental to the execution and completion of 
the Work required by and in accordance with the Contract Documents and any 
applicable code or statute, whether specifically required by the Contract 
Documents, or whether their provision may reasonably be inferred as necessary 
to produce the intended results, whether temporary or permanent and whether or 
not incorporated or to be incorporated in the Work. Unless otherwise specified, 
all materials and equipment incorporated in the Work under the Contract shall be 
new.  All work performed, shall be accomplished by persons qualified in the 
respective trades.  Final Payment will not be made until the Work is so 
completed.  

 
4.6.2 Whenever materials or equipment are specified or described in the Drawings or 

Specifications by using the name of a proprietary item or the name of a particular 
manufacturer, fabricator, supplier, or distributor, the naming of the item is 
intended to establish the type, function, and quality required.  Unless the name is 
followed by words indicating that no substitution is permitted, materials or 
equipment of other manufacturers, fabricators, suppliers or distributors may be 
accepted by the Owner's Project Manager if sufficient information is submitted 
by the Contractor to allow the Owner's Project Manager to determine that the 
material or equipment proposed is equivalent to that name. 

 
4.6.3 Requests for review of substitute items of material and equipment will not be 

accepted by the Owner's Project Manager from anyone other than the Contractor. 
 If the Contractor wishes to furnish or use a substitute item of material or 
equipment, the Contractor shall make written application to the Owner's Project 
Manager for acceptance thereof, certifying that the proposed substitute will 
perform adequately the functions called for by the general design, be similar and 
of equal or better substance to that specified, and be suited to the same use and 
capable of performing the same or better function as that specified. The 
application shall state whether or not acceptance of the substitute for use in the 
Work will require a change in the drawings or specifications to adapt the design 
to the substitute and whether or not incorporation or use of the substitute in 
connection with the Work is subject to payment of a license fee or royalty.  All 
variations of the proposed substitute from that specified shall be identified in the 
application and available maintenance, repair, and replacement service shall be 
indicated. 

 
4.6.4 The Contractor shall submit complete data substantiating compliance of the 

proposed substitution with the Contract Documents, including: 
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.1 Product identification including manufacturer’s name, address 
and phone number; 

 
.2 Manufacturer’s literature showing complete product description, 

performance and test data, and all reference standards; 
 
.3 Samples and colors in the case of articles or products; 
 
.4 Name and address of similar projects on which the product was 

used and date of installation; 
 
 .5 For construction methods, include a detailed description for the 

proposed method and drawings illustrating same; 
 
.6 Itemized comparison of proposed substitution with product or 

method specified and any cost reduction which shall benefit the 
Owner; 

 
.7 Accurate cost data on proposed substitution with product or 

method specified and any cost reduction which shall benefit the 
Owner;  

 
.8 All directions, specifications and recommendations by 

manufacturers for installation, handling, storing, adjustment and 
operation; and 

 
.9 A mock up if determined necessary by the Project Manager. 

 
4.6.5 The Contractor shall also submit with his request for approval a sworn and 

notarized statement that shall include the following representations: 
 

.1 That he has investigated the proposed product or method and 
determined that it is equal or better in all respects to that specified 
and that it fully complies with all requirements of the Contract 
Documents; 

 
.2 That he will meet all Contract obligations with regard to the 

substitution; 
 
.3 That he will coordinate installation of accepted substitutions into 

the Work, making all such changes and any required schedule 
adjustment, at no additional cost to the Owner, as may be 
required for the Work to be complete in all respects; 

 
.4 He waives all claims for additional costs and additional time 

related to substitutions which consequently become apparent.  He 
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also agrees to hold the Owner harmless from claims for extra 
costs and time incurred by other Subcontractors and suppliers, or 
additional services which may have to be performed by the 
Owner’s Project Manager, for changes or extra work that may, at 
some later date, be determined to be necessary in order for Work 
to function in the manner intended in the Contract Documents; 

 
.5 He will provide the same warranty and guarantee, and perform 

any work required in accordance therewith, for the substitution 
that is applicable to the specified item for which the substitution 
is requested; 

 
.6 Material will be installed, handled, stored, adjusted, tested, and 

operated in accordance with the manufacturers’ recommendations 
and as specified in the Contract Documents; 

 
.7 In all cases new materials will be used unless this provision is 

waived by notice from the Owner or the Owner’s Project 
Manager or unless otherwise specified in the Contract 
Documents; 

 
.8 All material and workmanship will be in every respect in 

accordance with that which, in the opinion of the Owner or the 
Owner’s Project Manager, is in conformity with approved current 
practice; 

 
.9 He has provided accurate cost data on the proposed substitution in 

comparison with the product or method specified; and 
 
.10 He has taken into consideration the necessary adjustment, 

relocation and/or installation of public utilities in areas within the 
limits of this Contract.  No additional compensation will be paid 
to the Contractor for delays to the project schedule, work 
interruptions, changes in construction sequences, changes in 
handling excavation, drainage or paving, or for changes in types 
of equipment used, etc., caused by complying with the provisions 
of this statement.  The Contractor shall include activities in its 
initial schedule indicating the utility relocation necessary to 
complete the Work.  Delays to the project schedule caused by 
untimely relocations of utilities will not be considered a 
compensable delay, but if supported in accordance with the 
provisions of Article 8.3, may entitle the Contractor to a non-
compensable time extension.  The Contractor shall assume all 
responsibility for coordinating with the various utility companies 
to verify their relocation schedules, determine the anticipated 
duration to complete the respective utility relocations, and to 
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facilitate utility relocations to minimize the impact to the project 
schedule upon notification of being named the apparent low 
bidder. 

  
4.6.6 The application shall also contain an itemized estimate of all costs that will result 

directly or indirectly from acceptance of such substitute, including costs of 
redesign and claims of other contractors affected by the resulting change.  All of 
the foregoing shall be considered by the Owner's Project Manager in evaluating 
the proposed substitute.  The Owner's Project Manager may require the 
Contractor to furnish at the Contractor's expense additional data about the 
proposed substitute.  The Owner shall be the sole judge of acceptability, and no 
substitute shall be ordered or installed without the Owner's prior written 
acceptance.  The Owner may require the Contractor to furnish at the Contractor's 
expense a special performance guarantee or other surety with respect to any 
substitute. 

  
4.6.7 If a substitution is approved, no additional change in brand or make will be 

permitted unless satisfactory written evidence is presented to and approved by 
the Owner showing that the manufacturer cannot make scheduled delivery of the 
approved substituted item.  Substitutions will not be considered by the Owner if:  

 
 .1 The proposed substitution is indicated or implied on the 

Contractor’s shop drawing or product data submittals and has not 
been formally submitted for approval by the Contractor in 
accordance with the above-stated requirement; or  

 
 .2 Acceptance of the proposed substitution will require substantial 

revisions to the Contract Document or is otherwise not acceptable 
to the Owner or his authorized representative. 

 
4.6.8 The Contractor shall not have any right of appeal from the decision of the Project 

Manager rejecting any materials submittal. 
 
4.6.9 Manufactured articles, material and equipment shall be applied, installed, 

connected, erected, used, cleaned, and conditioned as directed by the 
manufacturer unless herein specified to the contrary. 

 
4.6.10 Any material specified by reference to the number, symbol or title of a specific 

standard, such as a Commercial Standard, a Federal Specification, a Trade 
Association Standard, or other similar standard, shall comply with the 
requirements in the latest revision of the standards or specification and any 
amendment or supplement, except as limited to type, class or grade, or as 
modified in such reference.  The standard referred to, except as modified in the 
Specifications, shall have full force and effect as though printed in the 
Specifications.   
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 .1 Reference in the Specifications or on the Drawings to any article, 
device, product, material, fixture, form or type of construction by 
name, make or catalog number shall be interpreted as establishing 
a standard of quality and shall not be construed as eliminating 
from competition other products of equal or better quality by 
other manufacturers where fully suitable, as approved by the 
Owner’s Project Manager.  Applications for approval of 
substitutions for the specified items will be considered only upon 
request of the Contractor, not of individuals, trades or suppliers, 
and only for a specific purpose; no blanket approvals will be 
granted.  No approval of a substitution shall be valid unless it is 
in written form and signed by the Owner's Project Manager. 

 
 .2 If any proposed substitution will affect a correlated function, 

adjacent construction or the work of other contractors, then the 
necessary changes and modifications to the affected work shall be 
considered as an essential part of the proposed substitution, to be 
accomplished by the Contractor without additional expense to the 
Owner, if and when approved.  Detail drawings and other 
information necessary to show and explain the proposed 
modifications shall be submitted with the request for approval of 
the substitution. 

 
4.6.11 All equipment, apparatus, or devices of any kind to be incorporated into the 

Work that are shown or indicated on the drawings or called for in the 
specifications or required for the completion of the Work shall be entirely 
satisfactory to the Owner's Project Manager as regards operations, capacity, or 
performance.  No approval, either written or oral, of any drawings, descriptive 
data, or samples of such equipment, apparatus, or device shall relieve the 
Contractor of his responsibility to turn over the same in good working order for 
its intended purpose at the completion of the Work in complete accordance with 
the Contract Documents.  Any equipment, apparatus and/or device not fulfilling 
these requirements shall be removed and replaced by proper and acceptable 
equipment, or put in good working order satisfactory to the Owner's Project 
Manager without additional cost to the Owner. 

 
4.6.12 The Contractor shall at all times enforce strict discipline and good order among 

his employees and shall not employ on the Work any unfit person or anyone not 
skilled in the task assigned to him.  The Owner may, by written notice, require 
the Contractor to remove from the Work any employee the Owner deems 
incompetent, careless or otherwise objectionable. 
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4.7 WARRANTY  
 
4.7.1 The Contractor guarantees and warrants to the Owner all work as follows: 
 

.1 That all materials and equipment furnished under this Contract 
will be new and the best of its respective kind unless otherwise 
specified; 

 
.2 That all Work will comply with or exceed industry standards and 

be free of omissions and faulty, poor quality, imperfect or 
defective materials or workmanship; 

 
.3 That where no standard is specified for such workmanship or 

materials, they shall be the best of their respective kinds; 
 
.4 That all applicable Work shall be entirely watertight and 

leakproof in accordance with all applicable industry customs and 
practices, and shall be free of shrinkage and settlement; 

 
.5 That the Work, including but not limited to, mechanical and 

electrical machines, devices and equipment shall be fit and fully 
usable for its intended and specified purpose and shall operate 
satisfactorily with ordinary care; 

 
.6 That consistent with requirements of the Contract Documents, the 

Work shall be installed and oriented in such a manner as to 
facilitate unrestricted access for the operation and maintenance of 
fixed equipment; and  

 
.7 That the Work will be free of abnormal or unusual deterioration 

that occurs because of poor quality materials, workmanship or 
unsuitable storage. 

 
4.7.2 All work not conforming to guarantees and warranties specified in the Contract 

Documents, including substitutions not properly approved and authorized, may 
be considered defective.  If required by the Owner's Project Manager, the 
Contractor shall furnish satisfactory evidence as to the kind and quality of 
materials and equipment.  This warranty is not limited by the provisions of 
Article 13 "UNCOVERING AND CORRECTION OF WORK."  

 
4.7.3 The warranties set forth in this Article 4.7 and elsewhere in the Contract 

Documents shall survive Final Completion of the Work under Article 9.8 
"FINAL COMPLETION AND FINAL PAYMENT." 

 
4.7.4 If, within one year after the Date of Final Acceptance of the Work or designated 

portion thereof or within one year after acceptance by the Owner of designated 
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equipment or within such longer period as may be prescribed by law or by the 
terms of the applicable special warranty required by the Contract Documents, any 
of the Work is found to be defective, not in accordance with the Contract 
Documents, or not in accordance with the guarantees and warranties specified in 
the Contract Documents, the Contractor shall correct it within five working days, 
or such other period as agreed, after receipt of written notice from the Owner or 
Owner's Project Manager to do so. 

 
4.7.5 If at any time deficiencies in the Work are discovered that are found to have 

resulted from latent defects, gross mistakes, fraud or misrepresentation by the 
Contractor, any Subcontractor or Supplier, the Contractor will be liable for 
replacement or correction of such Work or any damage that the Owner has 
incurred, or will incur, related thereto, regardless of the time limit of any 
guarantees or warranty.  

  
4.7.6 Any materials or other portions of the Work, installed, furnished, or stored on site 

that are not of the character or quality required by the specifications, or are 
otherwise not acceptable to the Owner's Project Manager shall be immediately 
removed and replaced by the Contractor to the satisfaction of the Owner's Project 
Manager when notified to do so by the Owner's Project Manager.  

 
4.7.7 If the Contractor fails to correct defective or nonconforming Work as required by 

Article 4.7.4 or Article 4.7.5 or, if the Contractor fails to remove defective or 
nonconforming Work from the site, as required by Article 4.7.6, the Owner may 
elect to either correct such Work in accordance with Article 3.4 "OWNER'S 
RIGHT TO CARRY OUT THE WORK" or remove and store materials and 
equipment at the expense of the Contractor. 

 
4.7.8 The Contractor shall bear the cost of making good all work of the Owner, 

separate contractors or others, destroyed or damaged by such correction or 
removal required under this Article, Article 13 "UNCOVERING AND 
CORRECTION OF WORK" or elsewhere in the Contract Documents.  

 
4.8 TAXES 
 
4.8.1 The Contractor shall pay all applicable Federal, State, and local taxes and duties 

for the Work or portions thereof provided by the Contractor that are legally 
enacted at the time the Contract is awarded, whether or not yet effective.  
Increases in the rates of such taxes and duties during performance of the Contract 
shall be the responsibility of the Contractor. 

 
4.9 PERMITS, FEES AND NOTICES  
 
4.9.1 The Contractor shall secure and pay for all permits, fees, licenses and inspections 

necessary for the proper execution and completion of the Work that are legally 
required at the time the proposals are received. 
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4.9.2 The Contractor shall give all notices and comply with all laws, ordinances, rules, 

regulations and lawful orders of any public authority bearing on the performance 
of the Work. 

 
4.9.3 The Contractor shall have personnel on site that are qualified and have the proper 

certifications for Erosion and Sedimentation Control, Best Management Practice 
(BMP), and Storm Water Management (SWM), or any other Department of 
Environmental Quality (DEQ) certifications as required for any and all permits 

 issued and/or required by the Work. 
 
4.10 SUPERINTENDENT  
 
4.10.1 The Contractor shall employ a competent Superintendent and necessary 

assistants who shall be in attendance at the Project site during the progress of the 
Work. The Superintendent shall be an authorized representative of the Contractor 
and all communications given to the Superintendent shall be as binding as if 
given to the Contractor.   

 
4.10.2 The Superintendent shall be in attendance at the Project site not less than eight 

hours per day, five days per week, unless the job is closed down due to a general 
strike or conditions beyond the control of the Contractor or until termination of 
the Contract in accordance with the Contract Documents.  It is understood that 
such Superintendent shall be approved in writing by the Owner and shall be the 
one who will continue in that capacity for the duration of the Project, unless the 
Superintendent ceases to be on the Contractor's payroll or his withdrawal is 
required or approved by the Owner.  The Superintendent shall not be employed 
on any other project for or by the Contractor or any other entity during the course 
of the Work.  

 
4.10.3 Such Superintendent shall be fluent in English and in such other languages as 

may be necessary to communicate effectively with all owner’s representatives, 
employees and Subcontractors of the Contractor.  This requirement may be 
satisfied by the on-site presence of a competent foreign language interpreter to 
English interpreter.  Any costs associated with foreign language interpretation 
shall be borne by the Contractor. 

 
4.10.4 Any and all project documents, including but not limited to daily reports and 

logs, maintained by the Superintendent or the Contractor’s employees or 
Subcontractors shall be in English.  Any costs of foreign language translation 
shall be borne solely by the Contractor and shall not be a basis for any additional 
compensation or time extension from the Owner.  
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4.11 PROJECT SCHEDULES 
 
4.11.1 The Schedule of Completion shall consist of the Contractor planning, scheduling, 

and constructing this project by using a Critical Path Method Project Schedule 
(CPM).  The CPM shall be used for coordinating and monitoring all the Work 
specified in the Contract Documents including all activities of subcontractors, 
vendors, suppliers, utilities, and all other parties associated with the construction 
of the project.  The CPM shall be based upon the entirety of the Contract 
Documents.  All physical work and major procurement activities shall be 
included.  The CPM shall be the Activity-On-Arrow type.  The Contractor shall 
use either Primavera or SureTrak scheduling software. 

 

 The CPM utilized float:  Float is defined as the amount of time between when an 
activity “can start” (the early start) and when an activity “must start” (the late 
start).  Float is a shared commodity for the Owner and the Contractor and is not 
for the exclusive use or financial benefit of either party.  Either party has the full 
use of the float until it is depleted. 

 
4.11.2 Initial Critical Path Method Project Schedule (ICPM) shall consist of the 

following: 
 
a. Activity-On-Arrow Time Scale Diagram 
b. Total Float Computer sort 
c. Written Narrative (WN) 
d. Printed calendars.  The painted calendars shall include a listing, 

description, and calendar form tabulation of all calendars used in the 
ICPM.  The calendars shall contain the total number of anticipated 
work days required to complete all the Work required in the Contract. 
 The calendars shall delineate the holidays, anticipated nonwork days, 
and bad weather days.  An explanation of the Contractor’s basis for 
determining nonwork and bad weather days shall be included with the 
calendars. 

 
e. Data disc containing all of the information for (a) thru (d).  The 

format shall be compatible with the Owner’s computer software. 
 
The ICPM diagram shall be drafted to a scale that allows the I node and J node 
numbers of each activity to be printed adjacent to that activity.  The activities 
shall be clearly defined.  All restraints between activities shall be shown. 
 
The Contractor shall expend the entire Contract time specified in this Invitation 
for Bids.  On Contracts with calendar date completions or calendar day 
durations, all planned activities shall have durations not exceeding 14 calendar 
days, except the activities required for the Owner’s review and approval of the 
working drawings and material sources which shall be given a duration of not 
less than 30 calendar days.  On Contracts with working day durations, these time 
periods shall be 10 working days and 25 working days. 
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All activities in the Contract Documents along with a written narrative 
explanation shall be identified in the ICPM.  The Project Manager reserves the 
right to specify the number of activities, and to require at any time additional 
breakdown of the activities. 
 
The Contractor shall provide a written narrative as part of the ICPM describing 
the original critical path, the sequence of work, number of shifts per day, number 
of hours per shift, composition and number of crews, and the equipment to be 
utilized on each activity.  Subcontracting activities shall be listed and identified 
by activity number.  Each activity shall be identified by physical location and 
phase of work.  Abbreviations used in preparing the ICPM shall be explained in 
the written narrative. 
 
The Contractor shall complete the proposed ICPM within 14 calendar days after 
receiving the Notice of Award and submit 5 sets to the Project Manager for 
review and approval.  The Project Manager will review the Contractor’s ICPM 
within 5 calendar days after the submittal.  If required, the Project Manager will 
convene a Joint Review Conference at which time the Project Manager and 
Contractor may make corrections and adjustments to the proposed ICPM.  If a 
revision is necessary due to the Project Manager’s review or the Joint Review 
Conference, the proposed revisions shall be submitted, by the Contractor, within 
7 calendar days after the initial review date to the Project Manager for another 
review.  Revisions shall conform to the format used in the ICPM.  The Project 
Manager will respond to the revised ICPM within seven calendar days after its 
receipt. 
 
No construction work shall begin until the Project Manager has accepted the 
ICPM.  Time charges shall begin no later than the on or before date of the Notice 
to Proceed.  Any delay in starting work caused by the acceptance of the ICPM by 
the Project Manager will not be a basis for any monetary claim. 

 
 
4.11.3      When the Project Manager notifies the Contractor that the ICPM has been 

accepted, that document will become the CPM of Record (CPMR).  The 
Contractor shall be responsible for implementing and executing the Work 
specified in the Contract in strict conformance with the CPMR.  The CPMR shall 
be the Contractor’s work plan for completing the entire Contract as specified in 
the Contract Documents. 

 
Failure of the Contractor to adhere to the latest approved CPMR will be cause for 
the Owner to deny any and all requests for additional compensation or extensions 
of the Contract duration. 

 
4.11.4 Revisions to the CPMR shall consist of one or more of the following: 

 

a. A change in duration of an activity. 
b. A change in the logic of the schedule. 
c. A change in the calendars. 
d. The deletion or addition of one or more activities. 
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The Contractor may submit a proposed revision to the CPMR at any time during 
the life of the Contract. 
 
The Contractor shall submit a proposed revision to the CPMR whenever the 
activities differ from the accepted CPMR. Proposed revisions shall be submitted 
by the Contractor within 30-calendar days from the date on which the 
Contractor’s activities deviated from the accepted CPMR.  The revisions shall be 
submitted to the Project Manager in the same format used for the ICPM.  The 
revisions shall include data from all CPMR Updates, which have been accepted 
by the Administration.  The Written Narrative accompanying the revision shall 
describe the reason for the revisions, the critical path, and all logic and duration 
modifications to the CPMR.  These shall include, but not be limited to, changes 
in the method or manner of the Work, changes in Specifications, extra work, 
addition or deletion of work, increased or decreased quantities, defective work 
and acceleration of the Work. 
 
The Project Manager will review the CPMR and respond to the Contractor’s 
proposed revision within 5 calendar days after its receipt.  The Project Manager 
reserves the right to deny any proposed revision which adversely impacts the 
Owner, utilities, or other interested parties. 

 
4.11.5 Any written request for an extension of time or change in incentive/disincentive 

date (if applicable) shall be accompanied by a revised CPMR, which documents 
the actual delay to the Contract completion date or incentive/disincentive date.  
The request shall include a written narrative of the events which would require an 
extension of the Contract time or incentive/disincentive date. 
 
Only delays to activities, which affect the Contract completion date or 
incentive/disincentive date will be considered for a time extension.  The 
extension of the specified Contract completion date or incentive/disincentive 
date will be based upon the actual number of calendar days the Contract 
completion date or incentive/disincentive date is adjusted.  No extensions of the 
specified Contract completion date will be issued for work performed on 
activities with float. 
 

4.11.6        Monthly updates of the CPMR are required.  CPMR update submissions shall 
contain the activity data as specified in (a) thru (e) of the ICPM.  The update 
shall describe the progress of the project to date.  It shall include a description of 
the current critical path, the amount of float on the critical path, any delays or 
disruptions experienced by the Contractor during the period of the update, any 
change in manpower or equipment, the inclusion of any schedule revisions, and 
any potential delays or disruptions. 

 
 When a delay or a disruption to the Work is identified in the Written Narrative, 

which the Contractor believes to be the responsibility of the Owner, the 
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Contractor shall submit a revision to the CPMR within 30 calendar days after the 
submittal of the updates. 

 
4.11.7       The Owner and the Contractor will hold monthly job site progress meetings to 

discuss the progress of the project and update the CPMR.  The Contractor shall 
arrange to have a representative of each subcontractor currently working on the 
project in attendance.  The Contractor shall submit to the Project Manager the 
CPMR updates within 14 calendar days form the date of the monthly meeting.  
The Project Manager will review the update and advise the Contractor of its 
acceptability prior to the next monthly meeting. 

 
4.12 RESPONSIBILITY FOR COMPLETION 
 
4.12.1 The Contractor shall furnish such labor, materials, tools, equipment, and 

professional services and shall work such hours, including night shifts, overtime 
operations and Sundays and holidays, as may be necessary to ensure the 
performance of the Work within Milestone and Completion dates specified in the 
Owner/Contractor Agreement.  If it becomes apparent to the Owner's Project 
Manager that the Work will not be completed within required Milestone or 
Completion dates, the Contractor agrees to undertake some or all of the 
following actions, at no additional cost to the Owner, in order to ensure, in the 
opinion of the Owner's Project Manager, that the Contractor will comply with all 
Milestone and Completion date requirements: 

 
.1 Increase labor, materials, tools, equipment and professional 

services; 
 
.2 Increase the number of working hours per shift, shifts per 

working day, working days per week, or any combination of the 
foregoing; and 

 
.3 Reschedule activities to achieve maximum practical concurrency 

of accomplishment of activities. 
 

4.12.2 If the actions taken by the Contractor are not satisfactory, the Owner or the 
Owner’s Project Manager may direct the Contractor to take any and all actions 
necessary to ensure completion within the required completion dates, without 
additional cost to the Owner.  In such event, the Contractor shall continue to 
assume responsibility for his performance and for completion within the required 
dates. 

 
4.12.3 If, in the opinion of the Project Manager, the actions taken by the Contractor 

pursuant to this Agreement or the progress or sequence of work are not 
accurately reflected on the Construction schedule, the Contractor shall revise 
such schedule to accurately reflect the actual progress and sequence of work. 
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4.12.4 This provision does not eliminate the Contractor’s responsibility to comply with 
the Town noise ordinances, all Town permit requirements and all other 
applicable laws, regulations, rules, ordinances, resolutions, and permit 
requirements.  

 
4.13 DOCUMENTS, OTHER SUBMITTALS AT THE SITE; AS-BUILT 

DRAWINGS  
 
4.13.1 The Contractor and his Subcontractors shall maintain at the site, and at all times 

make available to the Owner and the Owner's Project Manager one record copy 
of all Drawings, Specifications, Addenda, Change Orders, and other 
Modifications, in good order and marked currently to record all changes made 
during construction, and approved Shop Drawings, Product Data, Samples, Mock 
Ups and other Submittals (“as-built drawings”).   

 
4.13.2 The Contractor shall prepare the as-built drawings by marking up two sets of 

prints and one electronic copy of the applicable Contract Drawings to portray as-
built construction, in conformance with the DCSM.  The prints shall be neatly 
and clearly marked to show all variations between the Work actually provided 
and that indicated on the Contract Drawings, and all utilities encountered in the 
Work. All drafting shall conform to good drafting practice and shall include such 
supplementary notes, legends and details as may be necessary for legibility and 
clear portrayal of the as-built construction.  These drawings shall be marked 
promptly at the completion of the project and shall be turned over the Owner 
prior to Final Payment. 

 
4.14 SHOP DRAWINGS, PRODUCT DATA, SAMPLES AND OTHER 

SUBMITTALS 
 
4.14.1 The term "Shop Drawings" shall mean all drawings, diagrams, illustrations, 

brochures, schedules and other data which are prepared by Contractor, a 
Subcontractor, manufacturer, supplier or distributor and which illustrate the 
equipment, material or some portion of the Work. 

 
4.14.2 The Contractor shall submit with reasonable promptness and in such sequence as 

to cause no delay in the Work or in the work of the Owner or any separate 
Contractor, all Shop Drawings, Product Data, Manuals, Samples, and Submittals 
required by the Contract Documents.  All such submissions shall be made so as 
to cause no delay in the project, allowing the Owner or his designated 
representative fourteen (14) working days for review and checking. 

 
4.14.3 By approving and submitting Shop Drawings, Product Data, Manuals, Samples 

and Submittals, the Contractor represents that he has determined and verified all 
materials, field measurements, and field construction criteria related thereto, and 
that he has checked and coordinated the information contained within such 
submittals with the requirements of the Work and of the Contract Documents.  
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The Contractor shall adhere to any supplementary processing and scheduling 
instructions pertaining to any submittals that may be issued by the Owner's 
Project Manager. 

 
4.14.4 Parts and details not fully indicated on the Contract Drawings shall be detailed by 

the Contractor in accordance with standard engineering practice.  Dimensions on 
the Contract Drawings, as well as detailed drawings themselves, are subject in 
every case to measurements of existing, adjacent, incorporated and completed 
work that shall be taken by the Contractor before undertaking any work 
dependent on such data.  

 
4.14.5 Where the Contract Documents call for the submittal of manufacturer’s data to 

the Owner or the Owner’s Project Manager for information only, such submittals 
shall be made before the commencement of any portion of the Work requiring 
such submission. 

 
4.14.6 The Contractor shall not be relieved of responsibility for any deviation from the 

requirements of the Contract Documents by virtue of the review by the Owner or 
the Owner's Project Manager of Shop Drawings, Product Data, Samples or 
Manuals unless the Contractor has specifically informed the Owner's Project 
Manager in writing of such deviation at the time of submission and the Owner's 
Project Manager has given written approval to the specific deviation.  The 
Contractor shall not be relieved from responsibility for errors or omissions in the 
Shop Drawings, Product Data, Samples or Manuals by the Owner or Owner's 
Project Manager's review thereof. 

 
4.14.7  Shop drawings shall be submitted in such number of copies that three copies may 

be retained by the Project Manager or his designee after approval.  Each 
submission shall be accompanied by a letter of transmittal in duplicate, listing the 
contents of the submission and identifying each item by reference to specification 
section or drawing.  All Shop Drawings shall be clearly labeled with the name of 
the project and such information as may be necessary to enable their complete 
review by the Project Manager or his designee.  Catalog plates and other similar 
material that cannot be so labeled conveniently shall be bound in suitable covers 
bearing the identifying data. 

 
4.14.8 Shop drawings shall be accompanied by all required certifications and other such 

supporting material, and shall be submitted in such sequence or in such groups 
that all related items may be checked together.  When Shop Drawings cannot be 
checked because a submission is not complete, or because Shop Drawings on 
related items have not been received by the Project Manager  or his designee, 
such Shop Drawings will be returned without action, and marked ‘rejected’ with 
the reason for rejection clearly stated.  Incomplete or defective submittals shall 
also be returned without action, and marked ‘rejected’ with the reason for 
rejection clearly stated. 
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4.14.9 Shop Drawings shall have been reviewed by the Contractor and coordinated with 
all other related or affected work before they are submitted for approval and shall 
bear the Contractor's certification that the Contractor has checked and approved 
them as complying with all relevant information in the Contract Documents.  
Shop Drawings submitted without such certification and coordination will be 
returned to the Contractor without action and will be considered not a formal 
submission. 

 
4.14.10 SAMPLES required by the specifications or requested by the Project Manager 

 or his designee shall be submitted for approval.  Samples shall be submitted 
in single units only, unless the Contractor desires additional units for the 
Contractor's own use.  Each sample shall bear a label indicating the material 
represented, the name of the producer and the title of the Project.  Approval of 
a sample shall be only for conformance with the design concept of the Project 
and compliance with the information given in the Contract Documents, and 
only for the characteristics or use named in such approval.  Such approval 
shall not be construed to change or modify any Contract requirements or the 
Contract Price.  Materials and equipment incorporated in the Work shall 
match the approved samples. 

 
4.14.11 All TESTS of materials and finished articles shall be made by bureaus, 

laboratories or agencies approved by the Project Manager or his designee, and 
the certified reports of such tests shall be submitted to the Project Manager.  All 
costs in connection with the testing shall be borne by the Contractor.  Failure of 
any material to pass the specified tests or any test performed by the Project 
Manager or his designee will be sufficient cause for refusal to consider, under 
this Contract, any further materials of the same brand or make of that material.  
Samples of various materials delivered on the site or in place may be taken by the 
Project Manager or his designee for testing.  Samples failing to meet the 
requirements of the Contract Documents will automatically void previous 
approvals of the items tested.  See Article 7.5 for additional test requirements. 

 
 Unless otherwise specified, testing for soil compaction, soil suitability, concrete 

testing, etc. will be performed by or on behalf of the Contractor at the 
Contractor’s expense.  The Contractor shall furnish copies of all test results or 
related reports or documents to the Project Manager. 

 
4.15 CUTTING AND PATCHING OF WORK  
 
4.15.1 The Contractor shall be responsible for all cutting, fitting or patching that may be 

required to complete the Work and to make its several parts fit properly and in 
accordance with the Contract Documents. 

 
4.15.2 The Contractor shall not damage or endanger any portion of the Work or the 

work of the Owner or any separate Contractors by cutting, patching or otherwise 
altering any work, or by excavation.  The Contractor shall not cut or otherwise 
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alter the work of the Owner or any separate Contractor except with the written 
consent of the Owner and of such separate Contractor.  The Contractor shall not 
unreasonably withhold from the Owner or any separate Contractor his consent to 
cutting or otherwise altering the Work.  The Owner shall not be required to 
accept work with a cut, a splice, or patch when such cut, splice or patch is not 
generally accepted practice for the particular work involved or is otherwise 
unworkmanlike in the opinion of the Owner or the Owner’s Project Manager. 
 

4.16 DRUG-FREE WORKPLACE  
  
 During the performance of this contract, the Contractor agrees as follows: 

.1 The Contractor will provide a drug-free workplace for the 
Contractor's employees.  The Contractor agrees to post in 
conspicuous places, available to employees and applicants for 
employment, a statement notifying employees that the unlawful 
manufacture, sale, distribution, dispensation, possession, or use of 
a controlled substance or marijuana is prohibited in the 
Contractor's workplace and specifying the actions that will be 
taken against employees for violations of such prohibition. 

 
.2 The Contractor shall state in all solicitations or advertisements for 

employees placed by or on behalf of the Contractor that the 
Contractor maintains a drug-free workplace. 

 
.3 The Contractor will include the provisions of the foregoing 

clauses in every subcontract or purchase order of over $10,000, so 
that the provisions will be binding upon each Subcontractor or 
vendor.  

 
For the purposes of this section, "drug-free workplace" means a site for the 
performance of work done in connection with a specific contract awarded to a 
Contractor in accordance with the VPPA Section 2.2-4312, the employees of 
whom are prohibited from engaging in the unlawful manufacture, sale, 
distribution, dispensation, possession or use of any controlled substance or 
marijuana during the performance of the contract.  
 

4.17 NON-DISCRIMINATION IN EMPLOYMENT  
 

During the performance of this Contract, the Contractor agrees to comply fully 
with VPPA § 2.2-4201 and § 2.2-4343.1 as follows: 
 
.1 The Contractor will not discriminate against any employee or 

applicant for employment because of race, religion, disability, 
color, sex or national origin, except where religion, sex or 
national origin is a bona fide occupational qualification 
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reasonably necessary to the normal operation of the Contractor 
and the Contractor agrees to post in conspicuous places, available 
to employees and applicants for employment, notices setting forth 
the provisions of this nondiscrimination clause; 

 
.2 The Contractor, in all solicitations or advertisements for 

employees placed by or on behalf of the Contractor, will state that 
such Contractor is an equal opportunity employer; 

 
.3 Notices, advertisements and solicitations placed in accordance 

with Federal law, rule or regulation, shall be deemed sufficient 
for the purpose of meeting the requirements of this provision; and  

 
.4 The Contractor will include the provisions of paragraphs .1, .2, .3 

above in every subcontract or purchase order of over $10,000 so 
that the provisions will be binding upon every Subcontractor or 
vendor. 

 
.5 The Contractor will comply with the requirements VPPA Section 

2.2-4343.1, Permitted Contracts with Certain Religious 
Organizations, as applicable. 

 
4.18 SIGNS 
 

The Contractor may at his option and without cost to the Owner, erect signs 
acceptable to the Owner on the site of the Contract for the purpose of identifying 
and giving directions to the job.  No signs shall be erected without prior approval 
of the Owner as to design and location. 
 

4.19 CLEANING UP  
 
4.19.1 The Contractor at all times shall keep the project site and all surrounding public 

streets and neighboring property free from accumulation of waste materials or 
rubbish caused by his operations. At the completion of the Work and before Final 
Payment is made, he shall remove all his waste materials and rubbish from and 
about the Project as well as all his tools, equipment and surplus materials. The 
Contractor shall also thoroughly clean and leave reasonably dust free all interior 
of all buildings included in the Contract, and thoroughly clean all glass installed 
under the Contract including the removal of all paint and mortar splatters and 
other defacements. 

 
4.19.2 If the Contractor fails to clean up during or at the completion of the Work, the 

Owner may do so as provided in Article 6.3 "OWNER'S RIGHT TO PERFORM 
DISPUTED WORK" and the cost thereof shall be charged to the Contractor. 
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4.19.3 The Contractor shall take all reasonable steps, including but not limited to 
providing a wash down area, to prevent mud, dirt, and other material from 
accumulating upon the public streets. 

 
4.19.4 During and at the completion of the Work, the Contractor shall prevent site soil 

erosion, the runoff of silt or debris carrying water from the site, and the blowing 
of debris off the site in accordance with the applicable requirements and 
standards of the Virginia Erosion and Sediment Control Handbook, latest edition, 
and the Contract Documents. 

 
4.20 ROYALTIES AND PATENTS 
 
4.20.1 Contractor shall pay all license fees and royalties and assume all costs incident to 

the use in the performance of the Work of any invention, design, process, 
product or device which is the subject of patent rights or copyrights held by 
others.  If a particular invention, design, process, product or device is specified in 
the Contract Documents for use in the performance of the Work and if to the 
actual knowledge of the Owner or Owner's Project Manager its use is subject to 
patent rights or copyrights calling for the payment of any license fee or royalty to 
others, the existence of such rights shall be disclosed by Owner in the Contract 
Documents.  Contractor shall indemnify, defend and hold harmless Owner and 
Owner's Project Manager and anyone directly or indirectly employed by either of 
them from and against all claims, damages, losses and expenses (including 
attorneys' fees) arising out of any infringement of patent rights or copyrights 
incident to the use in the performance of the Work of any invention, design, 
process, product or device not specified in the Contract Documents, and shall 
defend all such claims in connection with any alleged infringement of such 
rights. 

 
4.21 ANTITRUST 
 
 By entering into a contract Contractor conveys sells assigns and transfers to the 

Owner all rights, title and interest in and to all causes of the action it now may 
have or hereafter acquire under the antitrust laws of the United States and the 
Commonwealth of Virginia, relating to the particular good(s) or service(s) 
purchased or acquired by the Owner under this contract.  

 
4.22 INDEMNIFICATION  
 
4.22.1 To the fullest extent permitted by law, the Contractor shall, at his sole cost and 

expense, indemnify, defend, and hold harmless the Owner, the Owner's Project 
Manager, their agents, representatives, employees, successors and assigns from 
and against all claims, actions, judgments, costs, liabilities, penalties, damages, 
losses and expenses, including but not limited to, attorneys' fees, arising out of or 
resulting from the performance of the Work, provided that any such claim, 
action, judgment, cost, liability, penalty, damage, loss or expense: 
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.l Is attributable to bodily injury, sickness, disease or death, or to 

injury to or destruction of tangible property (other than the Work 
itself) including loss of use resulting therefrom; and 

 
.2 Is caused in whole or in part by any negligent act or omission of 

the Contractor, any Subcontractor or supplier, anyone directly or 
indirectly employed by any of them or anyone for whose acts any 
of them may be liable, regardless of whether or not it is caused in 
part by a party indemnified hereunder. 

 
The Contractor shall not be obligated to indemnify the Owner or the Owner’s 
Project Manager hereunder for any damages or injuries, including death, the 
proximate cause of which is the sole negligence of the Owner or the Owner’s 
Project Manager, consistent with Va. Code § 11-4.1.  
 
Such obligation shall not be construed to negate, abridge, or otherwise reduce 
any other right or obligation of indemnity that would otherwise exist as to any 
party or person described in this Article 4.22 

 
4.22.2 In any and all claims against the Owner and the Owner's Project Manager or any 

of their agents, representatives, or employees by any employee of the Contractor, 
any Subcontractor, anyone directly or indirectly employed by any of them, or 
anyone for whose acts any of them may be liable, the indemnification obligation 
under this Article 4.22 shall not be limited in any way by any limitation on the 
amount or type of damages, compensation or benefits payable by or for the 
Contractor or any Subcontractor under workers'  compensation acts, disability 
benefit acts or other employee benefit acts.  

 
4.22.3 No provision of Article 4.22 shall give rise to any duties on the part of the Owner 

or the Owner's Project Manager, or any of their agents, representatives or 
employees. 

 
4.22.4 The obligations of the Contractor under Article 4.22 shall not extend to the 

liability of the Owner's Project Manager, or the Owner's design architect or 
engineers, their agents or employees arising out of (a) the preparation or approval 
of maps, drawings, opinions, reports, surveys, Change Orders, designs or 
specifications, or (b) the giving of or the failure to give directions or instructions 
by Owner's Project Manager, his agents or employees provided such giving or 
failure to give is the primary cause of injury or damage. 

 
4.23 PERSONS AUTHORIZED TO SIGN DOCUMENTS 
 
 The Contractor, within five days after the earlier of the date of a Notice to 

Proceed or the date of the Owner/Contractor Agreement shall file with the 
Owner's Project Manager a list of all persons who are authorized to sign 
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documents such as contracts, certificates and affidavits on behalf of the 
Contractor and to fully bind the Contractor to all the conditions and provisions of 
such documents. 

 
4.24 ASBESTOS AND OTHER HAZARDOUS SUBSTANCES 
 
4.24.1 Whenever and wherever during the course of performing any work under this 

contract, the Contractor discovers the presence of asbestos or other hazardous 
substances or suspects the presence of any hazardous substances, he shall stop 
the work immediately, secure the area, notify the Owner and await positive 
identification of the suspect material.  During the downtime in such a case, the 
Contractor shall not disturb any surrounding surfaces but shall protect the area 
with suitable dust covers.  In the event the Contractor is delayed due to the 
discovery of asbestos, suspected asbestos or any other hazardous or suspected 
hazardous substances, then a mutually agreed extension of time to perform the 
Work shall be allowed the Contractor. 

 
4.24.2   Any claims for extension of time shall be subject to the provisions of Article 

8. 
 

4.24.3 If the items/products to be purchased are "Hazardous Substances" as defined 
by 15 U.S.C. § 1261, then the Contractor certifies and warrants that the items 
or products to be delivered under the Contract shall be properly labeled as 
required by the foregoing sections and that by delivering the items/products, 
the Bidder does not violate any of the prohibitions of 15 U.S.C. § 1263. 

 
 
4.24.4 Material Safety Data Sheets (MSDS) and descriptive literature shall be 

provided with the submittal or delivery of each chemical and/or compound 
subject to Article 4.24.3.  Failure on the part of the Contractor to submit such 
data may be cause for termination in accordance with Article 14.3. 

 
4.25 RIGHT TO PUBLISH   
 

The Contractor otherwise agrees that he will not publish, cause to be 
published, or otherwise disseminate any information of any nature relating to 
the Work performed under this Contract, except as may be approved by the 
Owner in writing. 

  
4.26       MATERIALS AND EQUIPMENT LIST 
 
4.26.1 At least ten (10) working days before the start of construction the Contractor 

shall submit to the Project Manager for approval a complete list of materials and 
equipment proposed for use in connection with the project.  Partial lists 
submitted from time to time will not be considered. 
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4.26.2 After any material or piece of equipment has been approved, no change in brand 
or make will be permitted unless satisfactory written evidence is presented to 
prove that the manufacturer cannot make scheduled delivery of the approved 
material, or that material delivered has been rejected and the substitution of a 
suitable material is an urgent necessity, or that other conditions have become 
apparent which indicate that approval of such other material is in the best interest 
of the Owner. 

 
 

END OF ARTICLE 4 
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 ARTICLE 5: SUBCONTRACTORS 
 
5.1 DEFINITIONS 
 
5.1.1 A Subcontractor is any firm, supplier, distributor or vendor that performs work 

for or furnishes services, equipment or supplies to or for the Contractor or 
another Subcontractor in conjunction with the Contract.  The term Subcontractor 
is referred to throughout the Contract Documents as if singular in number and 
masculine in gender and means a Subcontractor or his authorized representative. 
Although the term Sub-subcontractor may appear within the Contract 
Documents, the term Subcontractor includes any person or entity that has a direct 
or indirect contract with the Contractor to perform any of the Work.  

 
5.1.2 The Contractor shall be fully responsible to the Owner for all acts and omissions 

of his Subcontractors, and of persons and organizations directly or indirectly 
employed by them, and of persons and organizations for whose acts any of them 
may be liable, to the same extent that he is responsible for the acts and omissions 
of persons directly employed by him. 

 
5.1.3 Nothing contained in the Contract Documents is intended to, nor shall it create, 

any contractual relationship between the Owner, the Owner's Project Manager, 
or any of their agents, consultants, employees, independent contractors, or 
representatives and any Subcontractor, but the Owner shall be entitled to 
performance of all obligations intended for its benefit, and to enforcement 
thereof.  

 
5.1.4 The Owner's Project Manager will not deal directly with any Subcontractor. 

Communication will be made only through the Contractor.  Subcontractors shall 
route requests for information or clarification through the Contractor to the 
Owner's Project Manager. 

 
5.2 AWARD OF SUBCONTRACTS AND OTHER CONTRACTS FOR 

PORTIONS OF THE WORK 
 
5.2.1 The Contractor shall within fourteen days after award of the Contract furnish to 

the Owner's Project Manager in writing the names of the persons or entities 
(including those who are to furnish materials or equipment fabricated to a special 
design) proposed for each of the principal portions of the Work.  The Owner's 
Project Manager will promptly reply to the Contractor in writing stating whether 
the Owner has objection to any such proposed person or entity. 

 
5.2.2 The Contractor shall not contract with any such proposed Subcontractor to whom 

the Owner has made objection under the provisions of Article 5.2.1.  The 
Contractor shall not be required to contract with anyone to whom he has an 
objection. 
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5.2.3 If the Owner objects to any proposed Subcontractor under Article 5.2.1, the 
Contractor shall name a substitute to whom the Owner has no objection within 
fifteen days. 

 
5.2.4 The Contractor shall make no substitution for any Subcontractor previously 

proposed by the Contractor and not objected to by the Owner's Project Manager 
if the Owner makes objection to such substitution. 

 
5.3 SUBCONTRACTUAL RELATIONS 
 
5.3.1 By an appropriate agreement, written where legally required for validity, the 

Contractor shall require each Subcontractor, to the extent of the Work to be 
performed by the Subcontractor, to be bound to the Contractor by the terms of 
the Contract Documents, and to assume toward the Contractor all the obligations 
and responsibilities that the Contractor, by these Documents, assumes toward the 
Owner. 

 
 This agreement shall preserve and protect the rights of the Owner under the 

Contract Documents with respect to the Work to be performed by the 
Subcontractor.  The subcontracting will not prejudice such rights, and shall allow 
to the Subcontractor, unless specifically provided otherwise in the Contractor-
Subcontractor Agreements, the benefit of all rights, remedies and redress against 
the Contractor that the Contractor, by these Contract Documents, has against the 
Owner.  Where appropriate, the Contractor shall require each Subcontractor to 
enter into similar agreements with his Subcontractors. 

 
 The Contractor shall make available to each proposed Subcontractor, prior to the 

execution of the Subcontract, copies of the Contract Documents to which the 
Subcontractor will be bound by this Article 5.3, and identify to the Subcontractor 
any terms and conditions of the proposed Subcontract that may be at variance 
with the Contract Documents.  Each Subcontractor shall similarly make copies of 
such Contract Documents available to his Sub-subcontractors or Suppliers. 

 
5.3.2 The Contractor shall be liable to and indemnify, defend and hold the Owner 

harmless from all costs, expenses, fees, attorney's fees, accountant's fees, 
damages and claims arising because of the Contractor's failure to comply with the 
provisions of this Article 5.3. 

 
5.4 QUALIFICATION SUBMITTALS 
 
5.4.1 Specific qualification submittals may be required of Subcontractors for certain 

critical items of the Work.  Required qualification submittals are set forth in 
detail in the Contract Documents and shall be collected and submitted by the 
Contractor to the Owner’s Project Manager for review and approval by the 
Owner and Owner's Project Manager.  All information required of a single 
Subcontractor shall be contained in a single, complete submittal.  The Contractor 
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shall submit the required qualification information within ten days after receipt of 
the Owner's Project Manager's request. 

 
5.4.2 The Owner may reject any proposed Subcontractor, or any qualification 

submittals related thereto, for the following reasons:  
 

.1 The Contractor's failure to submit requested information within 
the specified time; or 

 
.2 The Contractor's failure to provide all of the requested 

information; or 
 

.3 The Contractor's submission of a Subcontractor, or its 
qualifications, that are unacceptable to the Owner. 

 
5.4.3 Should the Owner have objection to any proposed Subcontractor, the Contractor 

shall submit another firm for approval within fifteen days. 
 
 END OF ARTICLE 5 
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 ARTICLE 6:  WORK BY OWNER OR BY SEPARATE CONTRACTORS 
 
6.1   OWNER'S RIGHT TO PERFORM WORK AND TO AWARD SEPARATE 

CONTRACTS 
 
6.1.1 The Owner reserves the right to perform work related to the Project with its own 

forces, and to award separate contracts in connection with other portions of the 
Project or other work on the site. 

 
6.1.2 When separate contracts are awarded for different portions of the Project or other 

work on the site, the term Contractor in the Contract Documents in each case 
shall mean the Contractor who executes each separate Owner/Contractor 
Agreement. 

 
6.2 MUTUAL RESPONSIBILITY 
 
6.2.1 The Contractor shall afford other Contractors and the Owner reasonable 

opportunity for the introduction and storage of their materials and equipment and 
the execution of their work and shall properly connect and coordinate the Work 
with that of the Owner and other Contractors, to store his tools, materials and 
equipment in such orderly fashion at the site of the Work as will not unduly or 
unreasonably interfere with the progress of the Work or the work of any other 
Contractors. 

 
 6.2.2 If the execution or result of any part of the Work depends upon any work of the 

Owner or of any separate Contractor, the Contractor shall, prior to proceeding 
with the Work, inspect and promptly report in writing to the Owner's Project 
Manager any apparent discrepancies or defects in such work of the Owner or of 
any separate Contractor that render it unsuitable for such proper execution or 
result of any part of the Work under this Contract. 

 
6.2.3 Failure of the Contractor to so inspect and report shall constitute an acceptance of 

the Owner or separate Contractor's work as fit and proper to receive the Work, 
except as to defects that may develop in the Owner's or separate Contractor's 
work after completion of the Work, and that the Contractor could not have 
discovered by its inspection prior to completion of the Work under this Contract. 

 
6.2.4 Should the Contractor cause damage to the Work or property of the Owner or of 

any separate Contractor on the Project, or to other work on the site, or delay or 
interfere with the Owner's work on ongoing operations or facilities or adjacent 
facilities of the Contractor's work, the Contractor shall be liable for the same and, 
in the case of another Contractor, the Contractor shall attempt to settle such claim 
with such Contractor prior to such other Contractor’s institution of litigation. 
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6.3 OWNER'S RIGHT TO PERFORM DISPUTED WORK 
  
6.3.1 If a dispute arises between the Contractor and separate Contractors as to their 

responsibility for cleaning up as required by Article 4.19 "CLEANING UP" or 
for accomplishing coordination as required by Article 6.4 "COORDINATION 
OF THE WORK," the Owner may carry out such Work and charge the cost 
thereof to the Contractors responsible therefor as the Owner's Project Manager 
shall determine. 

 
6.4 COORDINATION OF THE WORK 
 
6.4.1 By entering into this Contract, Contractor acknowledges that there may be 

separate Contractors on the Site whose work will be coordinated with that of his 
own.  Contractor warrants and guarantees that he will cooperate with separate 
Contractors, and will do nothing to delay, hinder or interfere with the Work of 
other separate Contractors, the Owner or the Owner's Project Manager. 

 
 END OF ARTICLE 6 
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 ARTICLE 7:  MISCELLANEOUS PROVISIONS 
 
7.1 GOVERNING LAW 
 
7.1.1 The Contract shall be governed by the law of the Commonwealth of Virginia, 

and shall be performed in accordance with the laws, ordinances, regulations, 
permits and resolutions of the Town of Leesburg. The sole venue for any 
litigation under this Contract shall be the Circuit Court of Loudoun County, 
Virginia. The conflicts of law provisions shall not be employed to apply the laws 
of any state other than those of the Commonwealth of Virginia to this Contract. 

 
7.1.2 Each provision of law required to be inserted in this Contract shall be deemed 

inserted.  If through mistake or otherwise, any provision is not properly inserted, 
the Contract shall be modified to include such provision upon the application of 
either party. 

 
7.1.3 Where applicable, the Contractor shall meet or exceed all requirements of the 

Town of Leesburg Design and Construction Standards Manual and all other 
local, state and federal building codes.  

 
7.2 SUCCESSORS AND ASSIGNS 

 
7.2.1 The Contractor binds himself, his partners, successors, assigns and legal 

representatives to the Owner, its partners, successors, assigns and legal 
representatives in respect to all covenants, agreements and obligations contained 
in the Contract Documents.  The Contractor shall not assign the Contract or 
sublet it as a whole without the written consent of the Owner, nor shall the 
Contractor assign any monies due or to become due to him under the Contract, 
without the previous written consent of the Owner and the Contractor’s Surety. 
Nor shall any contract be entered into or assigned to any party that is debarred 
from doing business with or in the Commonwealth of Virginia. 
 

7.2.2 In the event the Contractor desires to make an assignment of all or part of the 
contract or any monies due or to become due under this Contract, the Contractor 
shall file a written consent of Surety, together with a copy of the proposed 
Assignment with the Owner or the Owner’s Project Manager.  In the event the 
Contractor assigns all or any part of the monies due or to become due under this 
Contract, the instrument or assignment shall state that the right of assignees in 
and to any monies due to or to become due to the Contractor shall be subject to 
prior liens and claims of all persons, firms and corporations that provided labor, 
services, or furnished material and equipment during the performance of the 
Work.  The rights of assignees shall further be subject to the payment of any 
liens, claims or amounts due to Federal or State governments, and to all rights of 
retention and set-off granted to the Owner by the Contract Documents. 
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7.3 CLAIMS FOR DAMAGES 
 

7.3.1 Should the Contractor suffer injury or damage to person or property because of 
any act or omission of the Owner or of any of its employees, agents or others for 
whose acts either is legally liable, claim shall be made in writing to the Owner 
within thirty days after the first observance of such injury or damage; otherwise, 
the Contractor shall have waived any and all rights he may have against the 
Owner, or its employees, representatives and agents. 

 
7.4 DISPUTES 
  
7.4.1 A claim, if any, shall be made in writing and submitted by the Contractor to the 

Owner, the Project Manager and the Leesburg Town Attorney within ten 
calendar days after the occurrence of events giving rise to the claim.  A claim is 
limited to events rising out of or relating to the Contract.  Failure to file a written 
claim as required herein shall constitute an absolute waiver of any claim of any 
sort. 

 
7.4.2 The parties shall first endeavor to resolve any disputes, claims or other matters in 

question between them through direct negotiations, and if such direct 
negotiations fail, by non-binding mediation, with the site of the mediation being 
the Town of Leesburg, Virginia. 

 
7.4.3 If the procedures of subparagraph 7.4.2 have been followed, but more than 90 

days have passed since a party has requested mediation, and the dispute, claim or 
matter in question remains unresolved, then either party may institute a lawsuit in 
the Circuit Court of Loudoun County, Virginia, which is agreed to be the sole 
and exclusive venue, and may pursue all available appeals in Virginia state 
courts, to the extent they have jurisdiction. 

 
7.4.4 Nothing in paragraphs7.4.1 or 7.4.2 shall prevent a party from seeking temporary 

injunctive or other temporary equitable relief in the Loudoun County Circuit 
Court if circumstances so warrant. 

 
7.4.5 In the event of any dispute, claim, or other matter in question arising, Contractor 

shall continue its performance diligently during its pendency as if no dispute, 
claim or other matter in question had arisen.  During the pendency of any dispute 
in connection with the payment of moneys, Contractor shall be entitled to receive 
payments for non-disputed items. 

 
7.4.6 Notwithstanding any other provision hereof, the Contractor expressly waives all 

claims against the Owner for consequential damages arising out of or relating to 
this Contract.  This waiver includes losses of financing, business and reputation, 
bonding capacity, and loss of profit other than profit arising directly from the 
Work where otherwise permitted in the Contract. 
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7.5 TESTS 
 
7.5.1 If the Contract Documents, laws, ordinances, rules, regulations or orders of any 

public authority having jurisdiction require any portion of the Work to be 
inspected, tested, or approved, the Contractor shall give the Owner's Project 
Manager five days notice of its readiness so the Owner's Project Manager may 
observe such inspection, testing, or approval.  The Contractor shall bear all costs 
of such inspections, tests or approvals conducted by public authorities. 

 
7.5.2 If the Owner's Project Manager determines that any Work requires special 

inspection, testing, or approval that Article 7.5.1 does not include, the Owner's 
Project Manager will order the Contractor to make arrangements for such special 
inspection, testing or approval, and the Contractor shall give the Owner's Project 
Manager five days notice of such inspection.  If such special inspection or testing 
reveals a failure of the Work to comply with: 

 
.1 The requirements of the Contract Documents, or 

 
.2 The conformance of the Work with laws, ordinances, rules, 

regulations, or orders of any public authority having jurisdiction. 
 

The Contractor shall bear all costs of the Work, including compensation for the 
Owner's Project Manager and any additional services made necessary by such 
failure.  

 
7.5.3 Inspections and tests required under Article 7.5.2 to establish compliance with 

the Contract Documents will be made by a testing agency employed by the 
Owner.  If the initial tests indicate non-compliance with the Contract  

 Documents, the Contractor shall bear the costs thereof and any subsequent 
testing occasioned by non-compliance shall be performed by the same agency 
and the cost thereof shall be borne by the Contractor.  Representatives of the 
testing agency shall have access to the Work at all times.  The Contractor shall 
provide facilities for such access in order that the agency may properly perform 
its functions. 

 
7.5.4 Certificates of inspection, testing or approval required by public authorities shall 

be secured by the Contractor and promptly delivered by him to the Owner's 
Project Manager, in adequate time to avoid delays in the Work or Final Payment.  

 
7.5.5 The Contractor shall pay for and have sole responsibility for inspection or testing 

performed exclusively for his own convenience and for tests necessary because 
of Contractor’s or Subcontractor’s errors, omission, or noncompliance with 
Contract Documents. 

 
7.5.6 All materials and workmanship (if not otherwise designated by the 

specifications) shall be subject to inspection, examination and test by the Owner 
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or the Owner’s Project Manager, at any time during the manufacture or 
construction and at any place where such manufacture or construction are carried 
on. Special, full-sized and performance tests shall be described in the 
specifications.  Without additional charge, the Contractor shall furnish promptly 
all reasonable facilities, labor and materials necessary to make tests safe and 
convenient.   

 
7.5.7 It is specifically understood and agreed that an inspection and approval of the 

materials or work by the Owner or the Owner’s Project Manager shall not in any 
way subject the Owner to pay for the said materials or work or any portion 
thereof, even though incorporated in the Work, if said materials or work shall in 
fact turn out to be not in compliance with the Contract Documents or otherwise 
defective. 

 
7.6 UNENFORCEABILITY OF ANY PROVISION 
 
7.6.1 If any provision of this Contract is held as a matter of law to be unenforceable or 

unconscionable, the remainder of the Contract shall be enforceable without such 
provision. 

 
7.7 AVAILABILITY OF LANDS 
 
7.7.1 Owner shall furnish, as indicated in the Contract Documents, the lands upon 

which the Work is to be done, rights-of-way or easements for access thereto.  The 
Owner reserves the right to delay the notice to proceed with the Contract Work in 
order to secure rights of way, easements or to relocate utilities, such as sewer, 
water, gas, electricity, cable television and other services.   

 
7.7.2  If the Contractor requires additional land for temporary construction facilities and 

for storage of materials and equipment other than the areas available on the site 
or right-of-way, or as otherwise furnished by the Owner, the Contractor shall 
provide such other lands and access thereto entirely at the Contractor's own 
expense and without liability to the Owner.  The Contractor shall not enter upon 
private property for any purpose without written permission.  The contractor shall 
provide to the Owner evidence of written permission for entry onto private 
property for the purpose of temporary construction facilities and/or storage of 
materials and equipment. 

 
7.8 NONEXCLUSIVITY OF REMEDIES 
 

All remedies available to the Owner under the Contract are cumulative and no 
such remedy shall be exclusive of any other remedy available to the Owner. 

 
END OF ARTICLE 7 
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ARTICLE 8:  TIME 
 
8.1 DEFINITIONS 
 
8.1.1 The Contract Time is the period set forth in the Owner/Contractor Agreement for 

Final Completion of the Work as defined in Article 8.1.4, including authorized 
extensions thereto.   

 
8.1.2 The date of commencement of the Work is the date established in the Notice to 

Proceed issued by the Owner. 
 
 Submission by the Contractor of all Certificates of Insurance, Performance and 

Payment Bonds and their approval by the Owner are conditions precedent to the 
issuance of the Notice to Proceed.  Availability of lands under Article 7.7 is also 
a condition precedent to the issuance of the Notice to Proceed.  The Contractor 
shall not commence the Work or store materials or equipment on site until 
written Notice to Proceed is issued or until the Contractor otherwise receives the 
written consent of the Owner. 

 
8.1.3 The date of Substantial Completion of the Work or designated portion thereof is 

the date certified by the Owner's Project Manager that the Work or a designated 
portion thereof is sufficiently complete, in accordance with the Contract 
Documents, so the Owner can fully occupy or utilize the Work or designated 
portion thereof for the use for which it is intended, with all of the Project's parts 
and systems operable as required by the Contract Documents.  Only punch list 
work and any final cleaning beyond that needed for the Owner's full use may 
remain for Final Completion.   

 
8.1.4 The date of Final Completion of the Work is the date certified by the Owner's 

Project Manager when the Work is complete, to include punch list work and final 
clean up, in accordance with the Contract Documents and the Owner may fully 
occupy or fully utilize the Work for the use for which it is intended. 

 
8.1.5 If the date or time of completion is included in the Contract, it shall be the Date 

of Final Completion as defined in Article 8.1.4, including authorized extensions 
thereto, unless otherwise provided. 

 
8.1.6 The term Day as used in the Contract Documents shall mean calendar day unless 

otherwise specifically designated.  All dates shall mean midnight of the indicated 
day unless otherwise stipulated.  
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8.2 PROGRESS AND COMPLETION 
 
8.2.1 All time limits stated in the Contract Documents are of the essence of this 

Contract. 
 
8.2.2 The Contractor shall prosecute the Work diligently to Final Completion. 
 
8.3 DELAYS AND EXTENSIONS OF TIME 
 
8.3.1 The time during which the Contractor is delayed in the performance of the Work, 

by the acts or omissions of the Owner, the Owner's Project Manager or their 
employees or agents, acts of God, unusually severe and abnormal climatic 
conditions, fires, floods, epidemics, quarantine restrictions, strikes (not to exceed 
the actual duration of the strike), riots, terrorism, civil commotions, war or freight 
embargoes, or other conditions beyond the Contractor's control and that the 
Contractor could not reasonably have foreseen and provided against, shall be 
added to the Contract Time; provided, however, that no claim by the Contractor 
for an extension of time for delays will be considered unless made in compliance 
with the requirements of this Article and other provisions of the Contract 
Documents. 

 
8.3.2 The Contract Time shall be adjusted only for Change Orders pursuant to Article 

12, "CHANGES IN THE WORK," Article 3.3, "OWNER'S RIGHT TO STOP 
OR SUSPEND THE WORK," and Article 8.3, "DELAYS AND EXTENSIONS 
OF TIME."  If the Contractor requests an extension of the Contract Time, he 
shall furnish such justification and supporting evidence as the Owner's Project 
Manager may deem necessary for a determination of whether the Contractor is 
entitled to an extension of time under the provisions of the Contract.   

 
8.3.3 The burden of proof to substantiate a claim for an extension of the Contract Time 

shall rest with the Contractor, including evidence that the cause was beyond his 
control.  The Owner's Project Manager shall base his findings of fact and 
decision on such justification and supporting evidence and shall advise the 
Contractor in writing thereof. 

 
8.3.4 The Contractor shall not be entitled to and hereby expressly waives any extension 

of time resulting from any condition or cause unless the request for an extension 
of time is made in writing to the Owner’s Project Manager within seven days of 
the first instance of delay. 

 
8.3.5 Any claim for an extension of time for a delay for any cause shall be made by 

filing a written notice of claim with the Owner and the Owner’s Project Manager 
at the beginning of the occurrence or within seven days thereafter if the resulting 
delay was not reasonably foreseeable. If the asserted cause of delay is weather, 
such notice shall be given within seven days after asserted commencement of the 
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claim delayed. The notice of claim shall state the circumstances of the 
occurrence, the justification for the delay and for the extension of time, and the 
estimated duration of the delay and of the extension requested.  The claim for an 
extension of time for weather delays shall be further substantiated by weather 
data collected during the period of delay at the construction site. Said data must 
demonstrate that an actual department from normal weather occurred at the work 
site during the dates in question. Within seven days after the cause of delay has 
been remedied, the Contractor shall give written notice to the Owner and the 
Owner’s Project Manager of the actual time extension requested as a result of the 
claimed delay. Failure to file either of the notices as required herein shall 
constitute an absolute waiver of any claims resulting from a delay or any sort. 

 
The anticipated adverse weather days per month are shown in the chart below. 

 
     Jan    Feb    Mar    Apr    May    June    July    Aug    Sept    Oct    Nov    Dec 

        8        7        7        8         8         7         5         6         4        6         5        5 
 

The above chart will constitute the base line for monthly weather time 
evaluations. Actual adverse weather days will be recorded on a calendar day 
basis (including holidays and weekends), and compared to the anticipated 
monthly adverse monthly days based on the above chart. The number of actual 
adverse weather days shall be calculated chronologically from the first day to the 
last day in each month. 

 
 
 
8.3.6 Any extension of time beyond the date of completion fixed by the Contract shall 

not be effective unless granted in writing, signed by the Owner. 
 
8.3.7 The Contractor shall be entitled to an extension of time for delay which in the 

opinion of the Owner is entirely beyond the expectation and control of the 
Contractor by suspension of work pursuant to Article 3, or by strikes, lockouts, 
fire, insurrection, war, lightning, hurricane, and tornado.   The Contractor shall be 
entitled to an extension of time for such causes only for the number of days of 
delay that the Owner may determine to be due solely to such causes and only to 
the extent that such occurrences actually delay the completion of the Project.  
Any request for extension of time shall be accompanied by detailed 
documentation of which specific schedule activities were affected, when they 
were affected and for what duration. 

 
8.3.8 No extension of time will be granted to the Contractor for delays occurring to 

parts of the Work that have no measurable impact on the competition of the total 
Work under this Contract; nor will extension of time be granted for delays to 
parts of the Work that are not located on the Critical Path as reflected on the 
approved construction schedule at the time of such delay. 
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8.3.9 Delays in the delivery of equipment or material purchased by the Contractor or 
his Subcontractors (including Owner-selected equipment), or in the submission 
of required drawings or specifications by the Contractor's or its Subcontractor's 
materialmen, manufacturers or dealers, or in the performance of any of the 
Contractor's Subcontractors or caused by the performance of any of the 
Contractor's Subcontractors, shall not be considered as a just cause for delay.  
The Contractor shall be fully responsible for the timely submission, ordering, 
scheduling, expediting, delivery and installation of all equipment, materials and 
drawings. 

 
8.3.10 Within sixty days after the Contractor files the notice of the actual duration of the 

extension of time as required herein, the Owner’s Project Manager shall present 
his written opinion to the Owner as to whether an extension of time is justified, 
and, if so, his recommendation as to the number of days for time extension.  The 
Owner will make the final decision on all requests for extension of time.  The 
Owner's written decision shall be presented to the Contractor within thirty days 
from receipt of the Owner’s Project Manager’s recommendation.  All such 
decisions made by the Owner shall be binding and conclusive upon the 
Contractor. 

 
8.3.11 With respect to suspensions of work under Article 3, the Contractor may be 

entitled to an extension of time if the claim for such extension is submitted in 
accordance with the requirements of this Article, and if the suspension is not due 
to any act or omission of the Contractor, any Subcontractor or Sub-subcontractor 
or any other person or organization for whose acts or omission the Contractor 
may be liable. 

 
8.3.12 An extension of time shall be the sole remedy under this Contract for any 

reasonable delay caused by any reason or occurrence. The Contractor 
acknowledges such extension of time to be its sole remedy hereunder, and agrees 
to make no claim for monetary damages of any sort for delay in the performance 
of this Contract occasioned by or in any way related to or arising from any act or 
omission to act of the Owner or the Owner’s Project Manager or any 
representatives of the Owner or any representatives of the Owner’s Project 
Manager, or because of any injunction which may be brought against the Owner 
or the Owner’s Project Manager. 

 
8.3.13 As a condition precedent to such additional compensation for unreasonable 

delay, the Contractor shall satisfy all notice and submission requirements set 
forth in the Contract Documents for approval of any extension of Contract Time 
or any change in the Contract Price. 

 
8.3.14 If the Contractor asserts an unwarranted claim for additional compensation for 

unreasonable delay, the Contractor shall be liable to the Owner and shall pay the 
Owner all costs incurred by the Owner in investigating, analyzing, negotiating, 
and litigating the claim. 
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8.3.15 This Article shall be construed to be included where applicable in every portion 

of the Contract Documents regardless of whether or not it is specifically 
referenced therein. 

 
END OF ARTICLE 8 
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ARTICLE 9: PAYMENTS AND COMPLETION 
 
9.1 CONTRACT PRICE 
 
9.1.1 Unless all or a part of the Contract is based on unit prices, the Contract Price is 

stated in the Contract and, including authorized adjustments thereto, is the firm, 
fixed price amount payable by the Owner to the Contractor for the performance 
of the Work under the Contract Documents.  The Contract Price includes, but is 
not limited to, the Contractor’s profits and general overhead and all costs and 
expenses of any nature whatsoever (including without limitation taxes, labor and 
materials), foreseen or unforeseen, and any increases in said costs and expenses, 
foreseen and unforeseen, incurred by the Contractor on this project.  The 
Contractor agrees to assume all increases in costs of any nature whatsoever that 
may develop during the performance of the Work.  The Contract Price includes 
all applicable Federal, State and local taxes and duties.  

 
9.2 SCHEDULE OF VALUES 
 
9.2.1 Within ten days after the Notice to Proceed is issued, the Contractor shall submit 

to the Owner's Project Manager a Schedule of Values, allocated to the various 
portions of the Work including mobilization and demobilization.  This schedule, 
supported by data from the approved Progress Schedule, shall be used as a basis 
for the Contractor's Applications for Payment upon approval by the Owner's 
Project Manager.  The Schedule of Values shall not alter in any way the firm, 
fixed price or lump sum contract price.  The Contractor shall not front-end load 
or otherwise assign disproportionate amounts to the Schedule of Values. 

 
9.2.2 If at any time the Contractor expects to receive an amount for a monthly progress 

payment larger than that indicated by the Schedule of Values and the approved 
Construction Schedule, the Contractor shall notify the Owner at least thirty days 
in advance of that payment so that the necessary allocation of funds can be 
processed.  If the Contractor fails to give such notice, the Owner may defer such 
excess payment to the following progress payment. 

 
9.2.3 With respect to any portion of the Contract subject to unit prices, the schedule of 

unit prices in the accepted bid shall be used as the basis for preparing 
Applications for Payment, and each partial payment shall represent the total 
value of all units of work completed, computed at the unit prices stated in the 
Contract, less the aggregate of previous payments and retainage.  Final payment 
will be based on the actual quantities performed and justified on as-built 
drawings. 
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9.3 APPLICATIONS FOR PAYMENT 
 
9.3.1 The Owner shall make progress payments monthly as the Work proceeds on 

Applications for Payment approved by the Owner's Project Manager.  
 
9.3.2 Prior to the date for each progress payment established in the Contract, the 

Contractor, in accordance with any Supplementary Conditions concerning 
schedules or payments, shall submit to the Owner's Project Manager an itemized 
Application for Payment, supported by such data substantiating the Contractor's 
right to payment as the Owner's Project Manager may require, including but not 
limited to the Contractor's certification that all work for which payment is 
requested has been completed in full accordance with the Contract Documents, 
copies of requisitions from Subcontractors and reflecting retainage, if any, as 
provided elsewhere in the Contract Documents.  The Contractor shall certify that 
he has paid all due and payable amounts for which previous Certificates for 
Payment were issued and payments received from the Owner. 

 
9.3.3 The Owner will retain five percent of the amount of all progress payments until 

the Work is substantially completed and accepted, whether or not the Owner has 
occupied any or all of the Project before such time.   

 
9.3.4 The Contractor warrants that title to all Work, materials and equipment covered 

by an Application for Payment will pass to the Owner either by incorporation in 
the construction or upon the receipt of payment by the Contractor, whichever 
occurs first, free and clear of all liens, claims, security interests or encumbrances, 
hereinafter referred to in this Article 9 as "LIENS".  The Contractor further 
warrants that no Work, materials or equipment covered by an Application for 
Payment will have been acquired by the Contractor, or by any other person 
performing Work at the site or furnishing materials and equipment for the 
Project, subject to an agreement under which an interest therein or an 
encumbrance thereon is retained by the seller or otherwise imposed by the 
Contractor or such other person.  

 
9.3.5 Unless otherwise provided in the specifications the Owner will make partial 

payments to the Contractor on the basis of a duly certified and approved estimate 
of the Work performed during the preceding calendar month as certified by the 
Owner’s Project Manager.   

 
9.3.6 The Contractor may, in preparing estimates, take into consideration the material 

delivered on site and preparatory work done, if properly documented as required 
by this Contract, or as may be required by the Owner or the Owner’s Project 
Manager so that the quantities may be verified. 

 
9.3.7 The Contractor may, in preparing estimates, take into consideration material such 

as large pieces of equipment and items purchased specifically for the project, but 
stored off the site within the Commonwealth of Virginia, and these items may be 
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considered for payment at the sole discretion of the Owner, provided that all of 
the following are accomplished prior to the submission of the monthly payment 
request in which payment for such materials is requested: 

 
.1 The Contractor must notify the Owner in writing at least ten days 

prior to the submission of the payment request, through the 
Owner’s Project Manager, that specific items will be stored off 
site in a designated secure place within the Commonwealth of 
Virginia. The Schedule of Values must be detailed to separately 
indicate both the value of the material and of the labor/installation 
for trades requesting payment for stored materials.  The 
Contractor warrants by giving such notification and by requesting 
payment for material stored off-site that the storage location is 
safe and suitable for the type of material stored and agrees that 
loss of such material shall not relieve him of the obligation to 
furnish these types and quantities of materials for the project and 
on a schedule to meet the time completion requirements of the 
Contract, subject to Article 8. 

 
.2 Such notification, as well as the payment request, shall: 

 
a. itemize the quantity of such materials, and document with 

invoices the cost of said materials; 
 
b. indicate the identification markings used on the materials.  

Such markings shall clearly reference the materials to the 
Project; 

 
c. State the specific location of the materials.  The location must 

be within reasonable proximity to the job site within the 
Commonwealth of Virginia; 

 
d. State that the Surety on the Performance Bond and the Labor 

and Material Payment Bond has been notified of the request 
for payment of materials stored off the site and is agreeable to 
such payment;  

 
e. Certify that adequate all-risk insurance has been obtained by 

the Contractor on the materials.  Such insurance shall be in 
the name of the Owner and the Contractor. 

 
.3 The Owner’s Project Manager shall indicate, in writing, to the 

Owner that submittals for such materials have been reviewed and 
meet the requirements of the drawings and specifications of the 
Contract documents, that the stored materials meet the 
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requirement of the drawings and specifications, and that such 
material conforms to the approved submittals. 

 
.4  The Owner, through the Owner’s Project Manager, shall notify 

the Contractor in writing of his agreement to prepayment for 
materials. 

 
.5  The Contractor shall notify the Owner in writing, through the 

Owner’s Project Manager, when the materials are to be 
transferred to the site and when the materials are received at the 
site. 

 
.6 No partial payment shall be made until the appropriate 

Certificates of Insurance have been provided. 
 
.7  All material and Work for which partial payments are made shall 

thereupon become the sole property of the Owner, but this 
provision shall not relieve the Contractor from the sole 
responsibility for all materials and Work, including those for 
which payment has been made, or the restoration of any damaged 
Work or as a waiver of the right of the Owner to require the 
fulfillment of all the terms of the Contract.   

 
9.4 CERTIFICATES FOR PAYMENT 
 
9.4.1 The Owner's Project Manager will within ten days after receipt of the 

Contractor's Application for Payment, either approve the Application for 
Payment for such amount as he determines is properly due, or notify the 
Contractor in writing of his reasons for not approving the Application for 
Payment as provided in Article 9.6 "PAYMENTS WITHHELD." 

 
9.4.2 The submission and approval of the Progress Schedule and monthly updates 

thereof, as required by any Supplementary Conditions concerning Schedules, 
shall be part of the application upon which progress payment shall be made.  The 
Contractor shall be entitled to progress payments only as determined from the 
currently Approved and Updated Progress Schedule.   

 
9.5 PROGRESS PAYMENTS 
 
9.5.1 After an Application for Payment has been approved by the Owner's Project 

Manager, the Owner shall make payment in the manner and within the time 
provided in the Contract Documents.  

 
9.5.2 In accordance with Title 2.2-4354, Va. Code. Ann., Contractor is obligated to 

take one of the two following actions within seven (7) days after receipt of 
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amounts paid to the Contractor by the Owner for work performed by any 
Subcontractor under this Contract:  

 
  .1 Pay the subcontractor for the proportionate share of the total 

payment received from the Owner attributable to the Work 
performed by the Subcontractor under this Contract; or 

 
   .2. Notify the Owner and the Subcontractor, in writing, of the 

Contractor's intention to withhold all or a part of the 
Subcontractor's payment with the reason for nonpayment. 

 
The Contractor is obligated to provide its social security numbers and if a 
proprietorship, partnership, or corporation, they must provide its federal 
employer identification number. 
 
The Contractor is obligated to pay interest to Subcontractors on all amounts owed 
by the Contractor that remain unpaid after seven (7) days following receipt by the 
Contractor of payment from the Owner for Work performed by the Subcontractor 
under this Contract, except for amounts withheld as allowed in Article 9.5.2.2, 
above.  It is herewith provided that interest shall accrue at the base rate on 
corporate loans (prime rate) at large United States money center commercial 
banks as reported daily in the publication entitled The Wall Street Journal. 
 
The Contractor shall include in each of its subcontracts a provision requiring 
each Subcontractor to include or otherwise be subject to the same payment and 
interest requirements with respect to each lower-tier Subcontractor.   
 
The Contractor's obligation to pay an interest charge to a Subcontractor pursuant 
to the above provisions shall not be construed to be an obligation of the Owner.  
A Contract modification may not be made for the purpose of providing 
reimbursement for such interest charge.  A cost reimbursement claim may not 
include any amount for reimbursement for such interest charge. 
 

9.5.3 In accordance with Title 2.2-4354, Va. Code. as amended, Contractor shall be 
liable for the entire amount owed to any subcontractor with which Contractor 
contracts.  Contractor shall not be liable for amounts otherwise reducible due to 
the subcontractor's noncompliance with the terms of the contract between 
Contractor and such subcontractor.  However, in the event that the Contractor 
withholds all or a part of the amount promised to the subcontractor under the 
contract, the Contractor shall notify the subcontractor, in writing, of the 
Contractor’s intention to withhold all or a part of the subcontractor's payment 
with the reason(s) for nonpayment. Notwithstanding any provision to the 
contrary in the contract between Contractor and any lower-tier subcontractor(s), 
payment(s) by the Town shall not be a condition precedent to payment(s) to any 
lower-tier subcontractor(s), regardless of whether the Contractor receives 
payment(s) for amounts owed to that subcontractor. 
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9.5.4 The Owner's Project Manager may, on request and at his discretion, furnish to 
any Subcontractor, if practicable, information regarding the percentages of 
completion or the amounts applied for by the Contractor, and the action taken 
thereon by the Owner's Project Manager on account of Work done by such 
Subcontractor. 

 
9.5.5 The Owner has no obligation to pay or to see to the payment of any monies to 

any Subcontractor except as may otherwise be required by law.  
 
9.5.6 No Application for Payment, nor any progress payment, nor any partial or entire 

use or occupancy of the Project by the Owner, shall constitute an acceptance of 
any Work that is not in accordance with the Contract Documents. 

 
9.5.7 In the event of disputes, payment shall be mailed on or before the Payment date 

for amounts and Work not in dispute, subject to any set-offs claimed by the 
Owner; except in instances where further appropriations are required by the 
Owner or where the issuance of further bonds is required, in which case, payment 
shall be made within thirty days after the effective date of such appropriation or 
within thirty days after receipt of bond proceeds by the Owner. 

 
9.6 PAYMENTS WITHHELD 
 
9.6.1 The Owner's Project Manager may decline to approve the Application for 

Payment or reduce payment or because of subsequently discovered evidence or 
subsequent observations, he may nullify the whole or any part of any Application 
for Payment previously approved to such extent as may be necessary in his 
opinion to protect the Owner from loss, because of: 

 
.1 Defective Work not remedied; 

 
.2 Third party claims filed, whether in court, in arbitration or 

otherwise, or reasonable evidence indicating probable filing of 
such claims; 

 
.3 Failure of the Contractor to make payments properly to 

Subcontractors; 
 

 .4 Reasonable evidence that the Work cannot be completed for the 
unpaid balance of the Contract Price; 

 
.5 Damage to the Owner or to a separate contractor; 

 
 .6 Reasonable evidence that the Work will not be completed within 

the Contract Time, or within any Contract Milestones as 
established in the Contract Documents; 
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.7 Failure or refusal of the Contractor to carry out the Work in 
accordance with or to otherwise substantially or materially 
comply with the Contract Documents; 

 
.8 Failure or refusal of the Contractor to properly schedule and 

coordinate the Work, or to provide Progress Schedules, reports 
and updates; and 

 
 .9 Failure or refusal of the Contractor to fully comply with the 

provisions of Article 4.13 "DOCUMENTS, OTHER 
SUBMITTALS AT THE SITE; AS-BUILT DRAWINGS." 

 
9.6.2 When the above grounds in Article 9.6.1 are removed, payment shall be made for 

amounts withheld because of them. 
 
9.7 SUBSTANTIAL COMPLETION 
 
9.7.1 When the Contractor considers that the Work, or a designated portion thereof 

which is acceptable to the Owner's Project Manager, is substantially complete as 
defined in Article 8.1.3, the Contractor shall prepare for submission to the 
Owner's Project Manager a list of items that in his opinion are to be completed or 
corrected and shall request in writing that the Owner's Project Manager perform a 
Substantial Completion inspection.  The Owner's Project Manager shall review 
the Contractor's list and will compile a punch list of items to be corrected and 
completed.  The failure to include any items on such list does not alter the 
responsibility of the Contractor to complete all Work in accordance with the 
Contract Documents.  When the Owner's Project Manager on the basis of an 
inspection determines that the Work or designated portion thereof is substantially 
complete, he will then prepare a Certificate of Substantial Completion that will 
establish the Date of Substantial Completion, state the responsibilities of the 
Owner and the Contractor for security, maintenance, heat, utilities, damage to the 
Work, and insurance, and shall fix the time within which the Contractor shall 
complete the items listed. 

 
 The Certificate of Substantial Completion shall be issued to the Contractor for his 

written acceptance of the responsibilities assigned to him in such Certificate and 
returned to the Owner's Project Manager within five days after issuance 

 
9.7.2 The Contractor shall have thirty days from the Date of Substantial Completion to 

complete all items on the punch list to the satisfaction of the Owner's Project 
Manager.  The Owner's Project Manager shall have the option to correct any and 
all punch list items not completed by the Contractor within thirty days from the 
Date of Substantial Completion by utilizing his own forces, those of the Owner, 
or by a separate Contractor.  The cost of such correction of remaining punch list 
items by the Owner or others shall be deducted from the Final Payment to the 
Contractor.   
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9.7.3 The issuance of the Certificate of Substantial Completion does not indicate final 

acceptance of the Project by the Owner, and the Contractor is not relieved of any 
responsibility for the Project except as specifically stated in the Certificate of 
Substantial Completion.   

 
9.7.4 Should the Owner's Project Manager determine that the Work or a designated 

portion thereof is not substantially complete, he shall provide the Contractor a 
written notice stating why the project or designated portion is not substantially 
complete.  The Contractor shall expeditiously complete the Work and shall 
request in writing that the Owner's Project Manager perform a Substantial 
Completion reinspection and the costs, if any, associated with such reinspection 
shall be assessed to the Contractor. 

 
9.8 FINAL COMPLETION AND FINAL PAYMENT 
 
9.8.1 Upon receipt of the documentation required by Article 9.8.3, and of written 

notice that the Work is ready for final inspection and acceptance, the Owner's 
Project Manager will promptly make such inspection and, when he finds the 
Work acceptable under the Contract Documents and the Contract fully 
performed, he will issue a Certificate of Final Completion to the Contractor.  
Upon his receipt of the Final Completion Certificate, the Contractor may submit 
his Application for Final Payment to the Owner's Project Manager for his 
approval.  Final Payment shall be made in full to the Contractor within thirty 
calendar days after the approval by the Owner's Project Manager of the 
Application for Final Payment provided that the requirements of Article 9 have 
been fulfilled, except for an amount agreed upon for any Work remaining 
uncompleted for which the Owner is entitled a credit under the Contract 
Documents. 

 
9.8.2 Should the Owner's Project Manager determine that the Work or a designated 

portion thereof is not complete, he shall provide the Contractor a written notice 
stating why the Project or designated portion is not complete.  The Contractor 
shall expeditiously complete the Work and shall request in writing that the 
Owner's Project Manager perform a Final Completion reinspection and the costs, 
if any, associated with such reinspection shall be assessed to the Contractor. 

 
9.8.3 Neither the Final Payment nor the remaining retained percentage shall become 

due until the Work is free and clear of any and all Liens and the Contractor 
submits to the Owner's Project Manager: 

 
.1 An affidavit that all payrolls, bills for materials and equipment, and 

other indebtedness connected with the Work for which the Owner 
or its property might in any way be responsible, have been paid or 
otherwise satisfied; 
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.2 Consent of surety to Final Payment, if necessary; 
 
.3 As-built drawings, operation and maintenance manuals and other 

project closeout submittals, as required by the Contract Documents; 
 
.4 A fully executed and notarized Release of claims in such form as 

may be designated by the Owner; and  
 
.5    A written certification that: 
 

a. the Contractor has reviewed the requirements of the Contract 
Documents; 

 
 b. the Work has been inspected by the Contractor for 

compliance with all requirements of the Contract Documents; 
 
 c. pursuant to this inspection, the Contractor certifies and 

represents that the Work complies in all respects with the 
requirements of the Contract Documents;  

 
d. the Contractor further certifies and represents that all 

equipment and systems have been installed and tested in 
accordance with the Contract Documents and the Owner 
personnel training in the proper operation and maintenance of 
equipment is complete; and   

 
 e.  the Contractor provides construction releases as required by 

the Contract Documents from each property owner on whose 
property an easement for construction of this project has been 
obtained by the Owner, such release to be in the forms to be 
provided by the Owner.  This release is for the purpose of 
releasing the Owner and the Contractor from liability, claims, 
and damages arising from construction operations on or 
adjacent to the easement and includes proper restoration of 
the property after construction.  It shall be the Contractor’s 
sole responsibility to obtain all such releases and furnish them 
to the Owner.  

 
9.8.4 The making of Final Payment shall constitute a waiver of all claims by the 

Owner against the Contractor except those arising from: 
 

.1 Unsettled liens and claims against the Owner; 
 
.2 Faulty, defective or  non-conforming Work discovered or 

appearing after Substantial or Final Completion; 
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.3  Failure of Work to comply with the requirements of the Contract 
Documents; and 

 
.4  Terms of any warranties contained in or required by the Contract 

Documents. 
 
9.8.5 The acceptance of Final Payment shall constitute a waiver of all claims by the 

Contractor except those previously made in writing and identified by the 
Contractor as unsettled at the time of the Application for Final Payment. 

 
9.8.6  Warranties required by the Contract Documents shall commence on the Date of 

Final Acceptance of the Work or designated portion thereof unless otherwise 
provided in writing.   

 
9.9 PARTIAL OCCUPANCY OR USE 
 
9.9.1 The Owner may occupy or use any completed or partially completed portion of 

the Work at any stage when such portion is designated by separate agreement 
with the Contractor, provided such occupancy or use is consented to by the 
insurer as required under Article 11.2.8 and authorized by public authorities 
having jurisdiction over the Work.  Such partial occupancy or use may 
commence whether or not the portion is substantially complete, provided the 
Owner and the Contractor have accepted in writing the responsibilities assigned 
to each of them for payments, retainage, if any, security, maintenance, heat, 
utilities, damage to the Work and insurance, and have agreed in writing 
concerning the period for correction of the Work and commencement of 
warranties required by the Contract Documents.  When the Contractor considers 
a portion substantially complete, the Contractor shall prepare and submit a list to 
the Owner’s Project Manager as provided under Article 9.7.  Consent of the 
Contractor to partial occupancy or use shall not be unreasonably withheld.  The 
stage of the progress of the Work shall be determined by written agreement 
between the Owner’s Project Manager and the Contractor or, if no agreement is 
reached, by decision of the Owner’s Project Manager. 

 
9.9.2 Immediately prior to such partial occupancy or use, the Owner or the Owner’s 

Project Manager, and the Contractor shall jointly inspect the area to be occupied 
or portion of the Work to be used in order to determine and record the condition 
of the Work. 

 
9.9.3 Unless otherwise agreed upon, partial occupancy or use of a portion or portions 

of the Work shall not constitute acceptance of Work not complying with the 
requirements of the Contract Documents. 

  
 END OF ARTICLE 9 
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 ARTICLE 10: PROTECTION OF PERSONS AND PROPERTY 
 
10.1 SAFETY PRECAUTIONS AND PROGRAMS 

 
10.1.1 The Owner and the Owner's Project Manager are not responsible for the means, 

methods, techniques, sequences or procedures utilized by the Contractor, or for 
safety precautions and programs in connection with the Work.  The Contractor 
shall be solely responsible for initiating, maintaining, and supervising all safety 
precautions and programs in connection with the Work.  This requirement applies 
continuously throughout the Contract performance, until Final Payment is made, 
and is not limited to regular working hours. 
 

10.2 SAFETY OF PERSONS AND PROPERTY 
 
10.2.1 The Contractor shall take reasonable precautions for safety of, and shall provide 

reasonable protection to prevent damage, injury or loss, to:   
 

.1  All employees on the Work and other persons who may be 
affected thereby;  

 
.2  All the Work and materials and equipment to be incorporated 

therein whether in storage off the site, under the care, custody or 
control of the Contractor or any of his Subcontractors, machinery 
and equipment.  The Contractor shall comply with, and ensure 
that the Contractor's personnel and subcontracted personnel 
comply with all current applicable local, state and federal 
policies, regulations and standards relating to safety and health, 
including, by way of illustration and not limitation, the standards 
of the Virginia Occupational Safety and Health Administration 
for the General Industry and for the Construction Industry, the 
Federal Environmental Protection Agency Standards, the Manual 
of Accident Prevention in Construction published by the 
Associated General Contractors of America and the applicable 
standards of the Virginia Department of Environmental Quality.  

 
.3  Other property at or adjacent to the Work, including trees, shrubs, 

lawns, walks, pavements, roadways, structures and utilities not 
designated for removal, relocation or replacement in the course of 
construction. 

 
10.2.2 The Contractor shall give all notices and comply with applicable laws, 

ordinances, permits, rules, regulations and orders of any public authority bearing 
on the safety of persons or property or their protection from damage, injury or 
loss. 
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10.2.3 The Contractor shall at all times safely guard the Owner's property from injury or 
losses in connection with this Contract.  He shall at all times safely guard and 
protect his own work and adjacent property as provided by law and the Contract 
Documents from damage.  All security personnel, passageways, guard fences, 
lights, and other facilities required for protection of the property and the Work 
described herein shall be provided and maintained at the Contractor's expense. 

 
10.2.4 The Contractor shall erect and maintain, as required by existing conditions and 

progress of the Work, all reasonable safeguards for safety and protection, 
including danger signs and other warnings against hazards, promulgating safety 
regulations and notifying owners and users of adjacent utilities. 

 
10.2.5 When the use or storage of explosives or other hazardous materials or equipment 

is necessary for the execution of the Work, the Contractor shall exercise the 
utmost care and shall carry on such activities under the supervision of properly 
qualified personnel.  

 
10.2.6 The Contractor shall promptly remedy at his own cost and expense all damage or 

loss to any property referred to in Articles 10.2.1.2 and 10.2.1.3.  The Contractor 
shall perform such restoration by underpinning, repainting, rebuilding, 
replanting, or otherwise restoring as may be required or directed by the Owner's 
Project Manager or shall make good such damage in a satisfactory and acceptable 
manner.  In case of failure on the part of the Contractor to promptly restore such 
property or make good such damage, the Owner may, upon two days written 
notice, proceed to repair, rebuild or otherwise restore such property as may be 
necessary, and the cost thereof will be deducted from any monies due or to 
become due to the Contractor under the Contract.   

 
10.2.7 The Contractor shall give notice in writing at least 48 hours before breaking 

ground, to the Owner, all persons, Public Utility Companies, superintendents, 
inspectors or those otherwise in charge of property, streets, water pipes, gas 
pipes, sewer pipes, telephone cables, electric cables, railroads or otherwise, who 
may be affected by the Contractor's operation, in order that they may remove any 
obstruction for which they are responsible and have a representative on site to see 
that their property is properly protected.  The Contractor is responsible for any 
damages or claims resulting from any excavation and shall defend, fully 
indemnify, and hold harmless the Owner from all actions resulting from such 
work regardless of whether the Contractor gave proper notice under this clause. 

 
10.2.8 The Contractor shall protect all utilities encountered while performing its work, 

whether indicated on the Contract Documents or not.  The Contractor shall 
maintain utilities in service until moved or abandoned.  The Contractor shall 
exercise due care when excavating around utilities and shall restore any damaged 
utilities to the same condition or better as existed prior to starting the Work, at no 
cost to the Owner.  The Contractor shall maintain operating utilities or other 
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services, even if they are shown to be abandoned on the Contract Drawings, in 
service until new facilities are provided, tested and ready for use. 

 
10.2.9 The Contractor shall return all improvements on or about the site and adjacent 

property that are not shown to be altered, removed or otherwise changed to 
conditions that existed prior to starting work.  

 
10.2.10 The Contractor shall protect the Work, including but not limited to, the site, 

stored materials and equipment, excavations, and excavated or stockpiled soil or 
other material, intended for use in the Work, and shall take all necessary 
precautions to prevent or minimize damage to same or detrimental effect upon 
his performance or that of his Subcontractors, caused by or due to rain, run-off, 
floods, temperature, wind, dust, sand, and flying debris.  For example, but not by 
way of limitation, Contractor shall, when necessary, utilize temporary dikes, 
channels or pumping to carry-off, divert or drain water, and as necessary tie-
down or otherwise secure the Work and employ appropriate covers and screens. 

 
10.2.11 The Contractor shall be responsible for the prevention of accidents and the 

protection of material, equipment and property.   
 
10.2.12 The Contractor shall not load or permit any part of the Work to be loaded so as to 

endanger the safety of the Work, persons or adjacent property. 
 
10.2.13 The Contractor has sole and complete responsibility for the correction of any 

safety violation and sole liability for the consequences of the violation.  The 
Contractor shall give prompt written notice of any safety violation to the Owner's 
Project Manager. 

 
10.2.14 The Contractor shall provide, or cause to be provided, all technical expertise, 

qualified personnel, equipment, tools and material to safely accomplish the 
Work, specified to be performed by the Contractor and Subcontractor(s).  

 
10.2.15 The Contractor shall be responsible for the preservation of all public and 

private property, trees, monuments, etc., along and adjacent to the street 
and/or right-of-way, and shall use every precaution to prevent damage to 
pipes, conduits and other underground structures, curbs, pavements, etc., 
except those to be removed or abandoned in place and shall protect carefully 
from disturbance or damage all monuments and property marks until an 
authorized agent has witnessed or otherwise referenced their location and shall 
not remove them until directed.  Any damage which occurs by reason of the 
operations under this Contract shall be completely repaired by the Contractor 
at the Contractor's expense. 

 
10.2.16 The Contractor shall shore, brace, underpin, secure, and protect, as may be 

necessary, all foundations and other parts of existing structures adjacent to, 
adjoining, and in the vicinity of the site that may be affected in any way by 
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excavations or other operations connected with the Work contained in this 
Contract.  The Contractor shall be responsible for the giving of any and all 
required notices to any adjoining or adjacent property owned or other party 
before commencement of any Work.  The Contractor shall indemnify and save 
the Owner harmless from any damages on account of settlements or loss of all 
damages for which the Owner may become liable in consequence of such injury 
or damage to adjoining and adjacent structures and their premises. 

 
10.2.17 The Contractor shall identify to the Owner’s Project Manager  at least one on-site 

person who is the Contractor's competent, qualified, and authorized person on the 
worksite and who is, by training or experience, familiar with policies, regulations 
and standards applicable to the Work being performed.  The competent, qualified 
and authorized person must be capable of identifying existing and predictable 
hazards in the surroundings or working conditions which are unsanitary, 
hazardous or dangerous to employees, shall be capable of ensuring that 
applicable safety regulations are complied with, and shall have the authority and 
responsibility to take prompt corrective measures, which may include removal of 
the Contractor's personnel from the work site. 

 
10.2.18 The Contractor shall provide to the Owner’s Project Manager, a copy of the 

Contractor's written safety policies and safety procedures applicable to the Work 
within seven (7) days of the issuance of the Notice to Proceed. 

 
10.3 EMERGENCIES 
 
10.3.1 In any emergency affecting the safety of persons or property, the Contractor shall 

act to prevent threatened damage, injury, or loss to the Owner.  The Contractor 
shall notify the Owner's Project Manager of the situation and all actions taken 
immediately thereafter.  If, in the opinion of the Contractor, immediate action is 
not required, the Contractor shall notify the Owner's Project Manager of the 
emergency situation and take necessary steps.  If any loss, damage, injury or 
death occurs that could have been prevented by the Contractor's prompt and 
immediate action or the emergency resulted from acts or omissions of the 
Contractor or his Subcontractors, or anyone directly or indirectly employed by 
any of them, or by anyone whose acts any of them may be liable, the Contractor 
shall defend, fully indemnify and hold harmless the Owner (including attorneys' 
fees) from all actions resulting from the emergency. Any additional 
compensation or extension of time claimed by the Contractor on account of 
emergency work shall be determined as provided in Article 12 "CHANGES IN 
THE WORK."  

 
10.3.2 Prior to commencing his work and at all times during the performance of the 

Work, the Contractor shall provide the Owner with two, 24-hour emergency 
phone numbers where his representatives can be contacted. 

  
END OF ARTICLE 10 
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ARTICLE 11: BONDS AND INSURANCE 
 
11.1 BONDS 
 
11.1.1 The Contractor shall furnish to the Owner a performance bond in the sum of the 

contract price executed by a surety authorized to do business in Virginia, payable to the 
Town of Leesburg, Virginia, or such other entity as may be identified in the Contract, 
and conditioned upon the faithful performance of the contract in strict conformity with 
the plans, specifications, and conditions of the Contract Documents.   

 
11.1.2 The Contractor shall furnish to the Owner a payment bond in the amount of the 

contract price payable to the Town of Leesburg or such other entity as may be 
identified in the Contract, and executed by a surety authorized to do business in 
Virginia.  Such bond shall be conditioned on the prompt payment to all claimants who 
have and fulfill contracts to supply labor or materials to the Contractor for all material 
furnished or labor supplied or performed in the prosecution of the Work.  "Labor and 
materials" shall include public utility services and reasonable rentals of equipment, but 
only for periods when the equipment rented is actually used at the project site. 

 
11.1.3 If the amount of all Work subcontracted to any one Subcontractor is in excess of 

$10,000, the Contractor may at his option require the Subcontractor to furnish a Labor 
and Material Payment Bond with surety thereon, in the amount of fifty percent of the 
amount of the Subcontract. 

 
11.1.4 The Contractor shall ensure that all sureties providing bonds for the Project will give 

written notice to the Owner, at least thirty days prior to expiration or termination of the 
bond(s). 

 
11.1.5 If the surety on any Bond furnished by the Contractor is declared bankrupt or becomes 

insolvent or its right to do business is terminated in any state where any part of the 
Project is located, the Contractor shall within five days thereafter substitute another 
Bond and surety, both of which shall be acceptable to the Owner. 

 
11.1.6 If at any time, the Owner shall be or become dissatisfied with any surety or sureties 

then upon the Performance and Labor and Materials Payment Bonds, or if for any other 
reason, such bond shall cease to be adequate security to the Owner, the Contractor shall 
within five days after notice from the Owner to do so, substitute an acceptable bond(s) 
in such form and sum and signed by such other sureties as may be satisfactory to the 
Owner.  The premium on such bond(s) shall be paid by the Contractor.  No further 
payment shall be deemed due nor shall be made until the new sureties have been 
qualified and accepted by the Owner. 

 
11.1.7 If more than one surety executes a bond, each shall be jointly and severally liable to the 

Owner for the entire amount of the bond. 
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11.2 CONTRACTOR’S LIABILITY INSURANCE 
 
11.2.1 The Contractor shall provide to the Owner, a Certificate of Insurance indicating that 

the Contractor has in force the coverage below prior to the start of any Work under this 
Contract.  The Contractor agrees to maintain such insurance until the completion of 
this Contract.  All required insurance coverages must be acquired from insurers 
authorized to do business in the Commonwealth of Virginia and acceptable to the 
Owner.  The minimum insurance coverage shall be: 

 
.1 Workers Compensation Insurance – as required by federal, state, 

and municipal laws for the protection of all Contractors’ 
employees working on or in connection with the project, shall be 
in accordance with Title, 2.2-4332, Va. Code Ann.  

 
.2 Comprehensive General Liability Bodily Injury and Property 

Damage: $3,000,000 combined single limit/each occurrence in 
the primary policy or through the use of Umbrella or Excess 
Limits. 

 
The General Liability Insurance shall include the following coverages; comprehensive 
form, premises-operations, explosion and collapse hazard, underground hazard, 
products/completed operations hazard, contractual liability insurance, broad form 
property damage including completed operations, contractors protective liability, 
personal injury (all insuring agreements) deleting the employee exclusion, and owners 
protective liability. 

 
.3 Contractor’s Automobile Liability (Bodily Injury and Property 

Damage): 
 
 $3,000,000 combined single limit per occurrence in the 

primary policy or through the use of Umbrella or Excess Limit 
       

The Automobile Liability Insurance shall include the following 
coverages; comprehensive form, owned, hired, and non-owned. 

 
 .4 Property insurance written on a builder’s risk "all-risk" or 

equivalent policy form in the amount of the initial Contract Sum, 
plus value of subsequent Contract modifications and cost of 
materials supplied or installed by others, comprising total value for 
the entire Project at the site on a replacement cost basis without 
optional deductibles.  Such property insurance shall be maintained, 
unless otherwise provided in the Contract Documents or otherwise 
agreed in writing by all persons and entities who are beneficiaries 
of such insurance, until final payment has been made as provided 
in Article 9.8 or until no person or entity other than the Owner has 
an insurable interest in the property required by this Article 11.5 to 
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be covered, whichever is later.  This insurance shall include 
interests of the Owner, the Contractor, Subcontractors and Sub-
subcontractors in the Project.  The property insurance shall be on 
an "all-risk" or equivalent policy form and shall include, without 
limitation, insurance against the perils of fire (with extended 
coverage) and physical loss or damage including, without 
duplication of coverage, theft, vandalism, malicious mischief, 
collapse, earthquake, flood, windstorm, falsework, testing and 
startup, temporary buildings and debris removal including 
demolition occasioned by enforcement of any applicable legal 
requirements. 

 
If the liability insurance purchased by the Corporation has been issued on a "claims 
made" basis, the Corporation must comply with the following additional conditions.  
The limits of liability and the extensions to be included as described previously in these 
provisions, remain the same.   
 
The Corporation must either: 

1.      Agree to provide certificates of insurance evidencing the above coverage for a 
period of two (2) years after final payment for the Agreement for General 
Liability policies.  This certificate shall evidence a "retroactive date" no later 
than the beginning of the Corporation's work under this Agreement, or  

 
2.      Purchase the extended reporting period endorsement for the policy or policies 

in force during the term of this Agreement and evidence the purchase of this 
extended reporting period endorsement by means of a certificate of insurance or 
a copy of the endorsement itself. 

 
11.2.2 Additional Insured – The Owner, its officers, elected and appointed officials, and 

employees shall be named as an additional insured in the Contractor’s Commercial 
General Liability policy; evidence of the Additional Insured endorsement shall be 
typed on the certificate and a copy of the additional insured endorsement shall be 
forwarded to the Owner along with the copy of the insurance certificate. 

 
11.2.3 Contract Identification – The insurance certificate shall state this Contract’s number 

and title. 
 
11.2.4 The Contractor shall secure and maintain until all work required under the Contract is 

accepted, such insurance as will protect the Contractor and the Owner from claims 
directly or indirectly arising or alleged to arise out of the performance of, or failure to 
perform the Work, or the condition of the Work or the jobsite, from claims by workers, 
suppliers, Subcontractors, and the general public; from claims made under safe place 
laws, or any law with respect to protection of adjacent landowners; and from any other 
claims for damages to property from operations by the Contractor or any 
Subcontractor, or anyone directly or indirectly employed by either of them. 
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The Contractor assumes all risks for direct and indirect damage or injury to the 
property or persons used or employed on or in connection with the Work contracted 
for, and of all damage or injury to any person or property wherever located, resulting 
from any action, omission, commission or operation under the Contract, or in 
connection in any way whatsoever with the contracted Work. 
 
No acceptance or approval of any insurance by the Owner shall be construed as 
relieving or excusing the Contractor from any liability or obligation imposed upon the 
Contractor by the provisions of the Contract Documents. 

 
11.2.5 These certificates and the insurance policies required by Article 11.2 shall contain a 

provision that coverages afforded under the policies will not be canceled or allowed to 
expire until at least thirty days prior written notice has been given to the Owner.  If any 
of the foregoing insurance coverages are required to remain in force after final 
payment and are reasonably available, an additional certificate evidencing continuation 
of such coverage shall be submitted with the final Application for Payment as required 
by Article 9.8.  Information concerning reduction of coverage on account of revised 
limits or claims paid under the General Aggregate, or both, shall be furnished by the 
Contractor with reasonable promptness in accordance with the Contractor’s 
information and belief. 

 
11.2.6 Neither the Owner nor the Owner’s Project Manager shall have any obligation to 

review any Certificates of Insurance provided by the Contractor or to check or verify 
the Contractor’s compliance with any and all requirements regarding insurance 
imposed by the Contract.  The Contractor is fully liable for the amounts and types of 
insurance required herein and is not excused should any policy or Certificate of 
Insurance provided by the Contractor not comply with the Contract’s insurance 
requirements. 

 
11.2.7 If the Contractor fails to comply with the Contract’s insurance requirements, the 

Owner shall be entitled to recover all amounts payable as a matter of law to the Owner 
or any other parties, including but not limited to the Owner’s Project Manager, had the 
insurance coverage been in effect.  Any recovery shall include but is not limited to 
interest for the loss of the use of such amounts of money, attorneys' fees, costs and 
expenses incurred in securing such determination and any other consequential 
damages. 

 
11.2.8 Partial occupancy or use in accordance with Article 9.9 shall not commence until the 

insurance company or companies providing property insurance have consented to such 
partial occupancy or use by endorsement or otherwise.  The Owner and the Contractor 
shall take reasonable steps to obtain consent of the insurance company or companies 
and shall, without mutual written consent, take no action with respect to partial 
occupancy or use that would cause cancellation, lapse or reduction of insurance. 
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11.3 WAIVERS OF SUBROGATION 
 
11.3.1  The Owner and Contractor waive all rights against (1) each other and any of the 

Subcontractors, Sub-subcontractors, agents and employees, each of the other, and (2) 
the Owner’s Project Manager and Engineer or Architect or their consultants, separate 
contractors, if any, and any of their Subcontractors, Sub-subcontractors, agents and 
employees, for damages caused by fire or other causes of loss to the extent covered by 
property insurance obtained pursuant to this Article 11.5 or other property insurance 
applicable to the Work, except such rights as they have to proceeds of such insurance 
held by the Owner as fiduciary.  The Owner or Contractor, as appropriate, shall require 
of his consultants, separate contractors, if any, and the Subcontractors, Sub-
subcontractors, agents and employees of any of them, by appropriate agreements, 
written where legally required for validity, similar waivers each in favor of other 
parties enumerated herein.  The policies shall provide such waivers of subrogation by 
endorsement or otherwise.  A waiver of subrogation shall be effective as to a person or 
entity even though that person or entity would otherwise have a duty of 
indemnification, contractual or otherwise, did not pay the insurance premium directly 
or indirectly, and whether or not the person or entity had an insurable interest in the 
property damaged. 

 
11.4 ADDITIONAL INSURANCE PROVISIONS 
 
11.4.1 A loss insured under Owner’s property insurance shall be adjusted by the Owner as 

fiduciary and made payable to the Owner as fiduciary for the insureds, as their interests 
may appear, subject to requirements of any applicable mortgagee clause and of Article 
11.5.10.  The Contractor shall pay Subcontractors their just shares of insurance 
proceeds received by the Contractor, and by appropriate agreements, written where 
legally required for validity, shall require Subcontractors to make payments to their 
Sub-subcontractors in similar manner. 

 
11.4.2 If required in writing by a party in interest, the Owner as fiduciary shall, upon 

occurrence of an insured loss, give bond for proper performance of the Owner’s duties. 
 The cost of required bonds shall be charged against proceeds received as fiduciary.  
The Owner shall deposit in a separate account proceeds so received, which the Owner 
shall distribute in accordance with such agreement as the parties in interest may reach.  
If after such loss no other special agreement is made and unless the Owner terminates 
the Contract for convenience, replacement of damaged property shall be performed by 
the Contractor after notification of a Change in the Work in accordance with Article 
12. 

 
11.4.3 The Owner as fiduciary shall have power to adjust and settle a loss with insurers unless 

one of the parties in interest shall object in writing within five days after occurrence of 
loss to the Owner’s exercise of this power; if such objection is made, the dispute shall 
be resolved as provided in Article 7.4.  The Owner as fiduciary shall, in the case of 
disputes, make settlement with insurers in accordance with orders of the Court. 

END OF ARTICLE 11 
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 ARTICLE 12:  CHANGES IN THE WORK 
  
12.1 CHANGES IN THE WORK 
 
12.1.1 The Owner, without invalidating the Contract and without notice to the surety, 

may order a Change in the Work consisting of additions, deletions, modifications 
or other revisions to the general scope of the Contract, or changes in the 
sequence of the performance of the Work.  The Contract Price and the Contract 
Time shall be adjusted accordingly.  All such Changes in the Work shall be 
authorized by written Change Order, and all Work involved in a Change shall be 
performed in accordance with the terms and conditions of this Contract.  If the 
Contractor should proceed with a Change in the Work upon an oral order, by 
whomever given, it shall constitute a waiver by the Contractor of any claim for 
an increase in the Contract Price or Contract Time, on account thereof.   

 
12.1.2 When the Owner and the Contractor have agreed upon a Change in the Work, but 

a written Change Order Document has not yet been executed, the Owner may, at 
its sole discretion and option, direct in writing the Contractor to proceed with the 
Change in the Work pending the execution of the formal Change Order.  
Contractor shall proceed in accordance with such direction. 

 
12.1.3 The Contractor shall not begin work on any alteration requiring a modification 

until such modification has been executed by the Owner and the Contractor.  If a 
satisfactory agreement cannot be agreed to for any item requiring a modification, 
the Owner reserves the right to terminate the contract as it applies to the items in 
question and make such arrangements as may be deemed necessary to complete 
the Work. 

 
12.2 FIELD ORDER 
 
12.2.1 A Field Order is a written order to the Contractor signed by the Owner or the 

Owner's Project Manager interpreting or clarifying the Contract Documents or 
directing the Contractor to perform minor changes in the Work.  Any work 
relating to the issuance of a Field Order shall be performed promptly and 
expeditiously and without additional cost to the Owner and within the Contract 
Time, unless the Contractor submits a Proposed Change Order, defined below, 
which is approved by the Owner.  Field Orders shall be numbered consecutively 
by date of issuance by the Owner or the Owner's Project Manager. 

 
12.3 REQUEST FOR PROPOSAL 
 
12.3.1 A Request For Proposal (“RFP”) describes a proposed Change in the Work.  In 

response to a Request for Proposal issued by the Owner or the Owner’s Project 
Manager, the Contractor is required to submit a complete Proposal for the total 
cost and additional time, if any, necessary to perform the proposed Change in the 
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Work.  Requests For Proposals shall be numbered consecutively by date of 
issuance by the Owner or the Owner's Project Manager. 

 
12.3.2 The Contractor’s Proposal in response to an RFP shall be in the form prescribed 

by the Owner's Project Manager, including all appropriate back-up material. 
 
12.4 PROPOSED CHANGE ORDER  
 
12.4.1 A Proposed Change Order is a written request from the Contractor to the Owner 

requesting a change in the Contract Price and/or Contract Time.  A Proposed 
Change Order may be submitted as a proposal in response to a Request For 
Proposal issued by the Owner or as a claim for an increase in the Contract Price 
and/or Contract Time pursuant to the issuance of a Field Order.  A Proposed 
Change Order must be submitted within twenty days of the issuance of a Request 
For Proposal or a Field Order.  Proposed Change Orders shall be numbered 
consecutively by date of issuance by the Contractor.  The Contractor shall also 
indicate on the Proposed Change Order the number of the Request For Proposal 
or the Field Order to which it responds.   

 
12.4.2 If a Request for Proposal provides for an adjustment to the Contract Price, the 

adjustment shall be based on one of the following methods: 
 

.1 mutual acceptance of a lump sum properly itemized and 
supported by sufficient substantiating data to permit 
evaluation; 

 
.2 unit prices stated in the Contract Documents or subsequently 

agreed upon; 
 

.3 cost to be determined in a manner agreed upon by the parties and a 
mutually acceptable fixed or percentage fee; or 

 
.4 as provided in Articles 12.5.3 and 12.5.4. 

 
12.4.3 If it is necessary in this subparagraph to increase the Contract Time to perform 

the Change in the Work, the Contractor shall provide an estimate of the increase 
in the Contract Time which shall be negotiated by the parties to the Contract.  
The Contractor's request for a time extension shall be evaluated in accordance 
with the criteria described in Article 8. 

 
12.4.4 If the Contractor's Proposed Change Order is rejected by the Owner as being 

within the scope of the Work required by the Contract Documents the Owner 
may, at its sole option and discretion, direct the Contractor to perform the Work 
which is the subject of the Proposed Change Order; the Contractor shall then 
promptly proceed with the Work.  Nothing shall excuse the timely performance 
by the Contractor of the Work because any Proposed Change Order is pending. 
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12.5 CHANGE ORDER   
 
12.5.1 A Change Order is a written order to the Contractor signed by the Contractor and 

the Owner's Project Manager, issued after execution of the Contract, authorizing 
a Change in the Work or an adjustment in the Contract Price and/or the Contract 
Time.  The Contract Price and the Contract Time may be changed only by 
Change Order.  A Change Order signed by the Contractor indicates his 
agreement therein, including the adjustment in the Contract Price and/or the 
Contract Time.  Change Orders shall be numbered consecutively by date of 
issuance by the Owner or the Owner's Project Manager and shall, if applicable, 
indicate the number of the Field Order(s), Request For Proposal(s) and/or 
Proposed Change Order(s) to which it relates. 

 
12.5.2 If the Owner and the Owner's Project Manager determine that the Contractor's 

Proposed Change Order, submitted pursuant to Article 12.4 for a change in the 
Contract Price or Contract Time, is acceptable, the Owner's Project Manager 
shall prepare and issue, or cause to be prepared and issued, a Change Order 
which will authorize the Contractor to proceed with the Change in the Work for 
the cost and time stated in the Proposed Change Order, or as otherwise may be 
agreed upon by the parties. The amounts stated in the Change Order for the cost 
and time to perform the Change in the Work shall be binding on the parties. 

 
 .1   The contractors markup for allowable profit and overhead shall be limited 

to 10%. 
 
12.5.3 After issuance of the Change Order, the Contractor shall ensure that the amount 

of the Performance and Payment Bond coverage has been revised to reflect the 
increase in the Contract Price due to the Change Order. 

 
12.5.4 If the Contractor's Proposed Change Order is not acceptable to the Owner and the 

Owner's Project Manager or if the parties are unable to otherwise agree as to the 
cost and time necessary to perform the Change in the Work, the Owner may, at 
its sole option and discretion, direct the Contractor to perform the Work on a 
time and material basis.  The Contractor shall then promptly proceed with the 
Work.  

 
12.5.5 If the Owner and the Owner's Project Manager elect to have the Change in the 

Work performed on a time and material basis, the same shall be performed, 
whether by the Contractor's forces or the forces of any of his Subcontractors or 
Sub-subcontractor's, at actual cost to the entity performing the Change in 
accordance with the time and material provisions included in the Road and 
Bridge Specifications of the Virginia Department of Transportation, current 
edition.  

 
12.5.6 Prior to starting the work on a time and material basis, the Contractor shall notify 

the Owner's Project Manager in writing as to what labor, materials, equipment or 
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rentals are to be used for the Change in the Work.  During the performance of the 
Change, the Contractor shall submit to the Owner daily time and material tickets, 
which shall list the categories and amounts of labor and equipment for which 
Change Order compensation is to be charged for the previous work day. Such 
tickets shall be submitted in strict accordance with the time and material 
provisions included in the Road and Bridge Specifications of the Virginia 
Department of Transportation. 

 
12.5.7 The Contractor shall commence submission of daily time and material tickets 

immediately upon commencement of the Change Order Work and continue to 
submit them until completion of the Change Order Work.  The Owner may 
require authentication of all time and material tickets and invoices by persons 
designated by the Owner for such purpose. 

 
12.5.8 The failure of the Contractor to provide any required authentication shall, if the 

Owner elects to treat it as such, constitute a waiver by the Contractor of any 
claim for the cost of that portion of the Change in the Work covered by a non-
authenticated ticket or invoice; provided, however, that the authentication of any 
such ticket or invoice by the Owner shall not constitute an acknowledgment by 
the Owner that the items thereon were reasonably required for the Change in the 
Work. 

 
12.5.9 The Contractor shall submit his complete submission of the reasonable actual 

cost and time to perform the Change in the Work within twenty days of the 
request of the Owner's Project Manager to do so.  The Owner and the Owner's 
Project Manager shall review the costs and time submitted by the Contractor on 
the basis of reasonable expenditures and savings of those performing the Change 
in the Work.  If such costs and time are acceptable to the Owner and the Owner's 
Project Manager, or if the parties otherwise agree to the actual reasonable cost to 
perform the Change in the Work, the Owner's Project Manager shall issue a 
Change Order for the cost and time agreed upon.  The amounts stated in the 
Change Order for the cost and time to perform the Change in the Work shall be 
binding upon the parties. 

 
12.5.10 The Contractor shall be entitled to costs as provided for in Article 12.4 which the 

Contractor, or his Subcontractors, may incur as a result of delays, interferences, 
suspensions, changes in sequence or the like, which are unreasonable, arising 
from the performance of any and all changes in the Work, caused by acts or 
omissions of the Owner, performed pursuant to this Article 12. 

 
12.5.11 If any dispute should arise between the parties with respect to an increase or 

decrease in the Contract Price or an extension or reduction in the Contract Time 
or as a result of a Change in the Work, the Contractor shall not suspend 
performance of a Change in the Work or the Work itself unless otherwise so 
ordered by the Owner's Project Manager in writing.  Disputes must be resolved 
pursuant to Article 7.4 of the Contract.  The Owner will, however, pay the 



GENERAL CONDITIONS 
 

Rev 2/26/24 GC-73 

Contractor up to the Owner's Project Manager's estimated value of the Change in 
the Work, regardless of the dispute, if the Change in the Work results in an 
increase in the Contract Price; and the Owner will have the right to decrease the 
Contract Price up to the Owner's Project Manager's estimated value of the 
Change in the Work, regardless of the dispute, if the Change in the Work results 
in a decrease in the Contract Price.   

 
12.6 UNILATERAL CHANGE ORDER 
 
12.6.1 In the event that the parties are unable to agree as to the reasonable cost and time 

to perform the Change in the Work and the Owner does not elect to have the 
Change in the Work performed on a time and material basis, the Owner and the 
Owner's Project Manager shall make a unilateral determination of the reasonable 
cost and time to perform the Change in the Work, based upon their own 
estimates, the Contractor's submission or a combination thereof.  A Change 
Order shall be issued for the amounts of cost and time determined by the Owner 
and the Owner's Project Manager and shall become binding upon the Contractor 
unless the Contractor submits his protest in writing to the Owner within ten days 
of the issuance of the Change Order.  The procedure for the resolution of the 
Contractor's protest shall be as described in Article 12.10.  The Owner has the 
right to direct in writing the Contractor to perform the Change in the Work, 
which is the subject of such Unilateral Change Order.  Failure of the parties to 
reach an agreement regarding the cost and time of performing the Change in the 
Work, or any pending protest, shall not relieve the Contractor from performing 
the Change in the Work promptly and expeditiously. 

 
12.7 DECREASES AND WORK NOT PERFORMED 
 
12.7.1 Should it be deemed expedient by the Owner or the Owner's Project Manager at 

any time that the Contract Work is in progress to decrease the dimensions, 
quantity of material or work, or vary in any other way the Work herein 
contracted for, the Owner or the Owner's Project Manager shall have the full 
power to do so, and shall order, in writing, such decreases to be made or 
performed without affecting the enforcement of the Contract.  The Contractor 
shall, in pursuance of such written orders and directions from the Owner or the 
Owner's Project Manager, execute the work ordered, and the difference in 
expense occasioned by such decrease so ordered shall be deducted from the 
amount payable under this Contract.   

 
12.7.2 If Work is not performed, and such deletion of Work is not approved by the 

Owner, the Owner's Project Manager shall ascertain the amount of the credit due 
the Owner, based on the reasonable value of the labor and materials so deleted, 
for the lesser amount of materials and labor required. 

 
12.7.3 If Work is deleted from the Contract by Change Order, the amounts to be 

credited to the Owner shall reflect the same current pricing as if the Work were 
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being added to the Contract at the time the deletion is ordered, and 
documentation will be required for a credit as specified in Article 12.4.  If such 
deleted materials and equipment shall have already been purchased and stored on 
site and cannot be used in other projects or returned for credit or cannot be 
returned for credit at the price paid by the Contractor at the time of purchase, the 
Contractor shall be entitled, upon proper documentation and certification, to an 
adjustment in the pricing of the credit to avoid hardship to the Contractor.  If 
necessary in order to establish such reasonable value, the Contractor may be 
required to submit a detailed breakdown of his original bid for the items or Work 
involved. 

 
12.8 CHANGES IN LINE AND GRADE 
 
12.8.1 The Owner reserves the right through the Owner's Project Manager to make such 

alterations in the line and grade of various structures or pipelines shown on the 
drawings, as may be necessitated by conditions found during construction or that 
in the judgment of the Owner's Project Manager appears advisable.  The 
Contractor shall not claim forfeiture of Contract by reason of such changes by the 
Owner's Project Manager.   

 
12.8.2 In case of a fixed price contract, the price of the Work shall be negotiated as 

herein provided.  If such alterations or changes diminish the quantity of Work to 
be done, they shall not constitute a claim for damages or for loss of anticipated 
profits in the Work which may be dispensed with, and the Work as constructed 
shall be paid for in accordance with the Contract prices as established for such 
Work under this Contract.  In the case of a unit price, or partial unit price, 
contract, the altered Work shall be performed at the appropriate unit price. 

 
12.8.3 The Contractor shall employ a certified Land Surveyor to establish a base line 

and set bench marks for the Contractor’s use as necessary to stake the basic 
layout of the Work.  Where new construction connects to existing facilities, it 
shall be the responsibility of the Contractor to check and establish the location of 
all existing facilities prior to construction of the new facilities. 

 
12.8.4 All stakes, bench marks, and other base line information provided by the Owner 

or the Owner’s Project Manager shall be carefully preserved by the Contractor, 
and in case of their removal by any cause without prior written consent from the 
Owner, such stakes, bench marks, and other base line information will be 
replaced by the Contractor at the Contractor’s sole expense. 

 
12.8.5 The dimensions for lines and elevations for grades of the structures, 

appurtenances, and utilities are indicated on the Drawings, together with 
pertinent information required for laying out the Work.  Utility locations are 
approximate and it shall be the Contractor’s responsibility to determine the exact 
location of the utilities prior to commencing Work in all areas where conflicts 
with utility installations are possible. If site conditions vary from those indicated, 
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the Contractor shall notify the Owner immediately, who will promptly direct any 
adjustment as required.  The locations of existing utilities, including underground 
utilities, which may affect the Work, are indicated on the drawings or in the 
specifications insofar as their existence and location were known at the time of 
preparation of the drawings.  However, nothing in these drawings or 
specifications shall be construed as a guarantee that such utilities are in the 
location indicated or that they actually exist, or that other utilities are not within 
the area of the operations.  The Contractor shall make all necessary investigations 
to determine the existence and locations of such utilities.  The Contractor will be 
held responsible for any damage to and maintenance and protection of existing 
utilities and structures, of both public and private ownership.  Acceptability of  
restored utility installation shall be determined by the respective utility Owner. 
All utilities shall remain in service during the construction of this project unless 
written authorization of interruption of service is received from the respective 
utility Owner and the interruption is approved by the Project Manager. 

 
12.8.6 Contractor shall notify the Owner immediately upon discovery of any apparent 

errors in the lines or grades.  If Contractor proceeds with knowledge of such 
apparent error without first receiving written clarification from the Owner’s 
Project Manager, the Contractor does so at his own risk. 

 
12.9 DIFFERING SITE CONDITIONS 
 
12.9.1 The Contractor shall promptly, and before the conditions are disturbed, give 

written notice to the Owner's Project Manager of (a) subsurface or latent physical 
conditions at the site which differ materially from those indicated in the Contract 
Documents, or (b) unknown physical conditions at the site, of an unusual nature, 
which differ materially from those ordinarily encountered and generally 
recognized as inhering in work of the character provided for in the Contract and 
which were not reasonably anticipated as a result of the investigation required by 
Article 1.2.2. 

 
12.9.2 The Owner's Project Manager shall investigate the site conditions promptly after 

receiving the notice.  If the conditions do materially so differ and cause an 
increase or decrease in the cost or time of performance, the provisions of Article 
12 "Changes in the Work" shall apply. 

 
12.9.3 No request by the Contractor for a Change Order under this Article shall be 

allowed, unless the Contractor has given the required written notice. 
 
12.9.4 No request by the Contractor for a Change Order under this Article shall be 

allowed if made after final payment under the Contract. 
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12.10 CLAIMS FOR ADDITIONAL COST AND/OR TIME 
 
12.10.1 If the Contractor wishes to make a claim for an increase in the Contract Price 

and/or Contract Time, he shall give the Owner written notice thereof within 
seven calendar days after the occurrence of the event giving rise to such claim.  
This notice shall be given by the Contractor before proceeding to execute the 
Work, except in an emergency endangering life or property in which case the 
Contractor shall proceed as provided in Article 10.  No claim shall be allowed 
and no amounts shall be paid for any costs incurred more than ten calendar days 
prior to the time notice is given to the Owner.  Any change in the Contract Price 
or Contract Time resulting from such claim must be authorized by Change Order. 
 The Contractor's complete claim submittal for an increase in the Contract Price 
shall be submitted no later than twenty calendar days after the Work for which 
the claim is made has been completed or after the request of the Owner or the 
Owner's Project Manager, whichever is earlier. 

 
12.10.2 If the Contractor claims that additional cost or time is involved because of, but 

not limited to, any of the following circumstances, the Contractor shall make 
such claim as provided in Subparagraph 12.10.1:  (1) any written interpretation 
pursuant to Article 2, (2) any order by the Owner to stop the Work pursuant to 
Article 3.3 where the Contractor was not at fault, (3) failure of payment by the 
Owner pursuant to Article 9, or (4) any written order for a minor change in the 
Work issued pursuant to Article 12.8.1. 

 
12.11 ATTORNEYS' FEES AND OTHER EXPENSES 
 
12.11.1 In recognition of the public monies being administered by the Owner to fund this 

Contract, the Contractor agrees that he will not submit, assert, litigate or 
otherwise pursue any frivolous or unsubstantiated delay claims.  If the 
Contractor's delay claim, or any separate item of a delay claim, is determined 
through litigation or other dispute resolution process to be false or to have no 
basis in law or fact, the Contractor shall be liable to the Owner and shall pay it 
for all Investigation Costs incurred by the Owner.  These costs include 
investigating, analyzing, negotiating, appealing, defending, and litigating the 
false or baseless delay claims, attorneys' fees, audit costs, accountants' fees, 
expert witness' fees, additional architect/engineer expenses and any other 
consultant costs.  The amount to be paid hereunder to the Owner shall be the 
percentage of the Owner’s total Investigation Costs in an amount equal to the 
percentage of the Contractor’s total delay claim which is determined to be false 
or to have no basis in fact. 

 
12.11.2 If the Contractor breaches any obligation under the Contract Documents, the 

Contractor shall reimburse the Owner for all costs and expenses incurred by the 
Owner relating to such breach, including but not limited to, attorneys’ fees, audit 
costs, accountants’ fees, expert witness’ fees, additional architectural or 
engineering expenses, and any other consultant costs. 
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12.11.3 If the Owner prevails in a claim brought against the Contractor, including but not 

limited to, claims for fraud or misrepresentation, overpayment, defective work, 
delay damages, and recovery of termination expenses, the Contractor shall 
reimburse the Owner for all costs and expenses incurred by the Owner relating to 
such claim, including but not limited to, attorneys’ fees, audit costs, accountants’ 
fees, expert witness’ fees, additional architect or engineering expenses, and any 
other consultant costs. 

 
END OF ARTICLE 12 
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ARTICLE 13: UNCOVERING AND CORRECTION OF WORK 
 
13.1 UNCOVERING OF WORK 
 
13.1.1 If any portion of the Work should be covered contrary to the request of the 

Owner's Project Manager or to requirements specifically expressed in the 
Contract Documents or to requirements of applicable Construction Permits, it 
must, if required in writing by the Owner's Project Manager, be uncovered for its 
observation and shall be replaced at the Contractor's expense. 

 
13.1.2 If any portion of the Work has been covered that the Owner's Project Manager 

has not specifically requested to observe prior to being covered, the Owner's 
Project Manager may request to see such Work and it shall be uncovered by the 
Contractor.  If such Work complies with the Contract Documents, the cost of 
uncovering and replacement shall, by appropriate Change Order, be charged to 
the Owner.  If such Work does not comply with the Contract Documents, the 
Contractor shall pay such costs unless the Owner caused this condition, in which 
event the Owner shall pay such costs. 

 
13.2 CORRECTION OF WORK  
 
13.2.1 The Contractor shall promptly reconstruct, replace or correct all Work rejected 

by the Owner's Project Manager as defective or as failing to conform to the 
Contract Documents or as not in accordance with the guarantees and warranties 
specified in the Contract Documents whether observed before or after Substantial 
Completion and whether or not fabricated, installed or completed.  The 
Contractor shall bear all costs of correcting such rejected Work, including 
compensation for the Owner's Project Manager and any other additional services 
made necessary thereby. 

 
13.2.2 The Contractor, unless removal is waived by the Owner, shall remove from the 

site all portions of the Work that are defective or non-conforming, or if permitted 
or required, he shall correct such Work in place at his own expense promptly 
after receipt of notice, and such rejected Work shall not thereafter be tendered for 
acceptance unless the former rejection or requirement for correction is disclosed. 

 
13.2.3 If the Contractor does not proceed with the correction of such defective or non-

conforming Work within a reasonable time fixed by written notice from the 
Owner's Project Manager, the Owner may either: 

 
.1 By separate contract or otherwise replace or correct such Work and 

charge the Contractor the cost occasioned the Owner thereby and 
remove and store the materials or equipment at the expense of the 
Contractor; or 
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.2 Terminate this Contract as provided in Article 14.3 "DEFAULT 
TERMINATION." 

 
13.2.4 The Contractor shall bear the cost of making good all work of the Owner or 

separate Contractors destroyed or damaged by such correction or removal. 
 
13.2.5 Nothing contained in this Article 13.2 shall be construed to establish a period of 

limitation with respect to any other obligation that the Contractor might have 
under the Contract Documents, including Article 4.7 "WARRANTY" hereof.  
The establishment of the period of one year after the Date of Final Completion or 
such longer period of time as may be prescribed by law or by the terms of any 
warranty required by the Contract Documents relates only to the specific 
obligation of the Contractor to correct the Work, and has no relationship to the 
time within which his obligation to comply with the Contract Documents may be 
sought to be enforced, or to the time within which proceedings may be 
commenced to establish the Contractor's liability with respect to his obligations 
other than specifically to correct the Work. 

 
13.3 ACCEPTANCE OF DEFECTIVE OR NON-CONFORMING WORK 
 
13.3.1 If the Owner or its Project Manager prefers to accept defective or non-

conforming Work, it may do so instead of requiring its removal and correction.  
In this case, a Change Order will be issued to reflect a reduction in the Contract 
Price where appropriate and equitable, or the Owner may elect to accept payment 
in materials or services, in lieu of a reduction in the Contract Price. If the amount 
of a reduction is determined after Final Payment, it shall be paid on demand to 
the Owner by the Contractor. 

 
 END OF ARTICLE 13 
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 ARTICLE 14: TERMINATION OF THE CONTRACT 
 
14.1 TERMINATION FOR THE CONVENIENCE OF THE OWNER 
 
14.1.1 The Owner may, at any time upon ten days written notice to the Contractor, 

terminate, without prejudice to any right or remedy of the Owner, the whole or 
any portion of the Work for the convenience of the Owner. This Notice of 
Termination shall specify that portion of the Work to be terminated and the 
effective date of termination.  The Contractor's sole remedy, in the event of such 
termination, will be the allowable termination costs permitted by Article 14.2 
"ALLOWABLE CONVENIENCE TERMINATION COSTS." 

 
14.1.2 The Contractor shall include termination clauses identical to Article 14 in all 

subcontracts and purchase orders related to the Work.  Failure to include these 
termination clauses in any subcontracts or purchase orders shall preclude 
recovery of any termination costs related to that subcontract or purchase order. 

 
14.1.3 Non-appropriation Clause  
 

Notwithstanding anything contained herein to the contrary, this contract shall 
be terminated if all of the following events shall have occurred: 

 
1. Funds are not appropriated for a subsequent fiscal period during the term of 
this contract for the acquisition of substantially the same functions as provided 
for herein, and written notice thereof is given to CONTRACTOR at least 
thirty (30) days prior to the first day of such subsequent fiscal periods or 
within five (5) days of the approval of the final budget for such fiscal year, 
whichever occurs later.  

 
2.  Town has exhausted all funds legally available for payment under this 
contract. 

 
Upon such termination, Contractor’s only remedy shall be to terminate the 
contract at the end of the fiscal period during which notice is given.  Payment 
in compliance with the contract for materials, goods, and services rendered 
hereunder during the fiscal year at the end of which termination occurs, 
without penalty, termination, profit or overhead expenses of any kind shall 
constitute full performance on the part of the Town. 

 
14.2 ALLOWABLE CONVENIENCE TERMINATION COSTS 
 
14.2.1 After complying with the provisions of Article 14.4, the Contractor may submit a 

termination claim, not later than six months after the effective date of its 
termination, unless one or more extensions of three months each are granted by 
the Owner in response to the Contractor's written request.   
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14.2.2 The Owner shall pay the Contractor's reasonable costs of termination, plus a 
mark-up of ten percent for profit and overhead.  This amount will not exceed   
the original contract price, reduced by any payments made prior to Notice of 
Termination, and further reduced by the price of the supplies not delivered, or 
the service not provided.  This Contract shall be amended accordingly, and the 
Contractor shall be paid the agreed amount. 

 
14.2.3 If the parties cannot agree on the amount to be paid to the Contractor by reason 

of termination under this clause, the Owner shall pay to the Contractor the 
amounts, as determined by the Owner's Project Manager as follows, without 
duplicating any amounts which may have already been paid under the preceding 
paragraph of this clause: 

 
.1 With respect to all Contract performance prior to the effective date 

of Notice of Termination, the total of: 
 
  a. cost of work performed or supplies delivered; 

 
b. the costs of settling and paying any reasonable claims as 

provided in Article 14.4; and 
 
c. a mark-up of ten percent for profit and overhead.  

Neither the Contractor nor any Subcontractor shall be 
entitled to profit or overhead associated with the portion 
of the work not performed, nor to profit associated with 
costs of demobilization. 

 
.2 The total sum to be paid under .1 above shall not exceed the 

contract price, as reduced by the amount of payments otherwise 
made, and as further reduced by the contract price of work not done 
or supplies not delivered.  The Owner may subtract from the 
amount claimed by the Contractor any claim the Owner has against 
the Contractor 

 
14.2.4 If the Contractor is not satisfied with any payments that the Owner's Project 

Manager shall determine to be due under this clause, the Contractor may proceed 
in accordance with Article 7.4 "DISPUTES." 

 
14.2.5 If the Contractor would have sustained a loss on the entire Contract had it been 

completed, no profit shall be included or allowed and an appropriate adjustment 
shall be made reducing the amount of the settlement to reflect the indicated rate 
of loss. 
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14.3 DEFAULT TERMINATION 
 
14.3.1 The Owner may, upon ten days written notice to the Contractor, terminate, 

without prejudice to any right or remedy of the Owner, the Contract for default, 
in whole or in part, and may take possession of the Work and complete the Work 
by contract or otherwise in any of the following circumstances: 

 
.1 The Contractor refuses or fails to prosecute the Work or any 

separable part thereof with such diligence as will ensure the 
Substantial Completion of the Work within the Contract Time, or 
fails to meet any milestones established in the Contract Documents 
or fails to substantially complete the Work within this  period; 

 
.2 The Contractor is in default in carrying out any provision of the 

Contract for a cause within his or his Subcontractors' control; 
 
.3 The Contractor fails to supply a sufficient number of properly 

skilled workers or proper equipment or materials; 
 
.4 The Contractor fails to make prompt payment to Subcontractors or 

for materials or labor; 
 
.5 The Contractor disregards laws, permits, ordinances, rules, 

regulations, or orders of any public authority having jurisdiction; 
 
.6 The Contractor breaches any provision of the Contract Documents; 
 
.7 The Contractor voluntary abandons the Project; 
 
.8 Upon at least thirty calendar days prior written notice by the Owner 

to the Contractor, at any time during the term of the Agreement, the 
Owner determines that maintaining the Agreement in force will 
harm, bring into disrepute, or affect the integrity of the Owner. 

 
14.3.2 Upon termination of this Agreement under this Article, the Contractor shall 

remove all of his employees and property from the Project in a smooth, orderly, 
and cooperative manner. 

 
14.3.3    The right of the Contractor to proceed shall not be terminated under Article 14.2 

because of any delays in the completion of the Work due to unforeseeable causes 
beyond the control and without the fault or negligence of the Contractor or his 
Subcontractors as specifically set forth in Article 8, "DELAYS AND 
EXTENSIONS OF TIME." 

 
14.3.4 If, after the Contractor has been terminated for default pursuant to Article 14.3, it 

is determined that none of the circumstances set forth in Article 14.3.1 exist, then 
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such termination shall be considered a termination for convenience pursuant to 
Article 14.1.  In such case, the Contractor's sole remedy will be costs permitted 
by Article 14.2. 

 
14.3.5 If the Owner terminates the Contract, the Contractor shall not be entitled to 

receive any further payment until the Work is finished.  If the unpaid balance of 
the Contract Price exceeds the cost of completing the Work including 
compensation for additional managerial, administrative and inspection services 
and any damages for delay, such excess amount shall be paid to the Contractor.  
If such expenses exceed the unpaid balance, the Contractor and his sureties shall 
be liable to the Owner for such excess amount. 

 
14.3.6 If the right of the Contractor to proceed with the Work is partially or fully 

terminated, the Owner may take possession of and utilize in completing the Work 
such materials, appliances, supplies, plant and equipment as may be on the site of 
the terminated portion of the Work and necessary for the completion of the 
Work. If the Owner does not fully terminate the right of the Contractor to 
proceed, the Contractor shall continue to perform the part of the Work that is not 
terminated. 

 
14.4 GENERAL TERMINATION PROVISIONS 
 
14.4.1 After receipt of a Notice of Termination from the Owner, pursuant to Article 14.1 

or 14.3, and except as otherwise directed by the Owner, the Contractor shall: 
 

.1 Stop Work under the Contract on the date and to the extent 
specified in the Notice of Termination; 

 
.2 Place no further purchase orders or subcontracts for materials, 

services, or facilities, except as may be necessary for completion of 
such portion of the Work under the Contract that is not terminated; 

 
.3 Terminate all purchase orders and subcontracts to the extent that 

they relate to the performance of Work terminated by the Notice of 
Termination; 

 
.4 At the option of the Owner, assign to the Owner in the manner, at 

the times and to the extent directed by the Owner, all of the rights 
in the contracts so terminated, in which case, the Owner shall have 
the right, at his discretion, to settle or pay any or all claims arising 
out of the termination of such purchase orders and subcontracts;  

 
.5 Settle all outstanding liabilities and all claims arising out of such 

termination of purchase orders and subcontracts, with the approval 
or ratification of the Owner, to the extent he may require, which 
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approval or ratification shall be final for all the purposes of this 
Article; 

 
.6 Transfer title and deliver to the entity or entities designated by the 

Owner, in the manner, at the times and to the extent directed by the 
Owner to the extent specifically produced or specifically acquired 
by the Contractor for the performance of such portion of the Work 
as has been terminated, the following: 

 
a.  The fabricated or unfabricated parts, Work in progress, 

partially completed supplies and equipment, materials, parts, 
tools, dies, jigs, and other fixtures, completed work, supplies 
and other material produced as part of, or acquired in 
connection with the performance of, the Work terminated by 
the Notice of Termination; and 

 
b. The completed or partially completed plans, drawings, Shop 

Drawings, submittals, information, releases, manuals, and 
other property related to the Work and which, if the Contract 
had been completed, would have been required to be furnished 
to the Owner. 

 
.7 Use his best efforts to sell, in the manner, at the times, to the extent 

and at the price or prices directed or authorized by the Owner or 
Owner's Project Manager, any property of the types referred to in 
Article 14.4.1.6; provided, however, that the Contractor: 

 
a. Shall not be required to extend credit to any buyer; and 

 
b. May acquire such property under the conditions prescribed 

by and at a price or prices approved by the Owner; and 
provided further that the proceeds of any such transfer or 
disposition shall be applied in reduction of any payments to 
be made by the Owner to the Contractor under the Contract 
or shall otherwise be credited to the Contract Price covered 
by the Contract or paid in such other manner as the Owner 
may direct; 

 
.8 Complete performance of such part of the Work as shall not have 

been terminated by the Notice of Termination; and 
 
.9 Take such action as may be necessary, or as the Owner or Owner's 

Project Manager may direct for the protection and preservation of 
the property related to the Contract that is in the possession of the 
Contractor and in which the Owner has or may acquire an interest. 
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14.4.2 If the convenience termination, pursuant to Article 14.1, is partial, the Contractor 
may file with the Owner a claim for an equitable adjustment of the Contract Price 
relating to the continued portion of the Contract (the portion not terminated by 
the Notice of Termination) for costs increased because of such partial 
termination.  Such equitable adjustment as may be agreed upon shall be made in 
the Contract Price.  Any claim by the Contractor for an equitable adjustment 
under this Article must be submitted in writing to the Owner's Project Manager 
within sixty days from the Notice of Termination. 

 
14.4.3 The Contractor shall refund to the Owner any amounts paid by the Owner to the 

Contractor in excess of costs reimbursed under Article 14.4 within sixty days of 
receipt of a written request from the Owner to do so. 

 
 END OF ARTICLE 14 
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SECTION 01 11 13 - WORK COVERED BY CONTRACT DOCUMENTS 

PART 1 - GENERAL 

1.1 GENERAL DESCRIPTION OF WORK.   

A. The Work to be performed under these Contract Documents is generally described as 

follows: 

1. Installation of a 4-hydrocyclone skid, submersible feed pump and associated 

valves, piping and appurtenances at the existing RAS/WAS pump station and 

associated demolition work. 

2. Installation of an adjustable frequency drive for the submersible feed pump, 

electrical duct bank and modifications to the existing PLC ACP-17B at the existing 

Blower building, including integration of new controls to the plant SCADA 
system.  

1.2 UNITS OF MEASUREMENT.   

A. Both inch-pound (English) and SI (metric) units of measurement are specified herein; 

the values expressed in inch-pound units shall govern. 

1.3 OTHER CONSTRUCTION CONTRACTS.   

A. Work at the site performed by others under separate contracts includes the following: 

1. Updates and improvements to the plant SCADA system by M.C. Dean. 

1.4 COORDINATION.   

A. Contractor shall plan, schedule, and coordinate its operations in a manner which will 

facilitate the simultaneous progress of the work included under other contracts outside 
the scope of these Contract Documents. 

1.5 WORK BY PUBLIC UTILITIES 

A. None. 

1.6 WORK BY OWNER   

A. Owner shall perform certain activities in connection with the Project with its own 

personnel as follows: 
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1. Operate all existing equipment and processes at the RAS/WAS pump station and 
Blower building.  

2. Coordinate lock-out-tag-out (LOTO) activities with Contractor on such items. 

1.7 RESPONSIBILITY FOR MATERIALS AND EQUIPMENT 

A. Items Furnished by Contractor.   

1. Contractor shall be fully responsible for all materials and equipment which it has 

furnished. 

1.8 PREPARATION FOR SHIPMENT.   

A. All materials shall be suitably packaged to facilitate handling and protect against 

damage during transit and storage.  Painted surfaces shall be protected against impact, 

abrasion, discoloration, and other damage.  All painted surfaces which are damaged 
prior to acceptance of equipment shall be repainted to the satisfaction of Engineer. 

B. Each item, package, or bundle of material shall be tagged or marked as identified in the 

delivery schedule or on the Shop Drawings.  Complete packing lists and bills of 

material shall be included with each shipment. 

1.9 OPERATION OF EXISTING FACILITIES. 

A. The existing  treatment plant  facilities must be kept in continuous operation throughout 

the construction period.  No interruption will be permitted which adversely affects the 
degree of service provided.  Provided permission is obtained from Owner in advance, 

portions of the existing facilities may be taken out of service for short periods 

corresponding with periods of minimum service demands. 

B. Contractor shall provide temporary facilities and make temporary modifications as 

necessary to keep the existing facilities in operation during the construction period. 

1.10 GENERAL WORK SEQUENCING. 

A. The Contractor shall carefully sequence shutdown and startups of equipment and 
facilities in a manner that will not interfere with regulatory requirements and 

compliance. 

B. Shutdown Requests and Pre-Shutdown and Pre-Installation Meetings: 

1. The Contractor shall submit a Process Shutdown Request (PSR) submittal, 

reviewed and approved by the Owner and Engineer, in advance of any desired 

shutdowns.  Only specified shutdowns approved in writing by the Engineer will be 

permitted.  



Work Covered by Contract Documents 

 

Town of Leesburg 01 11 13 - 3 B&V Project No. 422278 

RAS/WAS PS Improvements - Issued for Bid December 2025 

Hydrocyclones 

2. The Contractor shall coordinate with the Owner twenty-one (21) calendar days in 
advance of any desired shutdowns.  

3. Contractor shall conduct a pre-shutdown meeting prior to any system shutdown. 

The purpose of this meeting is to review the detailed schedule of work, discuss 

status of submittals and equipment lead times, coordinate shutdown and 
mobilization activities, and generally serve as a final review that the Contractor is 

ready and able to complete the work during the constraints and schedule. 

4. Contractor shall conduct a pre-installation meeting prior to installing any new 
equipment or process. The meting shall be held to review conditions of the 

installation, installation procedures, and coordination with related work. This 

meeting shall take place at least 14 days in advance of installation or as required 
in the technical specifications. Meeting is to be attended by all parties involved in 

the installation.  

5. Prior to any equipment / process installation or system shutdown, Contractor shall 

complete the following activities:  

a. Pre-Installation / Pre-shutdown meeting  

b. Favorable review of all equipment and shutdown requests.  

c. Favorable review on demolition work plans and work sequence plans.  
d. All required equipment is delivered and properly stored at the Site for the 

Work to be done during the shutdown.  

e. All required field measurements.  
f. Final prepared health and safety plans.  

g. Favorable review of handling and disposal plan for any hazardous materials 

identified.  

h. Other meetings specifically required in the equipment specifications.  
i. All other work items required by Engineer or required to perform the Work 

during the shutdown.  

6. Operational functions or shutdowns of existing plant facilities required to facilitate 
the Contractor’s operation will be done by Owner’s plant personnel only.  

7. The Contractor shall stop work and immediately clean up the work site if requested 

by the Owner in order to maintain the plant operations.  

8. The Contractor shall immediately wash and clean up any spill to prevent odor and 
hazardous conditions as directed by the Construction Manager. 

C. Major shutdowns as part of this Work are detailed in the Maintenance of Plant 

Operations During Construction Section; this list is not considered to be all inclusive 
and Contractor is responsible for accounting for producing a complete list of shutdowns 

required throughout the project, and establishing a final sequencing procedures for each 

required shutdown. 

1. Isolation of WAS wet well 
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a. Temporary isolation of the WAS wet well by closing the influent slide gate 
is necessary to install a high-level float switch (LSHH 18A-421-1) and core 

drill openings as indicated on the Drawings for overflow provisions. 

b. The Contractor shall coordinate isolation and dewatering of the WAS wet 

well to be conducted on a Saturday after operation of the Gravity Thickeners 
is finished. The Contractor shall have until Monday at 6:00 am, or another 

time agreed with the Owner and Engineer, to perform the work and restore 

service of the WAS pumping to the Gravity Thickeners. 

2. Isolation of RAS wet wells influent channel 

a. Isolation of the RAS wet wells influent channel is necessary to demolish the 

existing pressure level sensor and to install the hydrocyclones feed pump 
(PSP-18-87-1), and new pressure level sensor and transmitter (LT-18-421 

and LI-18-421) as indicated on the Drawings. 

b. The Contractor shall provide temporary bypass pumping of the underflow 

of all secondary clarifiers, from the influent “box” upstream of the WAS 
wet well influent gate to the RAS wet well 18C. The bypass pumping system 

shall have a minimum capacity of 6,250 gpm. 

c. The Contractor shall provide a bulkhead, or other isolation measurement, on 
top of the existing weir wall to allow for a safe isolation and dewatering of 

the RAS wet wells influent channel. If a shutdown in excess of 4 hours is 

required to complete this work, the Contractor shall coordinate the 
shutdown with Owner and Engineer to align with the temporary shutdown 

of the Potomac Energy Center Power Station. This typically takes place 

once in the Spring season and once in the Fall season. Contractor shall make 

no claim for damages of any sort due to conflicts with Potomac Energy 
Center Power Station’s shutdown schedule. 

d. After isolation and dewatering, the Contractor shall coordinate work on the 

RAS wet wells influent channel to be conducted on a Saturday after 
operation of the Gravity Thickeners is finished. The Contractor shall have 

until Monday at 6:00 am, or another time agreed with the Owner and 

Engineer, to perform the work and restore service of the RAS/WAS 

pumping station.  
e. The Contractor shall be limited to two approved PSRs, no longer than four 

(4) hours in duration, each, to perform work in the RAS/WAS pump station 

influent channel. If additional time is needed to complete the work in the 
channel, the Contractor shall plug the 16-inch EPR (Equalized Plant 

Recycle) line at the manhole located on the southwest side of the Recycle 

Equalization Basin facility. The EPR line conveys the overflow from the 
Gravity Thickeners to the RAS wet wells influent channel. Refer to the 

Drawings Cover (Drawing G-000) for location of the Recycle Equalization 

Basin facility. Contractor shall make no claim for damages of any sort due 

to failing to perform work within the two allotted shutdowns. 
f. Shutdowns of the entire RAS/WAS pump station shall not be allowed for 

work to be performed in the RAS wet wells only. Work in the RAS wet 

wells shall be performed such that one wet well is taken out of service at a 
time. This will be performed by shutting the individual wet well influent 

slide gate. 



Work Covered by Contract Documents 

 

Town of Leesburg 01 11 13 - 5 B&V Project No. 422278 

RAS/WAS PS Improvements - Issued for Bid December 2025 

Hydrocyclones 

3. Modifications to existing PLC ACP-17B. 

a. Work shall be coordinated with the Instrumentation and Control System 

Supplier: M.C. Dean, Inc. Refer to the Instrumentation and Control System 

section. 

4. Modifications to existing MCC-17-26B. 

a. The MCC shall be de-energized prior to conducting work on it. Shutdown 

of the existing MCC shall be limited to the MCC-17-26B section. This 

shutdown shall be performed by opening the tie breaker for MCC-17-26 and 
opening the main breaker to the B side of MCC-17-26B. At no point shall 

deenergizing MCC-17-26A be permitted; the blowers, which are fed from 

MCC-17-26A shall be operating in normal mode during construction. 
b. To the extent feasible, shutdown of MCC-17-26B shall be scheduled with 

any shutdown of the RAS Pump Station influent channel and pumps. 

1.11 NOTICES TO OWNERS AND AUTHORITIES 

A. Contractor shall, as provided in the General Conditions, notify owners of adjacent 
property and utilities when execution of the Work may affect them. 

B. When it is necessary to temporarily deny access to property, or when any utility service 

connection must be interrupted, Contractor shall give notices sufficiently in advance to 
enable the affected persons to provide for their needs.  Notices shall conform to any 

applicable local ordinance and, whether delivered orally or in writing, shall include 

appropriate information concerning the interruption and instructions on how to limit 
inconvenience caused thereby. 

C. Utilities and other concerned agencies shall be notified at least 24 hours prior to cutting 

or closing streets or other traffic areas or excavating near underground utilities or pole 

lines. 

1.12 LINES AND GRADES 

A. All Work shall be done to the lines, grades, and elevations indicated on the Drawings. 

B. Basic horizontal and vertical control points will be established or designated by 
Engineer to be used as datums for the Work.  All additional survey, layout, and 

measurement work shall be performed by Contractor as a part of the Work. 

C. Contractor shall provide an experienced instrument person, competent assistants, and 

such instruments, tools, stakes, and other materials required to complete the survey, 
layout, and measurement work.  In addition, Contractor shall furnish, without charge, 

competent persons and such tools, stakes, and other materials as Engineer may require 

in establishing or designating control points, in establishing construction easement 
boundaries, or in checking survey, layout, and measurement work performed by 

Contractor. 
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D. Contractor shall keep Engineer informed, a reasonable time in advance, of the times and 
places at which it wishes to do Work, so that horizontal and vertical control points may 

be established and any checking deemed necessary by Engineer may be done with 

minimum inconvenience to Engineer and minimum delay to Contractor. 

E. Contractor shall remove and reconstruct work which is improperly located. 

1.13 ALLOWANCES 

A. The Contract Price includes allowances for certain portions of the Work as follows: 

1. Concrete crack repair 

2. Concrete surface repair 

3. Asphalt paving 

4. Concrete paving 

5. Concrete Sidewalk, Curb and Gutter 

B. Contractor shall cause the Work to be done by Suppliers or Subcontractors and for 

amounts satisfactory to Engineer. 

1.14 CONNECTIONS TO EXISTING FACILITIES 

A. Unless otherwise specified or indicated, Contractor shall make all necessary 

connections to existing facilities, including structures, drain lines, and utilities such as 

water, sewer, gas, telephone, and electric.  In each case, Contractor shall receive 
permission from Owner or the owning utility prior to undertaking connections.  

Contractor shall protect facilities against deleterious substances and damage. 

B. Connections to existing facilities which are in service shall be thoroughly planned in 
advance, and all required equipment, materials, and labor shall be on hand at the time of 

undertaking the connections.  Work shall proceed continuously (around the clock) if 

necessary to complete connections in the minimum time.  Operation of valves or other 

appurtenances on existing utilities, when required, shall be by or under the direct 
supervision of the owning utility. 

1.15 UNFAVORABLE CONSTRUCTION CONDITIONS 

A. During unfavorable weather, wet ground, or other unsuitable construction conditions, 
Contractor shall confine its operations to work which will not be affected adversely by 

such conditions.  No portion of the Work shall be constructed under conditions which 

would affect adversely the quality or efficiency thereof, unless special means or 

precautions are taken by Contractor to perform the Work in a proper and satisfactory 
manner. 
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1.16 CUTTING AND PATCHING 

A. As provided in General Conditions, Contractor shall perform all cutting and patching 

required for the Work and as may be necessary in connection with uncovering Work for 

inspection or for the correction of defective Work. 

B. Contractor shall perform all cutting and patching required for and in connection with 
the Work, including but not limited to the following: 

1. Removal of improperly timed Work. 

2. Removal of samples of installed materials for testing. 

3. Alteration of existing facilities. 

4. Installation of new Work in existing facilities. 

C. Contractor shall provide all shoring, bracing, supports, and protective devices necessary 
to safeguard all Work  and existing facilities  during cutting and patching operations.  

Contractor shall not undertake any cutting or demolition which may affect the structural 

stability of the Work or existing facilities without Engineer's concurrence. 

D. Materials shall be cut and removed to the extent indicated on the Drawings or as 
required to complete the Work.  Materials shall be removed in a careful manner, with 

no damage to adjacent facilities or materials.  Materials which are not salvable shall be 

removed from the site by Contractor. 

E. All Work and existing facilities affected by cutting operations shall be restored with 

new materials, or with salvaged materials acceptable to Engineer, to obtain a finished 

installation with the strength, appearance, and functional capacity required.  If 
necessary, entire surfaces shall be patched and refinished. 

 

1.17 CLEANING UP 

A. See General Conditions section 4.19. 

 

B. For additional waste management requirements, refer to the Construction Waste 
Management and Disposal section. 

1.18 APPLICABLE CODES  

A. References in the Contract Documents to local codes mean the following: 

1. Virginia Uniform Statewide Building Code (USBC) 

2. Virginia Construction Code, 2021 Edition 



Work Covered by Contract Documents 

 

Town of Leesburg 01 11 13 - 8 B&V Project No. 422278 

RAS/WAS PS Improvements - Issued for Bid December 2025 

Hydrocyclones 

3. International Building Code, 2021 Edition  

4. Virginia Mechanical Code, 2021 Edition  

5. Virginia Statewide Fire Prevention Code (VSFPC), 2021 Edition  

6. International Fire Code, 2021 Edition 

7. National Electrical Code, 2023 Edition (NFPA 70) 

8. Virginia Energy Conservation Code, 2021 Edition 

9. National Fire Protection Association NFPA 820, 2024 Edition 

10. Occupational Safety and Health Administration (OSHA) Standards 

11. Loudoun County, Virginia – Code of Ordinances 

12. Town of Leesburg Zoning Ordinance 

13. Town of Leesburg Design and Construction Standards Manual 

14. Virginia Sewage Collection and Treatment Regulations (9VAC25-790)  

B. Other standard codes which apply to the Work are designated in the Specifications. 

 

1.19  REFERENCE STANDARDS 

A. Reference to standards, specifications, manuals, or codes of any technical society, 

organization, or association, or to the laws or regulations of any governmental 
authority, whether such reference be specific or by implication, shall mean the latest 

standard specification, manual, code, or laws or regulations in effect at the time of 

opening of Bids (or on the effective date of the Contract or Agreement if there were no 

Bids), except as may be otherwise specifically stated in the Contract Documents.   

B. However, no provision of any referenced standard, specification, manual, or code, or 

any instruction of a Supplier, shall be effective to change the duties or responsibilities 

of Owner, Contractor, or  Engineer, or any of their subcontractors, consultants, agents, 
or employees from those set forth in the Contract Documents, nor shall  any such 

provision or instruction be effective to assign to Owner,  Engineer, or any of Engineer's 

Consultants, agents, or employees, any duty or authority to supervise or direct the 
performance of the Work or any duty or authority to undertake responsibility 

inconsistent with the provisions of the Contract Documents.  
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1.20 PRECONSTRUCTION CONFERENCE   

A. Prior to the commencement of Work at the Site, a preconstruction conference will be 

held at a mutually agreed time and place.  The conference shall be attended by: 

1. Contractor and its superintendent. 

2. Contractor’s waste management coordinator. 

3. Principal Subcontractors. 

4. Representatives of principal Suppliers and manufacturers as appropriate. 

5. Engineer and its Resident Project Representative. 

6. Representatives of Owner. 

7. Government representatives as appropriate. 

8. Others as requested by Contractor, Owner, or Engineer. 

B. Unless previously submitted to Engineer, Contractor shall bring to the conference a 

preliminary schedule for each of the following: 

1. Progress Schedule. 

2. Procurement schedule. 

3. Schedule of Values for progress payment purposes. 

4. Schedule of Shop Drawings and other submittals. 

C. The purpose of the conference is to designate responsible personnel and establish a 
working relationship.  Matters requiring coordination will be discussed and procedures 

for handling such matters established.  The agenda will include: 

1. Contractor's preliminary schedules. 

2. Transmittal, review, and distribution of Contractor's submittals.   

3. Processing Applications for Payment. 

4. Maintaining record documents. 

5. Critical Work sequencing. 

6. Field decisions and Change Orders. 

7. Use of premises, office and storage areas, security, housekeeping, and Owner's 

needs. 
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8. Major equipment deliveries and priorities. 

9. Contractor's assignments for safety and first aid. 

D. Engineer will preside at the conference and will arrange for keeping the minutes and 

distributing the minutes to all persons in attendance. 

1.21 PROGRESS MEETINGS 

A. Contractor shall schedule and hold regular progress meetings at least monthly and at 

other times as requested by Engineer or required by progress of the Work.  

Contractor, Engineer, and all Subcontractors active on the Site shall be represented at 
each meeting.  Contractor may at its discretion request attendance by representatives of 

its Suppliers, manufacturers, and other Subcontractors. 

B. Owner/Engineer shall preside at the meetings.  Meeting minutes shall be prepared and 
distributed by  Owner/Engineer .  The purpose of the meetings will be to review the 

progress of the Work, maintain coordination of efforts, discuss changes in scheduling, 

and resolve other problems which may develop. 

1.22 NONSMOKING BUILDING.   

A. Contractor’s personnel shall not smoke within the WPCF or within 25 feet of entrances 

for the WPCF.  This requirement shall be enforced from the beginning of construction. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

End of Section 
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SECTION 01 29 76 – PROGRESS PAYMENT PROCEDURES 

PART 1 - GENERAL 

1.1 SCOPE.   

A. This section covers methods of measurement and payment for items of Work under this 

Contract. 

1.2 GENERAL.   

A. The Contract Price shall cover all Work required by the Contract Documents.  All costs 

in connection with the proper and successful completion of the Work, including 
furnishing all materials, equipment, supplies, and appurtenances; providing all 

construction plant, equipment, and tools; and performing all necessary labor and 

supervision to fully complete the Work, shall be included in the unit and lump sum 
prices bid.  All Work not specifically set forth as a pay item in the Bid Form shall be 

considered a subsidiary obligation of Contractor and all costs in connection therewith 

shall be included in the prices bid. 

1.3 ESTIMATED QUANTITIES.   

A. All estimated quantities stipulated in the Bid or other Contract Documents are 

approximate and are to be used only (a) as a basis for estimating the probable cost of 

the Work and (b) for the purpose of comparing the Bids submitted for the Work.  The 
actual amounts of work done and materials furnished under unit price items may differ 

from the estimated quantities.  The basis of payment for work and materials will be the 

actual amount of work done and materials furnished.  Contractor agrees that it will 
make no claim for damages, anticipated profits, or otherwise on account of any 

difference between the amounts of work actually performed and materials actually 

furnished and the estimated amounts therefor. 

1.4 EXCAVATION AND TRENCHING.   

A. Except where otherwise specified, the unit or lump sum price bid for each item of Work 

which involves excavation or trenching shall include all costs for such Work.  No 

separate payment shall be made for excavation or trenching.  All trenching shall be 
unclassified as to materials which may be encountered, and trenches shall be 

unclassified as to depth.  All excavation work required for structures shall be 

unclassified as to materials which may be encountered; such excavation work shall be 

considered to be a subsidiary obligation of Contractor and the cost of such excavation 
shall be included in the prices bid for the structures. 

B. Resodding.   
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1. No separate payment shall be made in connection with resodding as specified or 
required.  All costs in connection with resodding shall be included in the cost of 

trenching. 

1.5 SIDEWALK REPAIR OR REPLACEMENT 

A. Work under this Contract does not specify the need to remove or replace existing 
sidewalks. Any costs involved in repairing or removal and replacement of existing 

sidewalks where damaged during the construction operations, shall be considered a 

subsidiary obligation of Contractor and shall be borne by Contractor. 

1.6 MISCELLANEOUS CONCRETE 

A. Concrete for total encasement shall be computed using the maximum allowable trench 

width (or pipe OD plus 24 inches where no maximum is specified), the minimum clear 
depth below the pipe, and the minimum cover over the pipe, less the volume occupied 

by the pipe itself. 

B. Unless otherwise authorized by Engineer, all additional concrete for encasement or 

blocking required outside the specified pay limits will be considered a subsidiary 
obligation of Contractor and no direct payment shall be made therefor. 

C. All concrete which is required in connection with manholes or structures, pavement or 

sidewalk replacement, and other pay items shall be included in the lump sum or unit 
price bid for the pay item. 

D. The unit price bid for miscellaneous concrete shall include concrete, reinforcing steel, 

forms, finishing, curing, and all other work or materials required to complete the 
concrete work. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

End of Section 
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SECTION 01 30 05 - ELECTRONIC COMMUNICATIONS 

PART 1 - – GENERAL 

1.1  WORK INCLUDED 

A. This section describes, in general, the electronic means for the administration of the Contract 

and Electronic Documents. The term Electronic Document means a Contract Document or 
project-related document that is generated, sent, received, or stored by electronic, optical, or 

similar means, including electronic data interchange, electronic mail, telegram, telex, or 

telecopy. 

1.2 GENERAL 

A. See General Conditions and Division 01, Work Covered by Contract Documents, which contain 

information and requirements that apply to the Work specified herein and are mandatory for this 
Project. 

1.3 SOFTWARE 

A. As described by this Section, the Contract will be administered electronically through Procore, 

the Owner’s project controls system software (Software). The Software resides on servers 
administered and maintained by Procore, under an agreement with the Owner. The Software is 

web-based and allows users to log in to transmit and receive information through an internet 

service provider. Any information that is posted or otherwise input by the Contractor is 
available for the Owner and Engineer to view, unless posted to a private folder with secure 

access for the exclusive use by the Contractor. 

B. The Contractor is responsible for ensuring functionality between the Contractor’s computer 
internet browser applications and the Software. 

C. The Owner will provide access to the Software for Contractor personnel via use of temporary 

passwords. Contractor’s use will be limited to the duration of this Contract only. At the 

Contractor’s request, the Owner can provide additional individual access rights to the Software 
for the Contractor’s use.  Within seven days of Notice to Proceed, the Contractor shall provide 

contact information including name, mailing address, telephone number, and electronic mail 

addresses for the persons in their employ that will be assigned access and use of the Software. 

1.4 COORDINATION WORKSHOP 

A. The Owner will schedule, and the Contractor shall attend a coordination workshop with the 

Contractor within seven days after the pre-construction conference. The purpose of this 

workshop will be to coordinate the Software’s use on the Project and to familiarize the 
Contractor and other defined users with the Software.  The workshop will not be a training 

session in the use of the Software. The Contractor shall bring their own computer(s) to the 
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workshop, which will be held at the Owner’s facility at 1385 Russell Branch Parkway SE in 
Leesburg. The workshop will provide an overview of how the Owner and Engineer will 

administer the Contract and will cover which modules within the Software will be used. 

1. Training for all users will be conducted at a later date. 

1.5 SOFTWARE IMPLEMENTATION 

A. Electronic Submissions: The Contractor shall submit the following via the Software: 

1. Submittals  

2. Requests for Clarification (RFCs) 

3. Schedules 

4. Transmittal Records 

5. Correspondence 

6. Notices of Intent to Claim and Notices of Claim 

7. Draft Payment Applications 

8. Proposals 

9. Shutdown Requests 

10. Asset Loader Updates 

11. Construction Photographs 

B. Electronic Postings: The Owner and Engineer will provide and post the following via the 
Software: 

1. Notices from the Owner and Engineer 

2. Submittal Review Comments 

3. RFC Responses 

4. Correspondence from the Owner and Engineer 

5. Permits 

6. Approved Shutdown Requests 

7. Written Determinations and Final Decisions 

8. Proposal Responses 
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9. Change Order Logs 

10. Punch Lists 

C. Other information as may be defined may be submitted and posted via the Software at the 

mutual agreement of the Contractor and Owner. 

D. The following submissions shall be transmitted outside of the software and as otherwise 
specified in the Contract Documents: Payment Applications, Change Orders, Work Change 

Directives, Requests for Proposal, Field Orders, submittals containing full size shop drawings 

and other information not specifically identified as Electronic Submissions or Electronic 
Postings.  The final versions of these documents will be uploaded into the Software. 

E. The Contractor shall be responsible for tracking information via the Software interface that is 

relevant to the Contractor’s Work. 

F. The requirements specified herein do not include administration or tracking of other information 

that the Contractor may find necessary in the course of their Work for the proper administration 

of their efforts and are not intended to limit these activities. The Contractor is responsible for 

the organization and administration of the Work. 

1.6 CONTRACT CLOSEOUT 

A. Upon issuance of the Notice of Final Completion by the Owner, and if requested by the 

Contractor, the Engineer will prepare and transmit to the Contractor a USB flash drive of the 
electronically maintained Project Records from the Software. The Contractor shall not have 

access to the Software after Final Completion. 

PART 2 - PRODUCTS (NOT USED).  

PART 3 - EXECUTION (Not Used). 

End of Section 
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SECTION 01 32 33 - PHOTOGRAPHIC DOCUMENTATION 

PART 1 - GENERAL 

1.1 CONSTRUCTION PHOTOGRAPHS BY CONTRACTOR.   

A. Contractor shall be responsible for the production of construction photographs as provided 

herein.  Engineer shall designate the subject of each photograph. 

B. Twenty-five (25) photographs of the entire site, or pertinent features thereof, shall be taken 

before the commencement of Work and promptly submitted to Engineer.  The same views shall 

be rephotographed upon completion of all construction activities and submitted with 
Contractor's application for final payment.  Twenty-five (25) additional photographs shall be 

made each month throughout the progress of the Work at such times as requested by Engineer, 

and submitted with Contractor's application for progress payment. 

C. All photographs shall be color digital, produced by a competent professional photographer.  

Contractor shall submit the photographs electronically via Procore (see the Electronic 

Communications section). Digital images shall be compiled with a descriptive index of the 

images.  

D. Engineer will transmit the digital files and one copy of the prints to Owner. 

1.2 CONSTRUCTION PHOTOGRAPHS BY OWNER.   

A. Owner shall be responsible for the production of all construction photographs. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

End of Section 
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SECTION 01 33 00 - SUBMITTAL PROCEDURES 

PART 1 - GENERAL 

1.1 SHOP DRAWINGS AND ENGINEERING DATA. 

A. General.   

1. The Project has been designed by Engineer and Engineer will perform design-intent 
reviews of submittals. Submittal Transmittal shall be per the Electronic Communications 

Section. 

2. Shop Drawings and engineering data (submittals) covering all equipment and all 
fabricated components and building materials which will become a permanent part of the 

Work under this Contract shall be submitted to Engineer and Owner for review, as 

required.  Submittals shall verify compliance with the Contract Documents, and shall 
include drawings and descriptive information in sufficient detail to show the kind, size, 

arrangement, and the operation of component materials and devices; the external 

connections, anchorages, and supports required; the performance characteristics; and 

dimensions needed for installation and correlation with other materials and equipment.   

3. Each submittal shall cover items from only one section of the specification unless the 

item consists of components from several sources.  Contractor shall submit a complete 

initial submittal including all components.  When an item consists of components from 
several sources, Contractor's initial submittal shall be complete including all components. 

4. All submittals, regardless of origin, shall be approved by Contractor and clearly identified 

with the name and number of this Contract, Contractor's name, and references to 
applicable specification paragraphs and Contract Drawings.  Each copy of all submittals, 

regardless of origin, shall be stamped or affixed with an approval statement of 

Contractor.  Each submittal shall indicate the intended use of the item in the Work.  

When catalog pages are submitted, applicable items shall be clearly identified and 
inapplicable data crossed out.  The current revision, issue number, and date shall be 

indicated on all drawings and other descriptive data. 

5. Contractor shall be solely responsible for the completeness of each submittal.  
Contractor's stamp or affixed approval statement of a submittal, per Figure 01 33 00 F1, 

is a representation to Owner  and Engineer that Contractor accepts sole responsibility for 

determining and verifying all field measurements, quantities, dimensions, specified 

performance and design criteria, installation requirements, materials, catalog numbers, 
and similar information with respect thereto, and that Contractor has reviewed and 

coordinated each submittal with other Shop Drawings and with the requirements of the 

Work and the Contract Documents. 

6. All deviations from the requirements of the Contract Documents shall be identified as 

deviations on each submittal and shall be tabulated in Contractor's letter of transmittal 

using Figure 01 33 00 F2.  Such submittals shall, as pertinent to the deviation, indicate 
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essential details of all changes proposed by Contractor (including modifications to other 
facilities that may be a result of the deviation) and all required piping and wiring 

diagrams. 

7. For electronic submittals, drawings and the necessary data shall be submitted 

electronically to  Engineer as specified below.    Submittal documents shall be in color to 
facilitate use of red line markups.   

a. All electronic files shall be in Portable Document Format (PDF) as generated by 

Adobe Acrobat Professional Version 7.0 or higher.  
b. The PDF file(s) shall be fully indexed using the Table of Contents, searchable with 

thumbnails generated.  PDF images must be at a readable resolution.   

c. For most documents, they should be scanned or generated at 300 dots per inch 
(dpi).  Use of higher resolution is acceptable with Owner and  Engineer  approval.   

d. Optical Character Recognition (OCR) capture must be performed on these images 

so that text can be searched, selected and copied from the generated PDF file.   

e. The PDF documents shall have a bookmark created in the navigation frame for 
each major entry (“Section” or “Chapter”) in the Table of Contents.   

f. Thumbnails shall be generated for each page or graphic in the PDF file.    

g. The opening view for each PDF document shall be as follows: 
1) Initial View:  Bookmarks and Page 

2) Magnification:  Fit In Window 

3) The file shall open to Contractor’s transmittal letter, with bookmarks to the 
left.  The first bookmark shall be linked to the Table of Contents. 

h. PDF document properties shall include the submittal number for the document title 

and Contractor’s name for the author. 

i. Electronic submittal file sizes shall be limited to 10 MB.  When multiple files are 
required for a submittal the least number of files possible shall be created. 

8. Contractor shall post submittals and retrieve Engineer's  submittal review comments 

through the Project website accessible through the Internet.  Instruction on procedures for 
posting and retrieving submittals will be provided after award of the Contract. 

9. Facsimiles (fax) will not be acceptable.  Submittals will not be accepted from anyone but 

Contractor.  Submittals shall be consecutively numbered in direct sequence of submittal 

and without division by subcontracts or trades. 

B. Engineer's  Review of Submittals.   

1. Engineer's   review of submittals covers only general conformity to the Drawings and 

Specifications, external connections, and dimensions that affect the layout; it does not 
indicate thorough review of all dimensions, quantities, and details of the material, 

equipment, device, or item covered.  Engineer's  review shall not relieve Contractor of 

sole responsibility for errors, omissions, or deviations in the drawings and data, nor of 
Contractor's sole responsibility for compliance with the Contract Documents. 

2. Engineer's  submittal review period shall be 14 consecutive calendar days and shall 

commence on the first calendar day following receipt of the submittal or resubmittal in 

Engineer's office.  
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3. The time required to mail the submittal or resubmittal back to Contractor shall not be 
considered a part of the submittal review period. 

4. When the drawings and data are returned with review status "NOT ACCEPTABLE" or 

"RETURNED FOR CORRECTION", the corrections shall be made as instructed by 

Engineer.    

a. If submittals are made electronically, the corrected drawings and data shall be 

resubmitted through the Project website, per the Electronic Communications 

section.   
b. Resubmittals by facsimile or e-mail will not be accepted.  When the drawings and 

data are returned with review status "EXCEPTIONS NOTED", "NO 

EXCEPTIONS NOTED", or "RECORD COPY", no additional copies need be 
furnished unless specifically requested by Engineer. 

C. Resubmittal of Shop Drawings and Data.   

1. Contractor shall accept full responsibility for the completeness of each resubmittal.  

Contractor shall verify that all corrected data and additional information previously 
requested by Engineer  are provided on the resubmittal.  Resubmittals shall be in an 

organized and consistent format. 

2. When corrected copies are resubmitted, Contractor shall direct specific attention to all 
revisions in writing and shall list separately any revisions made other than those called 

for by Engineer  on previous submittals.  Requirements specified for initial submittals 

shall also apply to resubmittals.  Resubmittals shall bear the number of the first submittal 
followed by a letter (A, B, etc.) or a unique identification that indicates the initial 

submittal and correct sequence of each resubmittal. 

3. If more than one resubmittal is required because of failure of Contractor to provide all 

previously requested corrected data or additional information, Contractor shall reimburse 
Owner for the charges of Engineer  for review of the additional resubmittals.  This does 

not include initial submittal data such as shop tests and field tests that are submitted after 

initial submittal. 

 

4. Resubmittals shall be made within 60 days of the date of the letter returning the material 

to be modified or corrected, unless within 30 days Contractor submits an acceptable 
request for an extension of the stipulated time period, listing the reasons the resubmittal 

cannot be completed within that time. 

5. The need for more than one resubmittal, or any other delay in obtaining   Engineer's 
review of submittals, will not entitle Contractor to extension of the Contract Times unless 

delay of the Work is the direct result of a change in the Work authorized by a Change 

Order or failure of Engineer  to review and return any submittal to Contractor within the 

specified review period. 

D. Color Selection.   
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1. Contractor shall submit samples of colors and finishes for all accepted products before 
Engineer will coordinate the selection of colors and finishes with Owner.  Engineer will 

prepare a schedule of finishes that includes the colors and finishes selected for both 

manufactured products and for surfaces to be field painted or finished and will furnish 

this schedule to Contractor within 60 days after the date of acceptance of the last color or 
finish sample. 

1.2 OPERATION AND MAINTENANCE DATA AND MANUALS.   

A. Adequate operation and maintenance information shall be supplied for all equipment requiring 
maintenance or other attention.  The equipment Supplier shall prepare a Project specific 

operation and maintenance manual for each type of equipment indicated in the individual 

equipment sections or the equipment schedule.  

B. Unless otherwise agreed by Engineer, the operation and maintenance manual for each type of 

equipment shall only be submitted for review following completion of review of all shop 

drawings and engineering data pertaining to that equipment. 

C. Parts lists and operating and maintenance instructions shall be furnished for other equipment not 
listed in the individual equipment sections or the equipment schedule. 

D. Operation and maintenance manuals shall include the following: 

1. Equipment function, normal operating characteristics, and limiting conditions. 

2. Assembly, installation, alignment, adjustment, and checking instructions. 

3. Operating instructions for startup, routine and normal operation, regulation and control, 

shutdown, and emergency conditions. 

4. Lubrication and maintenance instructions. 

5. Guide to troubleshooting. 

6. Parts lists and predicted life of parts subject to wear. 

7. Outline, cross section, and assembly drawings; engineering data; and wiring diagrams. 

8. Test data and performance curves, where applicable. 

E. The operation and maintenance manuals shall be in addition to any instructions or parts lists 

packed with or attached to the equipment when delivered, or which may be required by 
Contractor. 

F. Hard copy and Electronic Manuals 

1. Each manual shall be submitted to Engineer  prior to the date of shipment of the 

equipment.   
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2. When the O&M manuals are returned with the review status "RETURNED FOR 
CORRECTION", the corrections shall be made as instructed by Engineer, and  returned 

to Engineer.   

3. After review by Engineer, is complete three hard copies and one electronic copy of each 

operation and maintenance manual shall be prepared and delivered to Engineer not later 
than 30 days prior to placing the equipment in operation.   

4. The electronic copies shall be submitted through the Project website per the Electronic 

Communications section, and will be reviewed for content and organization and assigned 
a review status by Engineer .  When corrections are required, a corrected version of the 

electronic copy shall be resubmitted.    

5. Procedures for submission of the electronic copy will be provided after award of the 
Contract.   

6. The completed O&M manual shall be filed to the Project website per the Electronic 

Communications section. 

G. All material shall be marked with Project identification, and inapplicable information shall be 
marked out or deleted. 

H. Shipment of equipment will not be considered complete until all required manuals and data 

have been received. 

 

I. Hard Copy Operation and Maintenance Manual Requirements.   

1. Hard copies submitted for review shall be temporarily bound in heavy paper covers 
bearing suitable identification.  All manuals and other data shall be printed on heavy, first 

quality 8-1/2 x 11 inch paper, with standard three-hole punching.  Drawings and 

diagrams shall be reduced to 8-1/2 x 11 inches or 11 x 17 inches.   

2. Where reduction is not practicable, larger drawings shall be folded separately and placed 

in envelopes, which are bound into the manuals.  Each envelope shall be suitably 

identified on the outside.   

3. Each volume containing data for three or more items of equipment shall include a table of 

contents and index tabs.   

4. The final hard copy of each manual shall be prepared and delivered ✓ in substantial, 

permanent, three-ring or three-post binders ✓ in heavy paper covers ✓ with a table of 
contents and suitable index tabs. 
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J. Electronic Operation and Maintenance Manual Requirements.   

1. Electronic manuals shall be in Adobe Acrobat’s Portable Document Format (PDF), and 

shall be prepared at a resolution between 300 and 600 dots per inch (dpi), depending on 

document type.   

2. Optical Character Recognition (OCR) capture shall be performed on these documents.  
OCR settings shall be performed with the “original image with hidden text” option in 

Adobe Acrobat Exchange. 

3. File size shall be limited to 10 MB.  A single PDF file greater than 10 MB may only be 
submitted if acceptable to Owner.  When multiple files are required the least number of 

files possible shall be created.   

4. File names shall be in the format OMXXXXXX-YYYZ-V.pdf, where XXXXXX is the 
six digit number corresponding to the specification section, YYY is a three digit O&M 

manual number, e.g. 001, Z is the letter signifying a resubmittal, A, B, C, etc., and V is a 

number used only when more than one 10 MB file is required for an O&M manual. 

5. Documents prepared in PDF format shall be processed as follows:  

a. Pages shall be searchable (processed for optical character recognition) and indexed 

when multiple files are required. 

b. Pages shall be rotated for viewing in proper orientation.  
c. A bookmark shall be provided in the navigation frame for each entry in the Table 

of Contents.  

d. Embedded thumbnails shall be generated for each completed PDF file.  
e. The opening view for PDF files shall be as follows: 

1) Initial View:  Bookmarks and Page  

2) Page Number:  Title Page (usually Page 1) 

3) Magnification:  Set to Fit in Window 
4) Page:  Single Page  

f. Where the bookmark structure is longer than one page the bookmarks shall be 

collapsed to show the chapter headings only.  
g. When multiple files are required the first file of the series (the parent file) shall list 

every major topic in the Table of Contents.  The parent file shall also include 

minor headings bookmarked based on the Table of Contents.  Major headings, 

whose content is contained in subsequent files (children) shall be linked to be 
called from the parent to the specific location in the child file.  The child file shall 

contain bookmark entries for both major and minor headings contained in the child 

file.  The first bookmark of any child file shall link back to the parent file and shall 
read as follows "Return to the Equipment Name Table of Contents", e.g. Return to 

the Polymer Feed System Table of Contents.  

h. Drawings shall be bookmarked individually.  
i. Files shall be delivered without security settings to permit editing, insertion and 

deletion of material to update the manual provided by the manufacturer.   
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K. Labeling  

1. As a minimum, the following information shall be included on all final O&M manual 

materials, including CD-ROM disks, jewel cases, and hard copy manuals: 

a. Equipment name and/or O&M title spelled out in complete words. 

b. Project Name.  
c. Owner Project/Contract Number. 

d. Specification Section Number.  Example:  “Section 43 25 13.23” 

e. Manufacturer’s name. 
f. File Name and Date.   

2. Label example: 

Backwash Pump Operation and Maintenance Manual 

Somewhere Plant Expansion 

Project/Contract No. ____ 

Specification Section 43 25 13.23 

Manufacturer 

OM432513.23-001.pdf, 2/25/25 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

End of Section  
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                                 SUBMITTAL No. ________ 
                                                                   SECTION ______________ 

                                                   Do not combine multiple sections together 

                                                                                                                                           unless required by specifications.  
 
                                                  (Contractor's Letterhead) 

 

SUBMITTAL IDENTIFICATION & 
CONTRACTOR'S APPROVAL STATEMENT 

 

DATE:     ____________     COPIES ____________     DRAWING SHEET NO._______ 
 

Description submittal contents: ____________________________________________ 
Location:    ____________________________________________________________ 
Manufacturer___________________________________________________________ 
Subcontractor or Supplier (Optional) ________________________________________ 
 
REMARKS:  ___________________________________________________________  
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______ 
 
 
CONTRACTOR'S APPROVAL 
 
(       Construction Company        ) has reviewed and coordinated the submitted documentation 
and verifies that the equipment and material meet the requirements of the Work and the 
Contract Documents.  We accept sole responsibility for determining and verifying all 
quantities, dimensions, field construction criteria, materials, catalog numbers, and 
similar data contained in the submittal as required by the Contract Documents. 
 
Deviations:  □  None       □  Yes (See attached Figure 2-01 33 00 for written description) 
 
Approved By: ____________________      Date:  ________________ 
 
This approval does not release subcontractor / vendor from the contractual responsibilities.  
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                                 SUBMITTAL No. ________ 
                                                                   SECTION ______________ 

                                                   Do not combine multiple sections together 

                                                                                                                                           unless required by specifications. 
 

          
 

                                                  (Contractor's Letterhead) 
 

SUBMITTAL IDENTIFICATION & 
CONTRACTOR'S APPROVAL STATEMENT 

 

DATE:     ____________     COPIES ____________     DRAWING SHEET NO._______ 
 

Description submittal contents: ____________________________________________ 
Location:    ____________________________________________________________ 
Manufacturer___________________________________________________________ 
Subcontractor or Supplier (Optional) ________________________________________ 
 
DEVIATIONS 
______________________________________________________________________  
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________
______________________________________________________________________ 
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SECTION 01 42 13 - ABBREVIATIONS AND ACRONYMS 

PART 1 - GENERAL 

1.1 LIST OF ABBREVIATIONS.   

A. Abbreviations for standards and organizations used in the Contract Documents are defined as 

follows: 

 

AA Aluminum Association 

AABC Associated Air Balance Council 

AAMA Architectural Aluminum Manufacturers Association 

AASHTO American Association of State Highway and Transportation          Officials 

ABMA American Bearing Manufacturers Association 

ACI American Concrete Institute 

ACPA American Concrete Pipe Association 

AEIC Association of Edison Illuminating Companies 

AFBMA Antifriction Bearing Manufacturers Association now recognized as the ABMA 

AFPA American Forest & Paper Association 

AGA American Gas Association 

AGMA American Gear Manufacturers Association 

AHA American Hardboard Association 

AHRI  Air-Conditioning, Heating and Refrigeration Institute 

AISC American Institute of Steel Construction 

AISI American Iron and Steel Institute 

AITC American Institute of Timber Construction 

AMCA Air Movement and Control Association International 

ANSI American National Standards Institute 
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APA Engineered Wood Association (formerly American Plywood Association) 

API American Petroleum Institute 

AREMA American Railway Engineers and Maintenance-of-Way Association 

ASAHC American Society of Architectural Hardware Consultants 

ASCE American Society of Civil Engineers 

ASHRAE American Society of Heating, Refrigerating, and Air-Conditioning Engineers 

ASME American Society of Mechanical Engineers 

ASSE American Society of Sanitary Engineers 

ASTM ASTM International 

AWG American Wire Gauge 

AWI Architectural Woodwork Institute 

AWPA American Wood-Preservers' Association 

AWS American Welding Society 

AWWA American Water Works Association 

BHMA Builders Hardware Manufacturers Association 

BIA Brick Institute of America (formerly SCPI) 

CDA Copper Development Association 

CISPI Cast Iron Soil Pipe Institute 

CMAA Crane Manufacturers Association of America 

CRA California Redwood Association 

CRSI Concrete Reinforcing Steel Institute 

CS Commercial Standard (U.S. Department of Commerce) 

DHI Door and Hardware Institute 

DIPRA Ductile Iron Pipe Research Association 

EEI Edison Electric Institute 
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EJCDC Engineers' Joint Contract Documents Committee 

EPA Environmental Protection Agency 

FCC Federal Communications Commission 

FCI Fluid Controls Institute 

Fed Spec Federal Specification 

FGMA Flat Glass Marketing Association 

FHWA Federal Highway Administration 

FIA Factory Insurance Association 

FM Factory Mutual 

FSA Fluid Sealing Association 

HEI Heat Exchange Institute 

HMI Hoist Manufacturers Institute 

HPMA Hardwood Plywood Manufacturers Association 

HTI Hand Tools Institute 

I-B-R Institute of Boiler and Radiator Manufacturers 

IEEE Institute of Electrical and Electronics Engineers 

IBC International Building Code 

IES Illuminating Engineering Society 

IFI Industrial Fasteners Institute 

IPCEA Insulated Power Cable Engineers Association 

IRI Industrial Risk Insurers 

ISA International Society of Automation 

LEED Leadership in Energy and Environmental Design 

MHI Materials Handling Institute 

MIL Military Specification 
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MMA Monorail Manufacturers Association 

MSS Manufacturers Standardization Society  

NAAMM National Association of Architectural Metals Manufacturers 

NACE NACE International 

NBBPVI  National Board of Boiler and Pressure Vessel Inspectors 

NBS See NIST 

NCSPA National Corrugated Steel Pipe Association 

NEBB National Environmental Balancing Bureau 

NEC National Electrical Code 

NECA National Electrical Contractors Association 

NEII National Elevator Industry, Inc.  

NEMA National Electrical Manufacturers Association 

NFPA National Fire Protection Association 

NIST National Institute of Standards and Technology (formerly   NBS) 

NLA National Lime Association 

NPC National Plumbing Code 

NPT National Pipe Thread 

NRMCA National Ready Mixed Concrete Association 

NSC National Safety Council 

NSF NSF International (formerly National Sanitation Foundation) 

NTMA National Terrazzo and Mosaic Association 

NWMA National Woodwork Manufacturers Association 

OSHA Occupational Safety and Health Administration 

PCA Portland Cement Association 

PCI Precast/Prestressed Concrete Institute 
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PS Product Standard 

RIS Redwood Inspection Service 

SAE SAE International 

SDI Steel Door Institute 

SFPA Southern Forest Products Association 

SI Systéme International des Unités (International System of   Units) 

SIGMA Sealed Insulating Glass Manufacturers Association 

SJI Steel Joist Institute 

SMA Screen Manufacturers Association 

SMACNA Sheet Metal and Air Conditioning Contractors National Association 

SPFA Steel Plate Fabricators Association 

SPI Society of the Plastics Industry 

SPTA Southern Pressure Treaters Association 

SSFI Scaffolding, Shoring & Forming Institute, Inc 

SSPC SSPC: The Society for Protective Coatings 

TABB Testing, Adjusting, and Balancing Bureau 

UL Underwriters' Laboratories 

USBR U.S. Bureau of Reclamation 

USGBC U.S. Green Building Council 

WEF Water Environment Federation 

 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

 

End of Section 
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SECTION 01 50 00 - TEMPORARY FACILITIES AND CONTROLS 

PART 1 - GENERAL 

1.1 UNITS OF MEASUREMENT.   

A. When both inch-pound (English) and SI (metric) units of measurement are specified herein, the 

values expressed in inch-pound units shall govern. 

1.2 WATER.   

A. All water required for and in connection with the Work to be performed will be furnished by 

Owner in the vicinity of the Site without charge to Contractor, provided: 

1. Contractor shall procure such water in the location and in the manner designated 

by Engineer. 

2. Contractor at its own expense shall make authorized connections and provide means for 
delivering the water to the Site. 

3. Contractor shall provide adequately against waste and needless use of water. 

1.3 POWER.   

A. Power for  heating, lighting, and operation of Contractor's plant and equipment in connection 
with the Work to be done under this Contract shall be provided by Owner without charge to 

Contractor, subject to the following conditions: 

1. The existing heating system  will remain in operation and may be utilized by Contractor 
to the extent available. 

2. Existing lighting systems may be utilized by Contractor to the extent available.  Any 

necessary additional or temporary lighting systems shall be provided by Contractor at no 
additional cost to Owner. 

3. Power will be available at existing power panels at the locations indicated on the 

drawings. 

4. Power will be available at: 

a. 120 volts, 60 Hz, single phase 

b. 240  volts, 60 Hz, 3 phase  

c. 480  volts, 60 Hz, 3 phase 
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5. Contractor at its own expense shall make authorized connections to the existing power 
sources and shall extend temporary service lines to the required areas.  Temporary wiring 

shall conform to Article 590 of the NEC. 

6. Contractor shall at all times provide adequately against waste and needless use of power.  

Electrical power shall be used only in such quantities as will not interfere with Owner's 
requirements, and care shall be taken not to overload the existing facilities.  Contractor 

shall provide any additional or temporary electrical power or power of other voltages it 

may require for prosecution of the Work. 

B. These provisions shall not be construed as a guarantee by Owner of the uninterrupted 

continuation of power, and interruptions beyond the control of Owner shall not be reason for 

claims for additional costs nor for extensions of time.  Contractor shall provide, at no additional 
cost to Owner, any necessary power required for prosecution of the Work during such 

interruptions. 

1.4 VOICE AND DATA SERVICES.    

A. Contractor shall make all necessary arrangements and pay all installation charges for voice and 
data lines in its offices at the Site and shall provide all telephone instruments.    

B. Data service shall consist of a dedicated data line with symmetrical bandwidth equivalent to a 

standard T1 line (1.4 MB/s or greater) with at least one static IP address dedicated for the 
exclusive use of the Resident Project Representative’s office.  Service shall be similar to DSL or 

Cable Modem data service.  The data line shall be terminated in the office space provided for 

the Resident Project Representative in a wall mounted RJ-45 jack.   

 

1.5 PARKING.    

A. Contractor shall provide and maintain suitable parking areas for the use of all workers and 
others performing work or furnishing services in connection with the Project, as required to 

avoid any need for parking personal vehicles where they may interfere with public traffic, 

Owner's operations, or construction activities. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

End of Section 
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SECTION 01 61 00 - GENERAL EQUIPMENT STIPULATIONS 

PART 1 - GENERAL 

1.1 SCOPE.   

A. When an equipment specification section in this Contract references this section, the equipment 

shall conform to the general stipulations set forth in this section, except as otherwise specified 
in other sections. 

1.2 COORDINATION.   

A. Contractor shall coordinate all details of the equipment with other related parts of the Work, 
including verification that all structures, piping, wiring, and equipment components are 

compatible.  Contractor shall be responsible for all structural and other alterations in the Work 

required to accommodate equipment differing in dimensions or other characteristics from that 
contemplated in the Drawings or Specifications. 

1.3 MANUFACTURER'S EXPERIENCE.   

A. Unless specifically named in the Specifications, a manufacturer shall have furnished equipment 

of the type and size specified which has been in successful operation for not less than the past 
5 years. 

1.4 WORKMANSHIP AND MATERIALS.   

A. Contractor shall guarantee all equipment against faulty or inadequate design, improper assembly 
or erection, defective workmanship or materials, and leakage, breakage, or other failure.  

Materials shall be suitable for service conditions. 

B. All equipment shall be designed, fabricated, and assembled in accordance with recognized and 
acceptable engineering and shop practice.  Individual parts shall be manufactured to standard 

sizes and thicknesses so that repair parts, furnished at any time, can be installed in the field.  

Like parts of duplicate units shall be interchangeable.  Equipment shall not have been in service 

at any time prior to delivery, except as required by tests. 

C. Except where otherwise specified, structural and miscellaneous fabricated steel used in 

equipment shall conform to AISC standards.  All structural members shall be designed for 

shock or vibratory loads.   Unless otherwise specified, all steel which will be submerged, all or 
in part, during normal operation of the equipment shall be at least 1/4 inch  thick.  When 

dissimilar metal components are used, consideration shall be given to prevention of galvanic 

corrosion. 
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1.5 STRUCTURAL DESIGN REQUIREMENTS.   

A. All equipment, including non-structural components and non-building structures as defined in 

ASCE 7, and their anchorage, shall be designed and detailed in accordance with the 

Meteorological and Seismic Design Criteria section. 

1.6 LUBRICATION.   

A. Equipment shall be adequately lubricated by systems which require attention no more 

frequently than weekly during continuous operation.  Lubrication systems shall not require 

attention during startup or shutdown and shall not waste lubricants. 

B. Lubricants of the types recommended by the equipment manufacturer shall be provided in 

sufficient quantities to fill all lubricant reservoirs and to replace all consumption during testing, 

startup, and operation prior to acceptance of equipment by Owner.  Lubricants for equipment 
where the lubricants may come in contact with water before or during a potable water treatment 

process or with potable water, shall be food grade lubricants.  This includes lubricants for 

equipment not normally in contact with water, but where accidental leakage of the lubricants 

may contaminate the water. 

C. Lubrication facilities shall be convenient and accessible.  Oil drains and fill openings shall be 

easily accessible from the normal operating area or platform.  Drains shall allow for convenient 

collection of waste oil in containers from the normal operating area or platform without 
removing the unit from its normal installed position. 

1.7 ELEVATION.   

A. The elevation of the site shall be as indicated in the Meteorological and Seismic Design Criteria 
section.  All equipment furnished shall be designed to meet stipulated conditions and to operate 

satisfactorily at the specified elevation. 

1.8 ELECTRIC MOTORS.   

A. Unless otherwise specified, motors furnished with equipment shall meet the requirements 
specified in Common Motor Requirements for Process Equipment section or specified in 

specific equipment sections. 

1.9 DRIVE UNITS.   

A. The nominal input horsepower  rating of each gear or speed reducer shall be at least equal to the 

nameplate horsepower of the drive motor.  Drive units shall be designed for 24 hour continuous 

service. 

B. Gearmotors.   
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1. The use of gearmotors sharing an integral housing or cutgears into the motor output shaft, 
or that require removal of lubricant from the gear reducer to change out the motor will 

not be acceptable. 

C. Gear Reducers.   

1. Each gear reducer shall be a totally enclosed unit with oil or grease lubricated, rolling 
element, antifriction bearings throughout. 

D. Unless superseded by individual specification requirements each helical, spiral bevel, 

combination bevel-helical, and worm gear reducers shall have a service factor of at least 1.50 
based on the nameplate horsepower of the drive motor.  Cycloidal gear reducers shall have a 

service factor of at least 2.0 based on the nameplate horsepower of the drive motor.  

Shaft-mounted and flange-mounted gear reducers shall be rated AGMA Class III.  Helical gear 
reducers shall have a gear strength rating to catalog rating of 1.5.  Each gear reducer shall be 

designed and manufactured in compliance with applicable most current AGMA standards, 

except the L10 bearing life shall be 200, 000 hours. 

E. The thermal horsepower rating of each unit shall equal or exceed the nameplate horsepower of 
the drive motor.  During continuous operation, the maximum sump oil temperature shall not rise 

more than 100°F above the ambient air temperature in the vicinity of the unit and shall not 

exceed 200°F. 

F. Each grease lubricated bearing shall be installed in a bearing housing designed to facilitate 

periodic regreasing of the bearing by means of a manually operated grease gun.  Each bearing 

housing shall be designed to evenly distribute new grease, to properly dispose of old grease, and 
to prevent overgreasing of the bearing.  The use of permanently sealed, grease lubricated 

bearings will not be acceptable in large sized reducers. In small reducers, similar to basin 

equipment, permanently sealed grease lubricated bearings rated L10 200,000 hour life may be 

provided at the manufacturer’s option.  An internal or external oil pump and appurtenances shall 
be provided if required to properly lubricate oil lubricated bearings.  A dipstick or a sight glass 

arranged to permit visual inspection of lubricant level shall be provided on each unit. 

G. Gear reducers which require the removal of parts or the periodic disassembly of the unit for 
cleaning and manual regreasing of bearings will not be acceptable. 

H. Certification shall be furnished by the gear reducer manufacturer indicating that the intended 

application of each unit has been reviewed in detail by the manufacturer and that the unit 

provided is fully compatible with the conditions of installation and service. 

I. Adjustable Speed Drives.   

1. Each mechanical adjustable speed drive shall have a service factor of at least 1.75 at 

maximum speed based on the nameplate horsepower of the drive motor.  A spare belt 
shall be provided with each adjustable speed drive unit employing a belt for speed 

change.  Unless specifically permitted by the detailed equipment specifications, bracket 

type mounting will not be acceptable for variable speed drives. 

J. V-Belt Drives.   
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1. Each V-belt drive shall include a sliding base or other suitable tension adjustment.  V-belt 
drives shall have a service factor of at least 1.75 at maximum speed based on the 

nameplate horsepower of the drive motor. 

1.10 SAFETY GUARDS.   

A. All belt or chain drives, fan blades, couplings, and other moving or rotating parts shall be 
covered on all sides by a safety guard.  Safety guards shall be fabricated from 16 USS gage  

thick or thicker galvanized, aluminum-clad sheet steel, or stainless sheet steel or from 1/2 inch 

mesh galvanized expanded metal, or pultrusion molded UV resistant materials. Each safety 
guard shall be reinforced or shaped to provide suitable strength to prevent vibration and 

deflection and shall comply with OSHA.  Each guard shall be designed for easy installation and 

removal.  All necessary supports and accessories shall be provided for each guard.  Supports 
and accessories, including bolts, shall be galvanized.  All safety guards in outdoor locations 

shall be designed to prevent the entrance of rain and dripping water. 

1.11 ANCHOR BOLTS.   

A. Equipment suppliers shall design and detail suitable anchor bolts for each item of equipment.  
Anchor bolts shall be designed for all operating conditions of the equipment, including wind 

and seismic loadings when applicable.  Wind and seismic loads shall be as indicated in the 

Meteorological and Seismic Design Criteria section. 

B. Requirements for anchor bolt type, material, and minimum diameter shall be as indicated in the 

Anchorage in Concrete and Masonry section. 

C. Anchor bolts, together with templates or setting drawings, shall be delivered sufficiently early 
to permit setting the anchor bolts when the structural concrete or masonry grout is placed. 

D. Unless otherwise indicated or specified, anchor bolts for items of equipment mounted on 

baseplates shall be long enough to permit 1-1/2 inches of grout beneath the baseplate and to 

provide adequate anchorage into structural concrete. 

1.12 EQUIPMENT BASES.   

A. Unless otherwise indicated or specified, all equipment shall be installed on concrete bases at 

least 6 inches.  Cast iron or welded steel baseplates shall be provided for pumps, compressors, 
and other equipment.  Each unit and its drive assembly shall be supported on a single baseplate 

of neat design.  Baseplates shall have pads for anchoring all components, and adequate grout 

holes.  Baseplates for pumps shall have a means for collecting leakage and a threaded drain 

connection.  Baseplates shall be anchored to the concrete base with suitable anchor bolts and the 
space beneath filled with grout as specified in the Grouting section. 
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1.13 SPECIAL TOOLS AND ACCESSORIES.   

A. Equipment requiring periodic repair and adjustment shall be furnished complete with all special 

tools, instruments, and accessories required for proper maintenance.  Equipment requiring 

special devices for lifting or handling shall be furnished complete with those devices. 

1.14 SHOP PAINTING.  

A. All iron and steel surfaces of the equipment shall be protected with suitable protective coatings 

applied in the shop.  Surfaces of the equipment that will be inaccessible after assembly shall be 

protected for the life of the equipment.  Coatings shall be suitable for the environment where the 
equipment is installed.  Exposed surfaces shall be finished, thoroughly cleaned, and filled as 

necessary to provide a smooth, uniform base for painting.  Electric motors, speed reducers, 

starters, and other self-contained or enclosed components shall be shop primed or finished with 
an epoxy or polyurethane enamel or universal type primer suitable for top coating in the field 

with a universal primer and aliphatic polyurethane system. 

B. Surfaces to be coated after installation shall be prepared for painting as recommended by the 

paint manufacturer for the intended service, and then shop painted with one or more coats of a 
universal primer. 

C. Machined, polished, and nonferrous surfaces which are not to be painted shall be coated with 

rust-preventive compound as recommended by the equipment manufacturer. 

1.15 PREPARATION FOR SHIPMENT.   

A. Equipment shall be prepared for shipment as specified in the Product Delivery Requirements 

section. 

1.16 STORAGE.  

A. Handling and storage of equipment shall be as specified in the Product Storage and Handling 

Requirements section. 

1.17 INSTALLATION AND OPERATION.    

A. Installation and operation shall be as specified in respective equipment sections and the Startup 

Requirements section. 

1.18 OBSERVATION OF PERFORMANCE TESTS.   

A. Where the Specifications require the presence of Engineer, initial tests shall be observed or 

witnessed by Engineer.  Owner shall be reimbursed by Contractor for all costs of subsequent 

visits by Engineer to witness or observe incomplete tests, retesting, or subsequent tests. 
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1.19 PROGRAMMING SOFTWARE.   

A. Programming software shall be provided for any equipment which includes a programmable 

logic controller (PLC) or other digital controller that is user-programmable.   

B. The software shall be suitable for loading and running on a laptop personal computer operating 

with a Windows-based operating system.   

C. A copy of the manufacturer's original operating logic program shall be provided for use in 

maintaining and troubleshooting the equipment.   

D. Where multiple pieces of equipment, from the same or different vendors, use the same 
programming software, only one copy of the software need be provided. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

End of Section 
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SECTION 01 65 00 - PRODUCT DELIVERY REQUIREMENTS 

PART 1 - GENERAL 

1.1 SCOPE.   

A. This section covers packaging and shipping of materials and equipment. 

1.2 PREPARATION FOR SHIPMENT.   

A. All equipment shall be suitably packaged to facilitate handling and to protect against damage 

during transit and storage.  All equipment shall be boxed, crated, or otherwise completely 

enclosed and protected during shipment, handling, and storage.  All equipment shall be 
protected from exposure to the elements and shall be kept dry at all times. 

B. Painted and coated surfaces shall be protected against impact, abrasion, discoloration, and other 

damage.  Painted and coated surfaces which are damaged prior to acceptance of equipment shall 
be repainted to the satisfaction of Engineer. 

C. Grease and lubricating oil shall be applied to all bearings and similar items. 

1.3 SHIPPING.   

A. Before shipping each item of equipment shall be tagged or marked as identified in the delivery 
schedule or on the Shop Drawings.  Complete packing lists and bills of material shall be 

included with each shipment. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

End of Section 
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SECTION 01 66 00 - PRODUCT STORAGE AND HANDLING REQUIREMENTS 

PART 1 - GENERAL 

1.1 SCOPE.   

A. This section covers delivery, storage, and handling of materials and equipment. 

1.2 DELIVERY.   

A. Contractor shall bear the responsibility for delivery of equipment, spare parts, special tools, and 

materials to the site and shall comply with the requirements specified herein and shall provide 

required information concerning the shipment and delivery of the materials specified in this 
Contract.  These requirements also apply to any subsuppliers making direct shipments to the 

Site. 

B. Contractor shall, either directly or through contractual arrangements with others, accept 
responsibility for the safe handling and protection of the equipment and materials furnished 

under this Contract before and after receipt at the port of entry.  Acceptance of the equipment 

shall be made after it is installed, tested, placed in operation and found to comply with all the 

specified requirements. 

C. All items shall be checked against packing lists immediately on delivery to the site for damage 

and for shortages.  Damage and shortages shall be remedied with the minimum of delay. 

D. Delivery of portions of the equipment in several individual shipments shall be subject to review 
of Engineer before shipment.  When permitted, all such partial shipments shall be plainly 

marked to identify, to permit easy accumulation, and to facilitate eventual installation. 

1.3 STORAGE.   

A. Upon delivery, all equipment and materials shall immediately be stored and protected until 

installed in the Work. 

B. Stacked items shall be suitably protected from damage by spacers or load distributing supports 

that are safely arranged.  No metalwork (miscellaneous steel shapes and reinforcing steel) shall 
be stored directly on the ground.  Masonry products shall be handled and stored in a manner to 

hold breakage, chipping, cracking, and spalling to a minimum.  Cement, lime, and similar 

products shall be stored off the ground on pallets and shall be covered and kept completely dry 
at all times.  Pipe, fittings, and valves may be stored out of doors, but must be placed on 

wooden blocking.  PVC pipe, geomembranes, plastic liner, and other plastic materials shall be 

stored off the ground on pallets and protected from direct sunlight. 

C. Pumps, motors, electrical equipment, and all equipment with antifriction or sleeve bearings 
shall be stored in weathertight structures maintained at a temperature above 60°F .  Electrical 
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equipment, controls, and insulation shall be protected against moisture and water damage.  All 
space heaters furnished in equipment shall be connected and operated continuously. 

D. Equipment having moving parts, such as gears, bearings, and seals, shall be stored fully 

lubricated with oil, grease, etc., unless otherwise instructed by the manufacturer.  

Manufacturer's storage instructions shall be carefully followed by Contractor. 

E. When required by the equipment manufacturer, moving parts shall be rotated a minimum of 

twice a month to ensure proper lubrication and to avoid metal to metal "welding".  Upon 

installation of the equipment, Contractor shall, at the discretion of Engineer, start the equipment 
at one-half load for an adequate period of time to ensure that the equipment does not deteriorate 

from lack of use. 

F. When required by the equipment manufacturer, lubricants shall be changed upon completion of 
installation and as frequently as required thereafter during the period between installation and 

acceptance.  New lubricants shall be put into the equipment by Contractor at the time of 

acceptance. 

G. Equipment and materials shall not show any pitting, rust, decay, or other deleterious effects of 
storage when installed in the Work. 

H. In addition to the protection specified for prolonged storage, the packaging of spare units and 

spare parts shall be for export packing and shall be suitable for long-term storage in a damp 
location.  Each spare item shall be packed separately and shall be completely identified on the 

outside of the container. 

1.4 HANDLING.   

A. Stored items shall be laid out to facilitate their retrieval for use in the Work.  Care shall be taken 

when removing the equipment for use to ensure the precise piece of equipment is removed and 

that it is handled in a manner that does not damage the equipment. 

B. During handling, carbon steel constructed material including chains, straps, and forks on lifting 
equipment shall not directly contact any equipment or material constructed of stainless steel.  It 

shall be the Contractor’s responsibility to correct any carbon steel contamination of stainless 

steel. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

 

End of Section 
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SECTION 01 67 00 - METEOROLOGICAL AND SEISMIC DESIGN CRITERIA 

PART 1 - GENERAL 

1.1 SCOPE 

A. Non-structural components shall be designed in accordance with this section.  In the event of 

conflict with requirements in other sections, the more stringent criteria shall be followed. 

1.2 DESIGN CRITERIA.   

A. Buildings, non-structural components, non-building structures including anchorage of such 

items, shall be designed in accordance with the following criteria. 

 

1.  General Design Data 

 Building code and references 2021 Virginia Construction Code, 

IBC 2021, ASCE 7-22 “Minimum 

Design Loads and Associated 
Criteria for Buildings and Other 

Structures”, AISC 360 

“Specification for Structural Steel 
Buildings”, AISC 341 “Seismic 

Provisions for Structural Steel 

Buildings” 

 Site elevation, above mean sea level (ft) 260.0+ 

 Design flood elevation (ft) n/a 

 Design groundwater elevation (ft) n/a 

2.  Wind Design Data 

 Basic (ultimate) wind speed, V (mph) 119 

 Tornado speed, VT (mph)  

 Allowable stress design (nominal) wind 

speed, Vasd (mph) 
92 

 10 year mean recurrence interval (MRI) 

serviceability wind speed (mph) 
75 

 Exposure category B 

 Ground elevation factor, Ke 1 

 Risk Category III 
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3.  Snow Design Data 

 Ground snow load, Pg (psf) 94 

 Winter wind parameter for snow drift, W2  

 Exposure factor (Ce) 0.9 

 Thermal factor (Ct) 1.2 

4.  Ice Design Data 

 Nominal ice thickness, t (in) 0.63 

 Concurrent wind speed, Vc (mph) 41 

 Importance factor (ice loads – ice 

thickness), Ii 

0.8 

 Importance factor (ice loads – concurrent 

wind), Iw 
1.0 

5.  Seismic Design Data 

 Mapped MCE short period spectral 

response acceleration, SS 
0.150 

 Mapped MCE one second period spectral 

response acceleration, S1 
0.042 

 Design short period spectral response 

acceleration, SDS 
0.130 

 Design one second period spectral 

response acceleration, SD1 
0.059 

 Risk Category III 

 Building Importance factor, I 1.0 

 Building Seismic Design Category A 

 Non-Structural Components Importance 

Factor, IP 

As indicated in the Non-Structural 

Components Schedule 

 Non-Structural Components Seismic 

Design Category 
A 

 Non-Building Structures Importance 

Factors, I 

As indicated in the Non-Building 

Structure Schedule or in the 

applicable reference documents, 

whichever is greater. 

6.  Roof Rain Load Data 

 Design rainfall intensity, I (in/hr) 6.28 in./hr 
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1.3 WIND ANCHORAGE 

A. Equipment that is to be located outdoors shall have anchor bolts designed for the effects of wind 

forces, as determined in accordance with ASCE 7, Chapters 26-31.   

B. Design of anchorage shall be in accordance with the Anchorage in Concrete and Masonry 

section.   

1.4 SEISMIC DESIGN 

A. General.   

1. Structural systems shall provide continuous load paths, with adequate strength and 
stiffness to transfer all seismic forces from the point of application to the point of final 

resistance. 

B. Non-Structural Components.   

1. Non-structural components are architectural, mechanical, and electrical items that are 

permanently attached to and supported by a structure but are not part of the structural 

system, as indicated in Chapter 13 of ASCE 7.  The Non-Structural Components 

Schedule identifies the components that require seismic design.  The requirements of this 
paragraph are applicable only to the items listed in the Non-Structural Components 

Schedule. 

 

2. General 

a. Design of non-structural components shall be in accordance with all applicable 

provisions of ASCE 7, Chapter 13.   
b. “Wp” shall include the total operating weight of the component or system, 

including, but not limited to, any insulation, fluids, and concentrated loads such as 

valves, condensate traps, and similar components. 

3. Anchorage Design 

a. Every component in the Non-Structural Components Schedule shall have its 

anchorage to the supporting structure designed in accordance with ASCE 7, 
Chapter 13.   

b. Design of anchorage shall be in accordance with the Anchorage in Concrete and 

Masonry section.   

c. Components shall be attached so that seismic forces are transferred to the structural 
system.  Curbs that support roof-mounted equipment shall be designed to transfer 

forces from the equipment into the main structural roof members.  All structural 

attachments shall be bolted, welded, or otherwise positively fastened.  Frictional 
resistance due to gravity shall not be considered in evaluating the required 

resistance to seismic forces. 
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4. Component Design 

a. Every component in the Non-Structural Components Schedule shall be designed 

for seismic conditions in accordance with ASCE 7, Chapter 13. 

b. Components shall have sufficient strength and ductility to resist the specified 

seismic effects, and shall meet all of the design, proportioning, detailing, 
inspection, and quality assurance provisions of the specified building code and 

other referenced codes.  Components shall be designed to be operable during and 

following a design level seismic event without collapsing, breaking away from 
supports, creating an ignition hazard, or releasing any contents.    

c. Seismic effects that shall be analyzed in the design of piping systems include the 

dynamic effects of the piping system, contents, and supports.  The interaction 
between piping systems and the supporting structures, including other mechanical 

and electrical equipment, shall also be considered.  Where pipe supports are to be 

designed by Contractor, as required by the Pipe Supports section, both the piping 

and support systems shall be designed to meet the applicable requirements of 
ASCE 7, Chapter 13. 

5. Construction Documents 

a. Construction documents (fabrication or shop drawings) of non-structural 
components shall be sealed by a design professional that is registered in the state of 

the project.   

b. Documents shall be sealed whether the basis for certification is analysis and 
design, shake table testing, or experience data.   

c. The sealing method shall clearly indicate that the component and its anchorage 

have been designed for the code required seismic forces. 

6. Submittals 

a. The construction documents, structural design calculations, shake table 

certification, and experience data certification, as applicable, shall be submitted in 

accordance with the Submittal Procedures section. 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 
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Non-Structural Components Schedule 

Component Applicable 

Specification 
Section 

Importance 

Factor (Ip) 

Special 

Seismic 
Certification 

Required 

Submersible Pumps 43 25 13.23 1.0  

Portable Davit Crane Base Wall-Mount Base 41 22 23.23 1.0  

Piping Systems and Related Pipe Supports 40 05 07   

Surge Protection Device 26 05 11 1.0  

Separately Enclosed Motor Starters 26 05 11 1.0  

Separately Enclosed Manual Starters 26 05 11 1.0  

Control Stations 26 05 11 1.0  

Separately Enclosed Circuit Breakers 26 05 11 1.0  

Disconnect Switches 26 05 11 1.0  

Lighting and Auxiliary Power Transformers 26 05 11 1.0  

Power Centers 26 05 11 1.0  

Power Factor Correction Capacitors 26 05 11 1.0  

Lighting Contactors 26 05 11 1.0  

Photoelectric Controls 26 05 11 1.0  

Relay Enclosures 26 05 11 1.0  

Adjustable Frequency Drives 26 29 24 1.0  

Common Motor Requirements for Process Equipment 40 05 93 1.0  

Hydrocyclone Skid  46 61 83 1.0  

 

Note:  Some specification sections listed in the Non-Structural Components Schedule cover multiple items.  Within those sections, some 
components may be exempt from seismic design based on their weight and/or their height above the floor.  Reference ASCE 7, Paragraph 13.1.4 

for specific conditions of the exemptions.  Some distribution systems such as conduit, cable tray, raceways, duct systems, and piping and tubing 

systems may also be exempt from seismic design based on their loads and support mechanisms as indicated in their respective paragraphs in 

ASCE 7, Chapter 13. 
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End of Section 
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SECTION 01 68 00 - EQUIPMENT AND VALVE IDENTIFICATION 

PART 1 - GENERAL 

1.1 SCOPE.   

A. This section covers the furnishing and installation of nameplates and tags for identification of 

equipment, valves, panels, and instruments.  

1.2 GENERAL.   

A. Except as otherwise specified in equipment, valve, and instrumentation sections, nameplates 

and tags shall be as specified herein.  Nameplates or tags shall be provided for all equipment, 
valves, operator interfaces, control and electrical panels, cabinets, instruments, and instrument 

racks that have been named and/or tagged on the Drawings. 

1.3 SUBMITTALS.   

A. Drawings and Data 

1. Drawings and data shall be submitted in accordance with the requirements of the 

Submittals Procedures section for each type of tag provided including materials, colors, 

sizes, letter sizes, and installation instructions. 

PART 2 - PRODUCTS (NOT USED) 

2.1 EQUIPMENT NUMBER PLATES.   

A. All equipment tagged on the drawings, except for submerged equipment shall be provided with 
number plates bearing the equipment tag number identified on the Drawings.   

B. Number plates shall be bevelled, 1/8th inch thick laminated black phenolic plastic engraving 

stock with white core.  Lettering on number plates shall be capitalized block letters ¾ inch  
high.    

C. Number plate height shall be twice the letter height.  Number plate length shall be as needed, 

with suitable margins all around.   

D. Lettering shall be placed in one row where practicable; however, where necessary due to 
excessive length, lettering shall be placed on more than one row and centered. 

E. Number plates shall be attached with stainless steel panhead screws, rivets, or drive screws. 



Equipment and Valve Identification 

 

Town of Leesburg 01 68 00 - 2 B&V Project No. 422278 

RAS/WAS PS Improvements - Issued for Bid December 2025 

Hydrocyclones 

F. When a number plate cannot be installed due to the physical size, space, or mounting surface 
geometry of the equipment, the Contractor shall provide a 12 gauge stainless steel tag with 

engraved or imprinted equipment tag number.  Lettering on tags shall be ¼ inch high.  Tags 

shall be rectangular with smooth edges and shall be fastened to the equipment with stainless 

steel mechanical fasteners or with a stainless steel chain. 

2.2 EQUIPMENT INFORMATION PLATES.   

A. Equipment shall be provided with engraved or stamped equipment information plates securely 

affixed with mechanical fasteners to the equipment in an accessible and visible location.   

B. Equipment information plates shall be in addition to the number plates specified.   

C. Equipment information plates shall indicate the manufacturer’s name, address, product name, 

catalog number, serial number, capacity, operating and power characteristics, labels of tested 
compliances, and any other pertinent design data.   

D. Equipment information plates listing the distributing agent only will not be acceptable. 

2.3 VALVE AND GATE TAGS. 

A. Temporary Tags.   

1. Each valve and gate with an identifying number indicated on the Drawings or listed in the 

valve or gate schedule, shall be tagged or marked in the factory with the identifying 

number. 

B. Permanent Tags.   

1. All valves and gates, except buried or submerged valves, that have been assigned a 

number on the Drawings or in the valve or gate schedule, shall be provided with a 
permanent number plate.   

2. Tags shall be permanently attached to valves and gates with stainless steel mechanical 

fasteners or with stainless steel chains.  Numerals shall be ¾ inch 20 mm high and shall 

be black baked enamel on an anodized aluminum plate. 

C. All buried valves shall be tagged with a brass plate cast into a 6-inch by 6 inch concrete pad at 

grade next to the valve box.  The valve number shall be engraved in the brass plate with 

lettering and numerals at least 1 inch high. 

 

2.4 PANEL NAMEPLATES.   

A. Nameplates shall be provided on the face of each panel and cabinet.  Panel identification 
nameplates shall be mounted at the top of the panel shall include the panel descriptive name and 
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tag number as indicated on the Drawings, in two or three lines of text.  Lettering shall be ¾ inch  
high.   

B. Nameplates for devices mounted on or in the panel shall be inscribed with the text as indicated 

on the Drawings.  Where nameplate information is not indicated on the Drawings, inscriptions 

shall be in accordance with information in the supplier’s submittal drawings as guided by 
information in the relevant specification section.  Panel device nameplates shall have engraved 

letters 3/16 inch high.   

C. Nameplate material and size shall be as specified above for equipment number plates.  
Nameplates shall be secured to the panel with stainless steel panhead screws. 

2.5 INSTRUMENT TAGS.  

A. Temporary Tags.   

1. Where instruments are not provided with permanent tags furnished from the factory, 

instruments shall be tagged or marked in the factory with the instrument tag number 

indicated on the Drawings. 

PART 3 - EXECUTION (NOT USED) 

End of Section 
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SECTION 01 73 01 - MAINTENANCE OF PLANT OPERATIONS DURING CONSTRUCTION 

PART 1 - GENERAL 

1.1 GENERAL REQUIREMENTS 

A. The Leesburg Water Pollution Control Facility (WPCF) will be maintained in continuous 

operation by the Owner during the entire construction period and will facilitate specific 
shutdown periods for the Work of this contract as specified herein. Work under the contract 

shall be scheduled and conducted by the Contractor such that work will not impede any 

treatment process, create potential hazards to operation or equipment, reduce the quality of the 
effluent or cause odor, minimize noise pollution or other nuisance. In performing the Work 

shown as specified, the Contractor shall plan and schedule the Work to meet the operating 

requirements and additional constraints outlined in this Section. 

B. The Contractor has the option of providing additional temporary facilities that can eliminate a 

constraint, provided it is done without cost to the Owner, and provided that all requirements of 

these specifications are fulfilled. Work not specifically covered in the following paragraphs 

may, in general, be done at any time during the contract period, subject to the operating 
requirements outlined hereinafter. All references to days in this Section are to be construed as 

consecutive calendar days, and all references to "continuous" in this section are to be construed 

as un- interrupted until completed. 

C. The intent of this section is to have the Contractor perform the Work in such a manner that 

continuous, uninterrupted treatment and all essential services and facilities are maintained 

operational throughout the construction period. 

D. The Contractor is hereby advised that they shall not shut off or disconnect any operating system 

of the existing WPCF. All equipment shutdowns shall be executed by the Owner. 

E. For brevity the Contractor is advised that this Section of the Specifications contains several 

references to equipment, piping, material and appurtenances to be removed or reinstalled. The 
Contractor shall refer to other specification sections and the Contract Drawings for definition of 

the equipment, piping, material and appurtenances to be removed from the site by the 

Contractor. 

F. The descriptions of work herein are complementary and supplementary to the Contract 

Drawings and Specifications, and do not negate any work required by either, and do not purport 

to represent every element or detail of work to be performed or every operational or 

construction constraint which may be required. 

G. All work described herein shall be performed by the Contractor unless otherwise noted. 

H. Any Contractor’s activities during the period of 3:30 P.M. to 7:00 A.M. must have prior 

approval of the Owner. 



Maintenance of Plant Operations During Construction 

 

Town of Leesburg 01 73 01 - 2 B&V Project No. 422278 

RAS/WAS PS Improvements - Issued for Bid December 2025 

Hydrocyclones 

I. The costs for all temporary facilities, maintenance of services, and all other work specified in 
these specifications shall be borne by the Contractor unless specifically stated otherwise. The 

costs for all the aforementioned work is deemed included in the lump sum bid price. 

J. Contractor shall follow all WPCF Temporary Use of Owner Equipment and Equipment Lock-

Out, Tag-Out requirements. Contractor shall request any associated forms and guidance prior to 
start of work. These forms shall be submitted where applicable prior to the performance of any 

associated Work. 

1.2 GENERAL CONSTRAINTS 

A. Access to Project Site 

1. An unobstructed traffic route at the entrance must be maintained at all times. Vehicular 

access to all treatment units and buildings must be maintained at all times. Any work 
requiring the temporary closing of a road to traffic must be coordinated with the Owner. 

B. Vehicular Access 

1. Except as otherwise permitted, vehicular access to all portions of the buildings and utility 

tunnels must be maintained at all times. 

C. Personnel Access 

1. WPCF Personnel must have safe access to all areas remaining in operation throughout the 

construction period. Construction site and staging areas shall be maintained in a neat and 
workmanlike condition. This includes but is not limited to rubbish removal, cutting grass 

and removing weeds on a regular basis, grading to eliminate potholes, ponding, ruts, etc., 

as well as dust control and proper material and equipment storage. Construction site and 
staging areas shall be returned to the original condition after completion of work. 

D. Plant Utility Systems 

1. The existing potable and non-potable water systems shall be kept in operation at all times. 

All connections to the plant potable and non-potable water systems shall be approved by 
the Owner prior to installation. All potable water system connections shall contain 

protective devices as required by the Health Department or applicable code. 

2. Existing fire hydrants within the plant site shall be operational at all times. 

3. Storm drainage on the site shall be operational at all times. 

4. Electric power, lighting service and communication systems shall be maintained in 

uninterrupted operation mode in all areas remaining in operation. Temporary power shall 

be provided where required. 
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E. Plumbing Facilities 

1. Except as otherwise permitted, all building plumbing systems such as roof and floor drains, 

sump pumps and other systems shall remain in operation. 

F. Special Protection of Machinery and Equipment 

1. The Contractor shall take all protective measures to the satisfaction of the Engineer 
necessary to ensure that inclement weather, or dust and debris from demolition does not 

enter any of the mechanical or electrical equipment enclosures. Enclosures shall be 

provided where necessary to prevent contamination of the air. All protective measures shall 
be furnished, installed, lighted, ventilated, maintained and removed at the Contractor’s own 

cost. 

2. Interior dustproof covers shall be a heavy reinforced polyethylene film curtain, minimum 
thickness 6 mils, supported by wood framing. All seams and penetrations shall be sealed 

with duct tape on two sides. Junctions with existing walls, floors and ceilings shall be made 

with a double fold secured with a backing strip anchored to the existing wall, floor and 

ceiling. 

3. Exterior weather tight enclosures shall be provided whenever a section of a roof or exterior 

wall on an existing building is removed or equipment is installed in a new building. 

4. The Contractor shall be responsible for all damage to existing structures, equipment, and 
facilities caused by their construction operation and must repair all such damage when and 

as ordered at no additional cost to the Owner. 

G. Service Interruptions 

1. When a construction task requires a suspension of normal operations of an individual 

treatment unit or an individual equipment system for a period less than four (4) continuous 

hours, the suspension shall be considered a service interruption. For each service 

interruption, the Contractor shall compile an inventory of the labor and materials required 
to perform the Work, an estimate of the time required, and a written description of the steps 

required to complete the task resulting in a service interruption. The inventory, time 

estimate, and written procedure shall be submitted to the Owner for review thirty days prior 
to the start date of the task. If the proposed procedure submitted by the Contractor is 

acceptable, the Owner shall authorize in writing, the service interruption pending the 

verification of materials and labor and the final notification specified herein. 

2. No service interruption shall be initiated until the Engineer verifies the list of materials and 
labor at the site at least one week prior to the proposed start date. After verification of the 

list of materials and labor, the Contractor shall notify the Owner and Engineer of the exact 

date that they wish to perform the Work, in writing two normal working days, excluding 
Saturdays, Sundays and holidays, prior to the proposed date. 

3. When the normal operations of a treatment unit are suspended longer than four hours, then 

the procedures for a shutdown, specified hereinafter, shall be enforced. Suspension of 
normal operation of an individual treatment unit or an individual equipment system for a 
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period longer than four (4) continuous hours shall not be permitted without Owner 
authorization.  

4. Contractor must provide written documentation to request shutdowns and service 

interruptions. 

H. Shutdowns of Treatment Processes 

1. See the Work Covered by Contract Documents section for Shutdown requirements. 

I. Shutdown of Electrical Systems 

1. See the Work Covered by Contract Documents section for general Shutdown requirements. 

2. After the final notification and with the approval of the Owner and Engineer, Lock-Out 

Tag-Out forms shall be completed. The Contractor shall lock out and tag existing circuit 

breakers, motor starters and switches, which shall be operated by the Owner. The 
Contractor shall check cables and wires to be sure that they are de-energized to ground 

potential before work begins. Upon completion of the Work, the Contractor shall notify 

the Owner and Engineer that the facilities are available for use.  With the approval by the 

Owner and Engineer, the Contractor shall remove the locks and tags from the circuit 
breakers, motor starters or switches. The Contractor shall not operate any existing electrical 

equipment without the approval, direction and supervision of the Owner or the Engineer. 

J. Overtime 

1. Overtime work by the Contractor necessary to conform to these requirements shall be 

considered as normal procedure under this Contract, and the Contractor shall make no 

claims for extra compensation as a result thereof. The Contractor shall be prepared to work 
around the clock and supply multiple work crews as necessary to complete the Work, 

including testing and acceptance as specified, within the specified time frame. 

K. Load Limits on Access Roads and Plant Facilities 

1. Existing and new underground facilities such as electrical duct banks, pipelines, etc., in, 
under, and crossing plant roads have been designed for a maximum wheel load in 

accordance with AASHTO H-20. Contractor shall not exceed this weight limit. 

2. Contractor shall not load nor permit any part of any structure to be loaded in any manner 
that will endanger the structure, nor shall Contractor subject any part of the Work or 

adjacent property to stresses or pressure that will endanger it. For all construction activities 

that require a crane, heavy machinery, etc., the Contractor shall submit a safe structural 

loading analysis on the existing facilities. Review of the analysis is required before any 
work can proceed. The analysis shall require a Professional Engineer’s Certification from 

the State of Virginia as part of the submittal to the Engineer. Contractor shall take all 

provisions necessary to distribute concentrated loads due to cranes and heavy machinery. 

L. Emergency Repair Crews 
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1. In case the Contractor’s operations disrupt the treatment process or the minimum operating 
facilities described herein, at any time, he/she shall at his/her own expense immediately 

make all repairs or replacements and perform all work necessary to restore the plant to 

operation to the satisfaction of the Owner. 

2. Such work shall progress continuously to completion on a 24-hour day, seven work-day 
week basis. The Contractor shall provide the services of emergency repair crews, available 

on call 24 hours per day. 

M. Use of Existing Plant Hoisting Equipment  

1. Use of existing plant hoisting equipment by the Contractor will be permitted at the 

discretion of the Owner. The Contractor shall inform the Owner of the hoisting equipment 

the Contractor plans to utilize for approval by the Owner prior to usage. The Contractor 
shall inspect the hoisting equipment prior to use, report any existing damage to the Owner 

and Engineer, and make any necessary repairs as a result of damage caused by the 

Contractor’s use at no additional cost. 

1.3 TEMPORARY POWER 

A. All work necessary to provide temporary power for maintaining plant operations as described 

herein below, or as otherwise required, shall be performed by the Contractor. All temporary 

power facilities shall be furnished in accordance with applicable codes. 

B. The Contractor shall submit a plan for providing the temporary plant power source and for all 

temporary facilities to be provided for the Engineer's review. The plan shall describe the 

temporary power installation and identify the type and location of component equipment to be 
provided. 

C. The Contractor must provide the Owner and the Engineer written notification at least 14 days 

prior to bringing power generating equipment or stationary equipment containing Reciprocating 

Internal Combustion Engines (RICE) onsite, such as engine driven pumps, back-up generators 
and emergency generators.   

1. The Contractor is advised that emergency generators and back-up or continuous power 

generators are two distinct categories.  An emergency generator is only used to provide 
power during power outages. 

2. Provision of a written notification to the Owner and Engineer does not constitute approval 

of the equipment.  No equipment shall be brought on site without prior written approval by 

the Owner. 

3. All power generating equipment, emergency generators, and stationary RICE containing 

equipment must be installed in secondary containment if they are capable of storing five 

(5) or more gallons of hazardous material (i.e. fuel). 

4. The Contractor shall be responsible for any/all cost of clean-up, fees, fines, etc., that may 

result from a violation of the Owner’s Permits, Regulatory Inspection violation, or 

hazardous material spill. 
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1.4 SEQUENCE OF CONSTRUCTION AND OPERATION 

A. In order to maintain continuous operation during construction to the existing wastewater 

treatment plant facilities, a phased construction sequence shall be required as described herein 

with schematics included in Figure 1. Specific constraints are outlined and shall be adhered to 

throughout the performance of the Work. These steps and time constraints are intended as 
recommended sequencing and timing for specific activities related to that particular Item. The 

Contractor may present alternate construction plans for consideration by the Engineer as 

required. These steps are not intended as explicitly sequential, in several instances, steps must 
be performed concurrently to execute the Work within allotted time constraints.  The Contractor 

is advised that work may be required to be performed in multiple areas simultaneously in order 

to complete the entire scope of the Contract within the allotted time. 

B. Constraints: 

1. No interruption of any existing facilities will be permitted that adversely affects WPCF 

operation. Service interruptions may be restricted to specific times of day or seasonally so 

as to not impact the normal WPCF operation. The Contractor shall work closely with the 
Owner and the Engineer in coordinating all service interruptions. 

2. Continuous Service of Existing Facilities. Contractor shall exercise caution and schedule 

operations to ensure that functioning of existing facilities will not be disrupted.  No 
interruption will be permitted which adversely affects the degree of service provided.  

Portions of the existing facilities may be taken out of service for short periods 

corresponding with periods of minimum service demands provided permission is obtained 
from the Owner in advance in accordance with Section 1.2 H.  The Owner shall have 

control over the timing and schedules of such shutdowns. 

3. At no time shall any WPCF equipment be taken out of service prior to and/or during an 

expected rain event as defined by the National Oceanic and Atmospheric Administration 
(NOAA).  Contractor shall coordinate RAS/WAS PS shutdowns with the Owner and the 

Engineer based on future weather forecasts. 

4. The RAS/WAS PS shall be kept in service and sequencing of Contractor’s work shall not 
inhibit the Owner’s ability to operate any of the RAS or WAS pumps unless authorized by 

the Owner. 

 

5. At least one (1) RAS wet well and associated pumps shall be kept in operation at all times, 

unless the Influent Channel is also out of service during a RAS/WAS PS shutdown, as 

approved by the Owner.  

6. Removing the existing RAS or WAS wet well in the RAS/WAS PS from service shall be 

kept to a minimum.  Only one (1) of the RAS wet wells is permitted to be taken out of 

service to complete the Work specified and as shown on the Drawings at one time. At any 

given time and within four (4) hour notice, all tools, equipment, etc. within the wet well 
shall be removed such that the wet well can be returned to service.  The corresponding wet 

well sluice gate shall be operational, as specified herein, prior to taking the wet well out of 

service. 
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7. Any required Work within the existing RAS/WAS PS Influent Channel shall not begin 
prior to the complete installation, testing, and acceptance of the temporary bypass pumping 

system.  Operation of the temporary bypass pumping system shall not be planned during 

anticipated wet weather events.    

8. The Contractor is advised that installation of the hydrocyclones feed pump and influent 
channel level sensor in the RAS/WAS PS Influent Channel will require dewatering of the 

influent channel. Owner will utilize the existing RAS/WAS PS pumps to the extent 

permissible to not damage the pumps to dewater the wet well.  Contractor shall provide 
means to dewater the wet well to perform the work in dry conditions. 

a. Disposal of any residual material within the Influent Channel, RAS wet wells, or 

WAS wet well shall be hauled off-site and disposed at an acceptable receiving 
facility.  Contractor is permitted to dispose liquid (free of residual material) to the 

facility’s treatment process with Owner’s approval. 

9. All sluice gates in the RAS/WAS PS facility are to be in working condition prior to and 

following isolation of any of the required work spaces. 

C. Suggested Work Sequence 

1. The construction sequence specified in this Section is suggested and it is intended to 

provide the Contractor with a general overview of the sequence of construction, the related 
areas, and the constraints on the schedule for substantial completion of various activities. 

The suggested construction sequence represents completion of various activities including 

major Work items and does not include all the Work items or constraints in the Contract. 

2. The Contractor shall be responsible for sequencing the construction activities and for 

working in multiple areas and on multiple phases of Work concurrently.  

3. Contractor shall submit a work construction sequencing plan for Owner and Engineer 

approval. 

4. The Contractor shall be responsible for design and installation of all temporary bulkheads 

as required to support maintenance of operations during construction, bypass pump 

operations, and installation of new equipment.  

5. The recommended construction sequence suggested for progressing the Work is described 

below in two (2) construction stages which coincide with the critical activities associated 

with the installation of the new pipe penetrations and the installation of the hydrocyclones 

feed pump. 

6. Preliminary Activities: 

a. Prior to beginning construction, Contractor shall obtain all necessary permits and 

shall put in place all necessary procedures required by the Owner as specified in this 
Contract. 

b. Contractor shall complete the necessary submittals required for construction as part 

of these preliminary activities.  Pre-construction activities that must proceed in a 
timely manner are the submittal of shop drawings and the procurement of the 
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hydrocyclones feed pump, level sensor, and temporary bypass pumping, as these 
activities drive the critical path. 

c. Work within the RAS/WAS PS wet wells and influent channels is considered 

confined space entry. All Contractors shall have completed Confined Space Entry 

training prior to start of Work. Contractor shall provide proper ventilation and 
required safety equipment, at no additional cost to Owner, during construction. 

7. Phase 1 Construction – Install Overflow and one Underflow Pipe Penetration 

a. Close gates between the Influent Channel and RAS Wet Well 18C and WAS Wet 
Well 18A. Dewater RAS Wet Well 18C and WAS Wet Well 18A. Contractor shall 

dewater remaining water by means approved by the Engineer and Owner. Contractor 

shall remove sediment from and clean the work area following dewatering. 
b. Core drill and install penetrations and perform all other Work in the dewatered wet 

wells, in accordance with the Drawings and as specified in this Contract. 

c. No operational impacts to RAS Wet Well 18B will be permitted during this phase. 

d. Refer to the Phase 1 Figure included in Attachment A for an illustration of the 
mechanical modifications. 

8. Phase 2 Construction – Install Hydrocyclones Feed Pump and one Underflow Pipe 

Penetration  

a. Temporarily relocate the existing removable aluminum grating above the Influent 

Channel, to facilitate installation of temporary bypass pumping. Install temporary 

bypass pumping in the Influent Channel. 
b. Once the Temporary Bypass Pumping System has been accepted, with the arrival of 

the level sensor and hydrocyclones feed pump, RAS can bypass the Influent Channel 

and be discharged into RAS Wet Well 18C, permitting Work within the remainder 

of the Influent Channel to be performed.   
c. Close the gate between the Influent Channel and RAS Wet Well 18B and the gate 

between the Influent Channel and RAS Wet Well 18C. Opening the gate which 

separates the Influent Channel and RAS Wet Well 18C between dewatering and 
removal of the temporary bypass pumping shall not be permitted. 

d. Contractor shall dewater remaining water in the Influent Channel and RAS Wet Well 

18B by means approved by the Engineer and Owner. Contractor shall remove 

sediment from and clean the work area following dewatering. 
e. Once the Influent Channel and RAS Wet Well 18B, Contractor shall core drill and 

install the pipe penetration in RAS Wet Well 18B, install the level sensor in the 

Influent Channel, install the submersible hydrocyclones feed pump in the influent 
channel, saw cut a new opening in the Influent Channel and install aluminum 

grating, and all other Work in the dewatered areas, in accordance with the Drawings 

and as specified in this Contract. 
f. Once the Hydrocyclones Feed Pump and Influent Channel level sensor have been 

installed, tested, and commissioned, Contractor shall clean the dewatered areas and 

remove any equipment, tools, or temporary facilities. 

g. Remove temporary bypass pumping. 
h. Refer to the Phase 2 Figure included in Attachment A for an illustration of the 

mechanical modifications. 



Maintenance of Plant Operations During Construction 

 

Town of Leesburg 01 73 01 - 9 B&V Project No. 422278 

RAS/WAS PS Improvements - Issued for Bid December 2025 

Hydrocyclones 

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION (NOT USED) 

PART 4 - ATTACHMENTS 

4.1 ATTACHMENTS 

A. Figure F1 - Mechanical Sequencing Schematic 

END OF SECTION 
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ATTACHMENT A 

 

 



WEIR WALL OPERATIONAL

RAS/WAS UNDER
NORMAL OPERATION

OPERATIONAL/OPEN

ISOLATED/CLOSED

CONTRACTOR TO
CORE-DRILL OPENINGS
AND INSTALL PIPE

GATE OPEN

CHANNEL
OPERATIONAL

PHASE 1.

SUMMARY OF IMPROVEMENTS:
- CORE DRILL AND INSTALL PIPE PENETRATING TOP SLAB ABOVE RAS WET WELL
18C.
- CORE DRILL AND INSTALL PIPE PENETRATIONS IN WAS WET WELL 18A.

- CORE DRILL OVERFLOW OPENING FROM WAS WET WELL 18A TO THE INFLUENT
CHANNEL

- INSTALL HIGH-LEVEL FLOAT SWITCH IN WAS WET WELL 18A.

SUMMARY OF OPERATIONAL IMPACTS:
INFLUENT CHANNEL 18: OPERATES AS NORMAL

WAS WET WELL 18A: ISOLATION GATE CLOSED AND PUMPS INOPERABLE

RAS WET WELL 18B: OPERATES AS NORMAL

RAS WET WELL 18C: ISOLATION GATE CLOSED AND PUMPS INOPERABLE

GATES TO
REMAIN
CLOSED
FOR
ISOLATIONCONTRACTOR TO

CORE-DRILL OPENINGS
AND INSTALL PIPE

TEMPORARY ISOLATION OF 20" EPR
TO BE COORDINATED WITH OWNER



CONTRACTOR TO INSTALL
TEMPORARY BULKHEAD

TEMPORARY ISOLATION OF 20" EPR
TO BE COORDINATED WITH OWNER

RAS/WAS PUMP
STATION SHUT DOWN

SHUTDOWN 1 (DURATION: 4 HOURS)

SUMMARY OF IMPROVEMENTS:
- INSTALL TEMPORARY BULKHEAD ABOVE THE WEIR WALL IN THE
INFLUENT CHANNEL.
- INSTALL TEMPORARY BYPASS PUMPING FROM UPSTREAM OF THE
WEIR WALL DISCHARGING INTO RAS WET WELL 18C.

SUMMARY OF OPERATIONAL IMPACTS:
INFLUENT CHANNEL 18: SHUTDOWN

WAS WET WELL 18A: SHUTDOWN

RAS WET WELL 18B: SHUTDOWN

RAS WET WELL 18C: SHUTDOWN

CONTRACTOR TO INSTALL TEMPORARY
BYPASS PUMPING

OPERATIONAL/OPEN

ISOLATED/CLOSED



CONTRACTOR MOBILIZES A TEMPORARY
SUBMERSIBLE PUMP OR SELF-PRIMING
SUCTION LIFT PUMP WITH SUCTION HERE

TEMPORARY DISCHARGE INTO
THE RAS WET WELL 18C

TEMPORARY PUMP
DISCHARGE ROUTING
(APPROXIMATE)

GATE TO REMAIN
CLOSED FOR ISOLATION

CONTRACTOR TO CORE-DRILL
OPENINGS AND INSTALL PIPE

CONTRACTOR TO INSTALL LEVEL
SENSOR AND STILLING WELL

CONTRACTOR TO SAW-CUT NEW OPENING,
INSTALL GRATING, INSTALL SUBMERSIBLE PUMP,
GUARDRAIL AND LIFTING CHAIN

GATE TO REMAIN
CLOSED FOR ISOLATION

GATE OPEN,
WASTING OPERATES
AS NORMAL

RAS/WAS UNDER
NORMAL OPERATION

PHASE 2.

SUMMARY OF IMPROVEMENTS:
- CORE DRILL AND INSTALL PIPE PENETRATING TOP SLAB ABOVE WET WELL 18B.
- INSTALL LEVEL SENSOR IN INFLUENT CHANNEL.
- SAW CUT NEW OPENING AND INSTALL GRATING IN INFLUENT CHANNEL.
- INSTALL SUBMERSIBLE PUMP IN INFLUENT CHANNEL.

SUMMARY OF OPERATIONAL IMPACTS:
INFLUENT CHANNEL 18: PORTION OF THE INFLUENT CHANNEL DOWNSTREAM OF
THE WEIR WALL WILL BE DEWATERED. SUBMERSIBLE PUMP WILL BE PLACED BY
THE WAS WET WELL GATE.

WAS WET WELL 18A: OPERATES AS NORMAL

RAS WET WELL 18B: ISOLATION GATE CLOSED, PUMPS ARE INOPERABLE 

RAS WET WELL 18C: ISOLATION GATE CLOSED AND OPERATE AS NORMAL

WEIR WALL AND
TEMPORARY BULKHEAD

EL 243.25

EL 242.25

OPERATIONAL/OPEN

ISOLATED/CLOSED

TEMPORARY ISOLATION OF 20" EPR
TO BE COORDINATED WITH OWNER



CONTRACTOR TO REMOVE
TEMPORARY BULKHEAD

RAS/WAS PUMP
STATION SHUT DOWN

SHUTDOWN 2 (DURATION: 4 HOURS)

SUMMARY OF IMPROVEMENTS:
- REMOVE TEMPORARY BULKHEAD ABOVE THE WEIR WALL IN THE
INFLUENT CHANNEL.
- REMOVE TEMPORARY BYPASS PUMPING FROM UPSTREAM OF THE WEIR
WALL DISCHARGING INTO RAS WET WELL 18C.
- CLEAR AND CLEAN WET WELLS AND INFLUENT CHANNELS OF ANY
TEMPORARY FACILITIES AND EQUIPMENT AND REMOVE ANY DEBRIS OR
SEDIMENT 

SUMMARY OF OPERATIONAL IMPACTS:
INFLUENT CHANNEL 18: SHUTDOWN

WAS WET WELL 18A: SHUTDOWN

RAS WET WELL 18B: SHUTDOWN

RAS WET WELL 18C: SHUTDOWN

CONTRACTOR TO REMOVE
TEMPORARY BYPASS PUMPING

OPERATIONAL/OPEN

ISOLATED/CLOSED

TEMPORARY ISOLATION OF 20" EPR
TO BE COORDINATED WITH OWNER
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SECTION 01 79 00 - DEMONSTRATION AND TRAINING 

PART 1 - GENERAL 

1.1 DESCRIPTION.   

A. This section contains requirements for training the Owner’s personnel in the proper operation 

and maintenance of the equipment and systems installed under this contract. 

1.2 GENERAL.   

A. Where indicated in the Equipment Schedule section and as required by the specifications, the 

manufacturer’s representative shall provide on-the-job training of the Owner’s personnel.  The 
training sessions shall be conducted by qualified, experienced, factory trained representatives of 

the various equipment manufacturers.  Training shall include instruction in both operation and 

maintenance of the subject equipment. 

1.3 SUBMITTALS.  

A. General 

1. The following information shall be submitted to the Engineer in accordance with the 

provisions of the Submittals section.  The material shall be submitted not less than 4 
weeks prior to the provision of training. 

2. Lesson plans, training manuals, handouts, visual aids, and other reference materials for 

each training session to be conducted by the manufacturer’s representatives.   

3. Subject of each training session, identity and qualifications of individuals to be 

conducting the training, and tentative date and time of each training session. 

PART 2 - PRODUCTS 

2.1 GENERAL.   

A. Where specified, the Contractor shall conduct training sessions for the Owner’s personnel to 

instruct staff on the proper operation, care, and maintenance of the equipment and systems 

installed under this contract.  Training shall take place at the site of the work and under the 
conditions specified in the following paragraphs.  Approved operation and maintenance 

manuals shall be available at least 30 days prior to the date schedule for the individual training 

session. 
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2.2 LOCATION.   

A. Training sessions shall take place at the site of the work at a location designated by the Owner. 

2.3 LESSON PLANS.   

A. Formal written lesson plans shall be prepared for each training session.  Lesson plans shall 

contain an outline of the material to be presented along with a description of the visual aids to 
be utilized during the sessions.  Each plan shall contain time allocation for each subject. 

B. One complete set of originals of the lesson plans, training manuals, handouts, visual aids and 

reference materials shall be the property of the Owner and shall be suitable bound for proper 
organization and easy reproduction.  The Contractor shall furnish ten copies of necessary 

training manuals, handouts, visual aids, and reference materials at least 1 week prior to each 

training session. 

2.4 FORMAT AND CONTENT.   

A. Each training session shall include classroom and time at the location of the subject equipment 

or system.  As a minimum, training sessions shall cover the following subjects for each item of 

equipment or system: 

1. Familiarization 

a. Review catalog, parts lists, drawings, etc, which have been previously provided for 

the plan files and operation and maintenance manuals. 
b. Guided inspection of the subject equipment. 

c. Demonstration of the subject equipment and how operation in accordance with the 

specified requirements. 

2. Safety 

a. Review and demonstration of safety procedures and related documentation. 

b. Inspection and discussion of hazardous components of the subject equipment. 

3. Operation 

a. Review of subject equipment operations literature and theory of operation. 

b. Overview of equipment operation and function. 

c. Explanation and demonstration of all modes of operation including start up, shut 
down, normal, and emergency operation, and manual and automatic operation 

through the plant control system. 

d. Explanation of all hardwired interlocks. 

e. Explanation and demonstration of equipment related valves and their purpose. 
f. Explanation of all equipment related instruments including primary element, 

instrument indicator, purpose, and interpretation of information. 

g. Check out of Owner’s personnel on proper use of the equipment. 
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4. Preventive maintenance 

a. Review preventative maintenance documentation and discussion of maintenance 

require at various intervals; e.g. daily, weekly, monthly, annually. 

b. Demonstrate performance of each preventive maintenance task. 

c. Identification of indicators of equipment problems. 
d. Discussion of corrosion protection and lubrication requirements. 

e. Requirements for periodic exercise of equipment and demonstration of equipment 

exercise where required. 
f. Identification of inspection points and demonstration of inspection covers removal 

and routine disassembly and assembly of equipment. 

5. Corrective Maintenance and Equipment Repair 

a. Discussion of common repairs and identification of special problems. 

b. Explanation and demonstration of equipment inspection and troubleshooting. 

c. Demonstration of calibration procedures. 

d. Demonstration of repair procedures where practical. 

6. Parts 

a. Discussion of the parts list and ordering of parts. 

b. Review of spare parts provided with the equipment and identification of other 
recommended spare part. 

7. Local Representatives 

a. Name, address, telephone of local representative. 
b. Review of contact information for providers of routine and emergency repair and 

operational assistance. 

8. Operation and Maintenance Manuals 

a. Review of O&M manual content and organization. 
b. Update O&M material as required. 

2.5 VIDEO RECORDING.   

A. The Contractor shall record each training session and shall give the Owner exclusive rights to 
each training session recording.  The Contractor shall advise all manufacturers providing 

training sessions that the material will be recorded. 
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PART 3 - EXECUTION 

3.1 General 

A. Training shall be conducted in conjunction with the operational testing and commissioning 

periods.  Classes shall be scheduled so that training is performed when equipment is available 

for operation.  The Contractor shall arrange to have the training conducted on consecutive days, 
with no more than 6 hours of class scheduled for any one day.  Concurrent classes will not be 

permitted. 

End of Section 
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SECTION 01 91 00 - COMMISSIONING 

PART 1 - GENERAL 

1.1 SCOPE.   

A. This section includes the requirements for startup and testing all items of equipment and 

systems that form a part of this Contract.   

B. The purpose of this section is to define the requirements for bringing individual equipment, 

systems, and facilities online and for proving proper operation and performance of that Work.  

C.  Contractor is required to develop, submit, and maintain detailed plans, including designation of 
management and staff, for these activities as specified herein.   

D. Additional requirements such as training are specified in other sections.   

 

E. The Contractor is also required to startup, test, and commission equipment procured by the 

Owner and assigned to the Contractor.  The Contractor shall refer to the Procurement 

Documents furnished by Owner and coordinate with the Supplier of the equipment regarding 
startup and testing activities. 

F. The startup, testing, and commissioning services referenced or specified herein include the 

following: 

1. Startup and Testing 

a. Startup checks 

b. Functional testing 

2. Functional acceptance testing 

3. Commissioning 

4. Operation acceptance testing 

5. Performance testing 

G. Definitions.   

1. Startup and Testing is the transitional phase between completion of construction and start 

of commissioning and includes the following: 

a. Pre-Startup Activities and Checks - Inspections, tests and other activities necessary 

to determine that equipment, systems and subsystems have been properly 

manufactured and installed.  Pre-startup activities shall include an audit of all factory 
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testing of equipment and compiling the results for comparison to startup and 
commissioning testing. 

b. Functional Testing – Initial limited operation of equipment, to demonstrate 

capability of installed components to perform their intended functions, respond to 

controls, and safely interface with external systems, followed by operation of 
individual systems in manual and automatic mode to test full functionality of 

individual systems. 

c. Commissioning - The establishment of the treatment processes for the plant. 
d. Operational acceptance testing - Continuous testing of complete the treatment 

processes under specified operating conditions in accordance with the technical 

Specifications and applicable regulations to demonstrate proper performance of the 
facility. 

e. Performance testing - When specified, continuous testing in accordance with the 

requirements of the Contract Documents. 

1.2 GENERAL.   

A. The Contractor shall be responsible for and furnish all labor, materials, instruments, incidentals, 

and equipment required for startup, testing, and commissioning.   

B. Temporary facilities required to carry out the specified testing, including temporary pipe, 
pumps, and other appurtenances, shall be furnished and installed, and removed when no longer 

required for startup, testing, and commissioning.  Refer to the Temporary Facilities section for 

requirements concerning water and power for startup and testing.   

C. Chemicals required for startup and testing shall be provided by the Contractor except as 

otherwise specified herein.  

D. Wastewater, including treated or test water that cannot be delivered to the system for any 

reason, shall be disposed of at the expense of the Contractor, in a manner acceptable to the 
Owner, and in accordance with all laws, regulations, and permits.  

E. Startup and testing shall be conducted during normal working hours during the workweek of 

Monday through Friday, unless otherwise approved by the Owner.   

F. Where continuous long-term testing is required, testing may continue over the weekends and 

holidays with prior approval from the Owner. 

1.3 Constraints.   

A. Startup and testing shall be conducted in a manner that does not compromise operation of the 
existing facilities or the quality of treated products released from the facility.   

B. Any startup and testing activities affecting operation of the existing facilities shall be 

coordinated with the Owner and shall be shown on the Progress Schedule.  The Owner will 
cooperate with the Contractor to the extent possible, but will have sole authority in decisions 

affecting existing operations. 
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C. The minimum constraints for startup and testing include the following: 

1.  Commission activities shall be conducted under dry weather flow condition.  

2. Comissioning of Work shall occur during normal working hours on Tuesday through 

Thursday.  

1.4 STARTUP MANAGER, STARTUP TEAM, AND MANUFACTURER’S FIELD SERVICES 
REPRESENTATIVES.   

A. The Contractor shall maintain a dedicated startup team led by a startup manager.  The individual 

to be designated as startup manager shall be identified within 45 days of the Notice to Proceed 
and will be reviewed by Owner and Engineer.  Once accepted, the Contractor shall not change 

the startup manager throughout the full period of performance of the Work without written 

permission of the Owner.  Once engaged in the Project, the startup manager shall attend regular 
construction progress meetings.  No startup activities shall begin until the startup manager has 

arrived at the jobsite. 

B. The startup manager shall be on Site full time at least 30 days prior to any field startup and 

testing activities and shall remain on site until all startup, testing, and commissioning activities 
are complete. 

C. Startup Manager.   

1. The startup manager shall be a startup and testing expert with a minimum of 5 years of 
experience starting up equipment and systems of similar type, size, capacity, and 

complexity to the equipment and systems included in this Project.  The startup manager 

shall have the necessary experience to fully understand all startup requirements, to manage 
the Contractor’s resources providing the startup services, and to prepare all startup 

documentation, as specified.  The startup manager’s assigned duties and responsibilities 

are those specifically related to planning, supervising, and executing startup activities and 

shall include, but shall not be limited to the following: 

a. Coordinating all testing and startup activities. 

b. Preparing all startup and field testing plans, documentation, and forms. 

c. Liaising between the Contractor, Engineer, and Owner for all startup and testing 
activities. 

d. Developing a comprehensive schedule for all startup activities and providing regular 

schedule updates.  The startup and testing schedule shall be incorporated into the 

Progress Schedule.   
e. Scheduling and leading startup, testing, and commissioning planning meetings. 

f. Conducting coordination meetings during startup, testing, and commissioning at 

least weekly. 
g. Coordinating manufacturers’ services and their certification of proper installation 

and/or operation of equipment as required by the Specifications. 

h. Overseeing and administering all startup, testing, and commissioning activities, 
including either direct participation in the activities and/or oversight and monitoring 

of activities. It shall be the startup manager’s responsibility to assure that all tests 

have been completed in accordance with accepted testing procedures. 
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i. Ensuring readiness for and coordinating maintenance, repair, and adjustment of 
equipment and systems during startup testing, and commissioning. 

j. Conducting or overseeing pre-test checks to ensure readiness for testing. 

k. Verify all piping hydrostatic testing and flushing has been completed prior to field 

testing connected equipment. 
l. Ensuring all testing equipment is in proper working order and has been calibrated to 

appropriate standards. 

m. Developing safe work policies and procedures including lockout/tagout procedures 
and personal protective equipment policies, that will be followed during all field 

startup and testing activities.  At a minimum the Contractor shall comply with OSHA 

and the Owner’s established safety guidelines.  It shall be the startup manager’s 
responsibility to assure all safety procedures are followed at all times. 

n. Reviewing and approving all equipment training sessions prior to submission to 

Engineer, to assure that the training is compliant with the requirements of the 

Specifications and includes all applicable operation, maintenance, safety, functional, 
performance, and startup and testing information. 

o. Organizing teams made up of qualified representatives of Suppliers, Subcontractors, 

and others, as appropriate, to efficiently and expeditiously startup and test the 
equipment and systems installed and constructed under this Contract.  The objective 

of this program shall be to demonstrate to the Engineer and Owner that the 

structures, systems, and equipment constructed and installed under this Contract 
meet all performance requirements and the facility is ready for operation as intended.  

In addition, the testing program shall produce baseline operating conditions for the 

Owner to use in a preventive maintenance program. 

p. Ensuring the development and maintenance of records documenting all startup, 
testing, and commissioning activity.  The records shall be organized by major 

process system into organized files/binders and turned over to the Owner prior to 

applying for final payment.  Testing records shall be accessible to the Engineer and 
Owner at all times to allow monitoring of the progress. 

q. Ensuring the startup team is equipped and ready to make emergency repairs and 

adjustments to equipment installed and modified as part of the Project. 

r. Scheduling and conducting a one day workshop with the Owner and Engineer to 
resolve submittal review comments to the Contractor’s startup, testing, and 

commissioning plan submittal.  

s. Notifying the Owner and all respective equipment manufacturers at least 21 days 
prior to the date when each equipment system is scheduled for pre-startup activities 

and checks. 

t. Organize International Electrical Testing Association (NETA) acceptance testing in 
accordance with the Electrical Equipment Installation section.   

D. Startup Team.   

1. The startup team shall include the startup manager and all staff deemed necessary for 

successful completion of startup, testing, and commissioning.  This will typically include 
engineers, major equipment vendors, operators, and representatives from the 

Instrumentation and Control System Supplier.  Additional trade representatives may be 

included as project requirements dictate.  

E. Manufacturer’s Field Services Representative.   
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1. The manufacturers shall provide a technically qualified field-service representative for the 
installation, startup, and testing of equipment furnished, as specified in the equipment 

sections.   

2. The manufacturer shall submit qualifications and experience records for all key personnel 

to be involved in startup activities. 

3. The manufacturer’s field services representative shall be employed full-time in installation, 

startup, and testing of similar equipment and facilities and work directly for the 

manufacturer.   

4. The representative shall have conducted startup activities similar to those required herein 

on at least two other projects of similar complexity.   

5. The Owner or Engineer shall have the right to reject the manufacturer’s field services 
representative at any time, for immediate replacement by the manufacturer, if the accepted 

qualifications are not representative of the actual experience or abilities of the 

representative, as determined by the Owner or Engineer.   

 

1.5 SUBMITTALS.   

A. Startup Manager Qualifications 

1. Startup manager’s qualifications and past project experience including contact names, 

addresses and current telephone numbers of owner representatives that can be used to 

verify the accuracy of the information.  Submittal shall be made at the preconstruction 

conference. 

B. Manufacturer Representative Qualifications 

1. Manufacturers’ field services representative’s qualifications and past project experience 

including contact names, addresses and current telephone numbers that can be used to 
verify the accuracy of the information.  Qualification submittals shall be made 3 weeks 

before the manufacturer’s representative is scheduled to be on Site. 

C. Installation Certifications 

1. Manufacturer’s certification of proper installation of all equipment as specified in the 

equipment sections.  

D. Plans and Schedules 

1. Equipment and system startup, testing, and commissioning plans and schedule in 
accordance with the requirements of this section.  Startup manager shall coordinate with 

Subcontractors and include their information in the startup and testing plan. 

E. Field Calibration Results 
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Attachment B - Drawings – Water Pollution Control Facility RAS/WAS PS 
Improvements – Hydrocyclones – developed by Black & Veatch Corporation, dated 
December 2025 
 





















































NOTES:

1. SEE LEGEND AND ABBREVIATIONS ON DRAWINGS I-001 AND I-002.
2. LOCAL CONTROL DEVICES, SUCH AS INDICATING LIGHTS AND SWITCHES ON MCCs, AFDs, OR ON EQUIPMENT, MAY NOT BE SHOWN ON THIS P&ID.
3. ALL PIPING ABOVE THE EXISTING FINISHED FLOOR SHALL BE HEAT TRACED AND INSULATED NOTED ON THE MECHANICAL OR YARD PIPING PLAN.

REFER TO SECTION 40 42 11 MECHANICAL INSULATION AND SECTION 26 05 11 ELECTRICAL PART 2.23 HEAT-TRACED PIPING.
4. RAS LEVEL DISPLAY ENCLOSURE CONSISTS OF SURGE PROTECTION AND LED DISPLAY TO SHOW CURRENT RAS LEVEL. SEE INSTALLATION

DETAIL G.
5. INTRINSICALLY SAFE CONTROL RELAYS TO BE LOCATED IN ACP-17B ENCLOSURE.
6. PROVIDE SUFFICIENT SPACE WITHIN THE RAS LEVEL ENCLOSURE FOR THE SUBMERSIBLE PRESSURE-SENSING LEVEL ANEROID BELLOWS,

FILTER, DESCICANT, VENT FILTER, AND OTHER LEVEL COMPONENTS.
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NO SCALE
OUTDOOR LEVEL INDICATOR MOUNTINGG

DISPLAY

SIDE VIEW

24"+

78
"

FRONT VIEW

SURGE

WIDTH AS REQUIRED TO ALLOW 3" BETWEEN
INSTRUMENTS AND 3" TO SIDE WALL OF SUNSHADE.

ELECTRICAL
CONDUITS

2" SHD. 40 PIPE
OR 2" SQ TUBING,

2"x3" CHANNEL
316 S.S. LEGS

WELD GUSSETS TO
3/8" BASE PLATES,
TWO PLACES EACH
LEG 90° APART.

12 GAGE 316 STAINLESS
STEEL SUNSHADE,
TOP AND SIDES, WITH 3/16"
316 STAINLESS STEEL
BACK PLATE

5/8 DIA S.S EXPANSION ANCHOR
WTIH 4" EMBEDMENT INTO 6"
THICK BY BY 30" WIDE CONCRETE
PAD. LENGTH OF PAD SHALL BE
24" GREATER THAN DISTANCE
BETWEEN LEGS

BACK OF ASSEMBLY TO FACE
SOUTH OR WEST FOR MAXIMUM
SUN PROTECTION. PAINT ALL
METAL SURFACES WITH RUST
RESISTANT WHITE ENAMEL

MOUNT INSTRUMENTS WITH 1" AIR
SPACE BETWEEN BACK OF BOX
AND SUNSHADE. MINIMUM 3" AIR
SPACE ON TOP AND SIDES

WATERPROOF CAP IF PIPE OR
TUBING ARE USED

NOTES:

1. DIGITAL INDICATORS SHALL BE DESIGNED FOR SEMI-FLUSH MOUNTING IN A PANEL. THE
INDICATOR SHALL BE A 3 1/2" DIGIT LED DISPLAY, WITH DIGITS AT LEAST 0.5 INCH HIGH.
OPERATING TEMPERATURE RANGE SHALL BE  32°F TO 140°F. ACCURACY SHALL BE  ±0.1
PERCENT. THE INDICATOR SHALL BE SCALED IN ENGINEERING UNITS, WITH THE UNTIS
ENGRAVED ON THE DISPLAY FACE OR ON THE ASSOCIATED NAMEPLATE. THE INDICATOR
SHALL HAVE A SELECTABLE DECIMAL POINT AND SHALL PROVIDE OVER-RANGE
INDICATION. THE DIGITAL INDICATOR AND LEVEL INSTRUMENT SHALL BE BY THE SAME
MANUFACTURER. IF THE LEVEL INSTRUMENT MANUFACTURER CAN NOT FURNISH A
DIGITAL INDICATOR, THEN A SEPARATE DIGITAL INDICATOR SHALL BE FURNISHED BY
PRECISION DIGITAL CORPORATION, RED LION CONTROLS, OR EQUAL.

2. FACE ENCLOSURE NORTH DUE TO SUN EXPOSURE IF AVAILABLE.

8888
PROTECTION

BALL VALVE

PROCESS
PIPE

ABOVE OPERATING
C OF SWITCH 4'-6"

FLOOR

L

TOTAL SUSPENDED
SOLIDS SENSOR

TOTAL SUSPENDED SOLIDS SENSOR
HOLDER/EXTRACTION DEVICE

1" LIQUIDTIGHT FLEXIBLE
CONDUIT (TYP)

MFG CABLE
TO SENSOR

TRANSMITTER
OUTPUT

120VAC

1" LIQUID TIGHT FLEXIBLE
CONDUIT (TYP)

TRANSMITTER INSTALLATION DETAIL
NO SCALE

TOTAL SUSPENDED SOLIDS SENSOR ANDF

NOTES:

1. CONTRACTOR SHALL NOT TAP CPVC PIPE. CONTRACTOR SHALL FURNISH AND INSTALL
TEES, REDUCERS, AND OTHER FITTINGS AS REQUIRED TO INSTALL INSTRUMENT IN
ACCORDANCE WITH MANUFACTURER'S RECOMMENDATIONS.
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